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CONVERSION FACTORS, NON-SI TO SI (METRIC) UNITS OF MEASUREMENT 

Non-S~ units of measurement used in this report can be converted to SI 

(metric; units as follows: 

Multipl_y _____ _ 

cubic feet 

cubic yards 

degrees (angle) 

Fahrenheit degrees 

feet 

gallons (US liquid) 

horsepower (electric) 

inches 

miles (US statute) 

ounces (avoirdupois) 

pounds (force) per 
square inch 

pounds (mass) 

pounds (mass) per foot 

pounds (mass) per cubic 
foot 

square feet 

By 

0.02831685 

0.7645549 

0.01745329 

5/9 

0.3048 

3.785412 

0.746 

2.54 

1. 60934 7 

0.02834952 

6.894757 

0.4535924 

1.488164 

16.01846 

0.09290304 

To Obtain 

cubic metres 

cubic metres 

radians 

Celsius degrees or kelvins* 

metres 

cubic metres 

kilowatts 

centimetres 

kilometres 

kilograms 

kilopascals 

kilograms 

kilograms per metre 

kilograms per cubic metre 

square metres 

~ Tn obtain Celsius (C) temperature readings from Fahrenheit (F) readings, 
use the following formula: C (5/9)(F- 32). To obtain Kelvin (K) read
ings, use: K = (5/9)(F- 32) + 273.15. 
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REPAIR OF WATERSTOP FAILURES: CASE HISTORIES 

PART~. I~TRODUCTION 

Background 

1. Nearly every concrete structure has joints that must be sealed to 
ensure the integrity and serviceability of the structure. This is particu
larly true for monolith joints in hydraulic structures such as concrete dams 
and navigation locks. Embedded waterstops are generally used to prevent water 
passage through the monolith joints of such structures. Traditionally, water
s :·,·ps have been subdivided into two classes: rigid and flexible. Most rigid 
waterstops are metallic: steel, copper, and oc~asionally lead or wood. A 
variety of materials are suitable for use as flexible waterstops; however, 
polyvinyl chloride (PVC) is probably the most widely used. 

2. The earliest types of embedded waterstops were made of rigid or 
semiflexible metal, usually copper. A crimp or fold was usually provided in 
the copper at the center of the joint to accommodate movement between adjacent 
monoliths. More recently, embedded PVC waterstops have been used on US Army 
Corps of Engineers projects. In conjunction with waterstops, open drains may 
be located along the joint between two waterstops to relieve any pressure that 
could build up between them. 

3. A search of the US Army Engineer Waterways Experiment Station (WES) 
damage and repair data base (McDonald and Campbell 1985) identified over 
400 cases where seepage at monolith joints has been reported through the Corps 
periodic inspection program. The majority (271) of these observations were 
located in dams. The 166 projects involved account for approximately one
third of the dams owned and operated by the Corps. In addition, 56 navigation 
locks with seepage problems at monolith joints were identified. The cause of 
seepage at monolith joints was identified and reported in less than two per
cent of the observations; however, it is believed that, in many cases, seepage 
was related to waterstop deficiencies. 

4. A waterstop failure can result in various problems ranging from 
minor leakage with cosmetic concern to significant hydraulic forces and struc · 
J~ural overloading which could threaten the stability of a st:-.1r ture. 
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Consequently, there is a need for basic repair materials and techniques which 

can be adapted to a variety of joint repair conditions. 

The primary objc~ctivC' of this study ~oras to identify materiAls and 

techniques which have been used in repair of waterstop failures. Also, basPd 

on a review and evaluation of current practices, a secondaly objective was to 

identify those areas where research is needed to supplement existing 

technology. 

6. Information on the repair of waters to-' ; ·' i lures was obtained through 

(a) a search of the WES damage and repair data base, (b) detailed review of 

periodic inspection reports, (c) discussions with project personnel, 

(d) visits to project sites, and (e) discussions with contractors and material 

manufacturers. Although the information obtained from the various sources 

varied widely from project to project, attempts were made to obtain (a) a 

description of the project, (b) the cause and location of the leakage, 

(c) descriptions of repair materials and techniques, and (d) results of 

follow-up evaluations. 
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PART II: CASE HISTORIES 

7. Suffic" ~i_nformation to prcpn,~ a case history ' ~ .c: cbtained for 
20 pruj,:.ctn, several of which involved mul"l ,,l'_ repairs. Descrir: ;o; s of the 
repairs, which spanned a peLt~ (lJ ,><·;;roximately 30 ve;_' c·, are arranged :Ln 
roughly chrono.!c,sicA1 nrder in the ollowing. In addition .. 1 ~mi ted informa 
tion on three other repair projects is included. 

Alg~ers Lock 

8. Algiers Lor~ is located in Orleans Parish, Louisiana, on the west 
side nf the Mississippi 1: >.'cr about 7 miles* ~.ontheast of New Orleant~. The 
lock is ,;r <' reinforced-concret , U-frame-type constn1ction (Figure l; \·I~! 

sector-type gales in each gate bay. The lock has a usable chamber 75 ft in 
width and 755 ft in length. Because of unfavorable foundation 'Ortditions, the 
lock was founded on wood pilings which average between 50 and 55 ft in length. 
The lock was constructed during the period 1947 to 1952 with the lock masonry 
essentially completed in August 1950. 

9. The monoliths in the floor slab of the lock chamber and approaches 
were separated by construction joints and joined by reinforcing steel at the 
top and bottom of the slab. No waterstops were used in the construction 
joints. The floor slabs of the gate bay monoliths (No. 5 and 36) were sepa
rated from the adjoiuing monoliths on either side by 1/2-in.-wide expansion 
joints which contain copper waterstops (Figure 2). The walls of all monoliths 
are separated from adjacent monoliths by 1/2-in.-wide expansion joints, except 
for the construction joint between monoliths 1 and 2. All expansion joints in 
the valls contain copper waterstops (Figure ~). A 2-ft length c:npper water-
stop ~ms embedded in the L": r::lab at each conr:i 1uct:ion joint durini_; c<:mr;true-

tion of the base slab and later liipped to the water"" ,, in the \vall section. 
10. When i.11e first cold weather occurred in late l9~l0, it was noticed 

tl::;t the expansion jo:i;j,, between the chamber section and the west :.''' e bay 
section l1ad widened. During an exceptionally cold spell in February 1951, the 
joint opening on the north side between the chamber section and the west gate 

* ,; table of factors foe converting non-Sl units of measurement to SI 
(metric) units is presen~ed on page 4. 
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bay was estimated to be about 2 in. wide, and the joint opening on the south 

side was estimated to be about 1-3/4 in. wide. It was observed that the 

joints closed slightly after the cold weather ended. Apparently, no noticeable 

change took pl.uC' :.;ring the summer oi ~.;')1. However, aL thP beginning of 

cocJ :~~~ weather in ,J, ',.ber, it was obseni"l; d1at not only had the joint opening 

betv.reell the chamber and · .. 'est gate bay incre<L .~d. but also the joint opening 

between the chamber and east gate bay had increased. Systematic measun:ments 

of the vertical And lAteral displacements of the joints at the top of the walls 

on either side of the gate bays were initiated in October 1951. Longitudinal 

displacements at the same joints were measured periodically startlrrg in Octo

ber 1952. The results of these observations were rep01ted by WES (1959). By 

1955, joint openings on the east side of the west gate 0<''.·' had progressed to a 

i:'wm of about 4 1n. 

11. Progressive enlargement of the joint openings on the east side of 

the west gate bay was attributed to fill material entering the joints, thus 

preventing free expansion and contraction of the lock with seasonal variations 

in temperature. Therefore, it was decided to clean out the expansion joints 

in the walls and base slab down to the waterstop where the gate bays adjoin 

the lock chamber, to permit expansion joints to function as designed. In 

addition, it was decided to extend the wall armor across those joints where 

relatively large lateral displacements had occurred to prevent damage to the 

lock walls by lock traffic. The repair work was done in June 1955. The lock 

was unwatered and excavations, shored with sheet piling, were made in the 

backfill behind each of the four joints where the lock chamber adjoins the 

gate bays. 

12. It was noticed during the repair work that, as a result of the 

longitudinal displacement of about 4 in. at the west gate bay, the uppermost 5 

to 10 ft of the waterstop in the wall had separated from the concrete. After 

cleaning, the joints were packed from both faces of the wall with sponge rub

ber joint filler and the intervening space was filled with hot-poured 

asphaltic joint compound. It was felt that the joint filler would be effec

tive in preventing further entrance of backfill soil into the joints and 

therefore that no plates would be needed on the backfill side ,,f the joints. 

Subsequent measurements indicating a continued prrgressive opening l'r the 

joints suggest that it might have been advisable to iJ ce plates across tl1e 

backfill side of ~he wall joint. Steel nlntes 12-3/4 in. by J/4 in. by 

10 



23 ft 4 in. were welded to the wall armor across the two inside joints at both 

ends of the chamber section on the r"~rth side where lateral displacements 

vnri~d between 2-1/4 and 3 in. 

Tt was noted <L; ·i_r,g repair of the join:. ~Ln the base sL:1i c:hc:t gas 

was bubtling up through the joint between the west g:~ i ·? bay and the west ectgt: 

of the lock chamber; this indicate~ that the copper waterst0p either had rup

tured or had separaL~J from the concrete. B1th expansion joint~ i~ the base 

slab \•,'lJ.ere the gate bays adjoin the lock chamber were cleaned out aL,···c the 

waterstop, and the recess was filled with hot-poured asphaltic joint compound, 

except for the upper 18 in. which was filled with sponge rubber joint filler. 

The benefit of the repair work to the joints in the base slab was probably 

limiterl by the fact that it was not possible to eliminate the entrance of 

foundation = il into the joint below the waterstop. As indicated by the gas 

bubbling up through the joint, piping into the lower part of the joint prob

ahJy occurs during any contraction of the lock chamber due to temperature 

effects. 

14. Longitudinal displacements at the joints between the gate bays and 

lock chamber increased with time. An opening of 5 in. on both sides of the 

lock was reported during cold weather in the early part of 1958. Based on a 

review of performance data through mid-1956 (WES 1959), it was concluded that 

the longitudinal movement at the joints between the gate bays and lock chamber 

was the result of seasonal expansion and contraction of the lock due to 

temperature changes, permitting fill material to enter the joints during 

contraction of the lock. Differential water loads and relatively poor 

foundation soils also contributed to the longitudinal movement. In addition, 

movement of the -.wst gate bay away from the lock chamber may be expected to 

continue and eventually may cause complete rupture of the waterstops between 

the lock chamber and west g[;L; bay unless remedic.J measures are taken. The 

following recommendations were made as a result of the review: 

Obtain elevations of all reference marks every two years 
and when the lock is unwatered. 

Observe the vertical, lateral, and longitudinal displace
ments at the joints Letv1een the gate bays and lock chambers 
at rnc:nthly intervals duri;:g the winter and sL<mmer, If the 
longitu.'i •al djsplacement ai any joint, and in p,c~··tjcular 
the joint 011 :-h':' east side of tL·:: ,,;,:=·' gA.te bay, shon" 1 rnn
tinue to incre:.:c:se >vith time, and ap:~~ 1;ch 6 in., steps 
should be taken to prevent further mov€mcnt. since further 
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rupture of the waterstops may cause piping of the founda
tion soils and would render subsequent repair work very 
difficult (and expensive). Movement of the gate hays away 
from the lock probably coul~ be prevented most r!fectively 
by structurally uniting the floor slabs of the gaLe bay to 
the floor slab af the chamber se.tion. 

1'5. ;,.'t:ile the lock wns C:cwatered during 1959, monolith joints in che 

lock walls a'ld floor were repaired using Thiokol, a synthetic rubber compound. 

This material was selected because it would elongate 150-300 percent of its 

length without rupturing and would adhere to clean concrete surfaces, thus 

preve11 ing the passage of water through the joints. In addition, the joints 

between the west gate bay monolith and adjacent chamber monoliths were exca

vated on the landside to apply sheet rubber over the joints. The rubber 

waterstop material was attached to adjacent monoliths with steel plates 

anchorccl to the concrete with expansion bolts. Also, a portion of tl,e back

fill adjacent to the walls of the Fest gate bay was excavCJted to reduce earth 

pressure on the gate bay. These corrective measures were reported as success

ful in a 1968 inspection. 

16. During the 1968 inspection, seepage through the joint between the 

approach monolith and the river end gate monolith was reported. Subsequent to 

the inspection, the leaking joint was ringed with sandbags. The seepage was 

clear, indicating no piping of foundation material. 

17. The joints between lock chamber monoliths and those between approach 

monoliths appeared to be in good condition with no unusual openings or offsets 

when inspected in 1973. However, joints between the gate bay monoliths and 

adjacent monoliths showed visual evidence of considerable movement (Figures 3 

and 4). Also, there were indications that considerable water passed through 

the joints between the west gate bay monolith and adjacent chamber monoliths 

during the recent high water (Figure 5). Gate bay joint movements as measured 

in Oc·~"uer 1973 are shov.'TI in Figures 6 and 7. No joint repairs were considered 

necessary at the time; however, repairs during the next scheduled dewatering 

in 1978 were anticipated. 

18. Numerous voids in the embankments along the chamber walls were 

reported. Possible causes of these voids included (a) animal burrows, 

(b) piping or seepage of water downstream along the sides of the structure, 

(c) leakage of water through the ch~muer monolith joints, and (d) settlement 

of the fill along the structure walls. 

12 



a. Southeast corner b. Southwest corner 

c. Northeast corner d. Northwest corner 

Figure 1. Movement between east gate bay monolith and adjacent monoliths 
as viewed from top of lock wall, November 1973, Algiers Lock 
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a. Southeast corner b. Southwest corner 

c. Northeast corner d. Northwest corner 

Fi;,.'''' !t. Movement bet"· en west gate bay liw"lith and adjacent uy~,Jit:hs as 

viewed from top 0f lock wall, November 1973, Algiers Lock 
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a. Southeast corner 

b. Northeast corner 

Figure 5. Joints between west gate bay monolith and adjacent chamber 
monoliths, November 1973, Algiers Lock 

15 
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19. Joints between the west gate bay and adjacent chamber monoliths 

\/ere leaking severeJy when inspected in 1979. Although small dikes had been 

constn:cte'~ on the landside of the walls to confine the leakage, ',·: Ie,11:age 

was so 3Cvere ~hat the dike c:, ti,l-: so1'<:heast side of the wall was usually 

overtopped Wl11:~n the lock chamber >\,; ·1 .1. ! J., 

20. Joints be•· ... _,•pn the gate bay !r;otwlif.ll~; and adjace!;(": d; ~mber mono·-

1 •· repaired in ". ·'"' A portable cof .. Jam was used to dewatPr the 

joints wh:ich were then cleaned a. · ·~ealed with SJ':aflez: la. Repairs were 

accomplished by D.istrjct maintenance iorces at a cost of approximately $42,000. 

21. The exposed upper portion of tl1e external rubber waterstop installed 

in 1959 apparently deteri .. dted with time alJawing considerable water leakage 

through the joint during high wRter stages. During the high river stEg~s in 

the spring of 10 1. temporary stebb were taken to prevent leak;1~0 through the 

deteriorated rubbe1 Girip on the south waJ This involved conscruction of a 

small wooden cofferdam adjacent to the joint which reduced leakage durin;; high 

river stageE'. Leakage was effectively controlled eventually by wedging :,tyro

foam into and against the opening (Figure 8). In February 1985, partial 

repairs were made to the landside of the joints in the north and south lock 

walls between monoliths 35 and 36 by replacing the deteriorated top part of 

the rubber pad and metal strips with similar materials. 

22. Current plans are to install rubber sheets to the land side of the 

lock wall at the four wall joints of the east gate bay monolith and two wall 

joints of the chamber monolith. This work is identical to the work performed 

in 1959, i.e., one item of work identified in paragraph 15. This repair 

method has displayed longevity and most directly and effectively eliminates 

the problem of backfill infiltrating the joint openings during annual cycles 

of thermal changes and river stage loadings. 

MacA;: i:hur Lock 

23. MacArthur Lock is one of the four locks located on the South 

St. Mary's River at Sault Ste. Marie, Michigan. The Jo,ck chamber, completed 

in 1943, is 800 ft long and 80 ft wide with a lift of 22 ft. The reinforced 

~oncrete floor and monol~thic concrete walls vPrP constructed on a sandstone 

founda irn. Each lock charnbe.< wal.l contains a , ·1Vi ce gallery and a fil] ing 

and emptyiil~': c1 .. ' \iert (Figure 9). Leported rocking of lock monoliths dud.11g 

l " () 



Figure 8. Styrofoam applied over exist
ing rubber waterstop, Algiers Lock 

F re 9. Typical sen LCi · through lock 
chamber, MacArthur Lock 
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filling and emptying was attributed to a thin zone of softened rock discovered 

between the monoliths and fc,'JPrl<'1tion during investigations for the adjacent 

Poe Lock. 

24. External waterstops were usea to repair exce~~lJr leakage througr• 

14 monolith joints in the lock cable galleries during the period l955-60. The 

joints were prepared for repair by cutting a 3/4-in. chamber around the sides 

and top of tl1e gallery as shown in ligure 10. Next, 3/13-in. expansion joint 

filler was inserted in the joint and a 3/4-in.-diameter rubber rod positioned 

over the joint filler. Clamp bars with set screws were installed on one 

monolith. The clamp bars were generally spaced 8 to 12 in. apart buL· were 

varied to suit physical ~onditions or obstructions aL the monolith joint. A 

steel angle retainer was placed over the rubber rod and the set screws tight

ened to hold the rod in place (Figure 11). The steel angles were in 

three individual lengths (top and two sides), but the rubber rod app2~rs to be 

continuous for the full length of the joint. Apparently, some later adjusting 

of the set screws was required after the waterstops were initially installed 

to stop minor leakage. This procedure has worked quite effectively over the 

years because no maintenance, other than that of priming and painting exposed 

steel surfaces, has been required. 

Michael J. Kirwan Dam 

25. The Michael J. Kirwan Dam is located on the West Branch of the 

Mahoning River about 10.6 miles above the junction of the branch and the 

Mahoning River at Newton Falls, Ohio. The rolled earth-fill embankment has a 

crest length of 9,900 ft and a maximum height of 83 ft above the steam bed. 

The outlet works includes a reinforced concrete intake tower and three 5-by 

8-ft conduits, 693ft long (Figure 12). A three-bulb rubber waterstop was 

located at each conduit joint approximately 12 in. from the interior concrete 

face. Construction was started in May 1963 and completed in November 1966. 

26. Excessive settlement and horizontal movement of the embankment and 

foundation during construction required remedial work which was accomplished 

by a change order to the contract. The remedial work consisted of the instal

lation of an electrical cons~lidation system to strengthen the foundation 

clays and r~duce the excess pore pressures in these clays under the cente1 

portion of the dam. As a result of the fcundation movemeu~, the conduit 
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Figure 11. ExterHa_L 'vla terstop installed in cable 
gallery, Macbrthur Lock 

settled about 4.1 ft and elongated 1.89 ft. This resulted in the opening of a 

number of joints with a maximum joint opening of 12-3/4 in. Major repairs 

were required on eight joints and seven joints required minor remedial 

measures to repair ruptured waterstops and reseal the joints. This work was 

accomplished by the Operations and Maintenance (O&M) Branch. 

27. Several repair techniques were used depending on the width of the 

joint opening. Details of the various repair techniques including material 

specifications are shown in Figure 13. A new 6-in. rubber waterstop was 

installed in the joint (15/16) with the maximum opening. Where joint openings 

were in the range of 1 to 7 in., a 1/2- by 6-in. neoprene seal element shaped 

in a "U" configuration was placed in the joint as a replacement waterstop. 

Following placement of polyethylene packing at the convex fold of the seal 

element, the joint was fille~ with a sanded cement grout. A 3/8- by 12-in. 

neoprene diaphragm was then anchored across the joints. Those joints with 

smaller openings were typically repaired with caulking sealant. 

28. The left ;:md middle conduits were inspected in ,Tune 1970 and joint 

repairs were reported to be in good condition. Joint 3/4, which ~vas repaired 

by spreading sealant across the surface of the joint, had opened 1/16 in. but 

was not leaking. At several of the joints, the sealant k>d been washed out 

!rom the joint in ~J~,, floor. The neoprene diaphragm across _joint 13/14 in the 

middle barrel had a l-11 •. cut about 1 ft off the floor on the right ~de. 
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Measurements of joint separation taken monthly showed no significant recent 

movement. The measurements were taken between pencil lines marked on opposite 

sides o~ the joint. These pt->ncil l-',1es and other pertinent markings ~n the 

barrels had been recer,tJ y replaceu by permanent scribed pins. 

29. The ce11·' · :'ii·!d -,:ight barrels"' t.ile three-barrel conduit were 

inspected in June 1972 dnd joint repairs were rc1Jorted to be in generally good 

condition r11e joints that 0ere repaired by back-packing with polyethylene 

foam and filjJ_qg with sealant had the sealant washed out from the joint to the 

flow line. At several of the joints, 10/11 and 11/12 in the center barrel and 

10/11 in the right barrel, some of the foam packing extended out fum the 

joint. This appeared to be the result of excessive foam packing being ;',,reed 

into the joint and the sealant not being strong enough to contain it. At 

these joints the waterstop was intact, and the failure of the repair work did 

nol ·J'tct the joint. Where ! ',e more open joints Here repaired by cle;:.ping a 

neoprene diaphragm across the joi11L, two of these diaphragms were noted to be 

torn. At joint 13/14 in the center barrel, the right side had a slit 12 to 

14 in. long about 18 in. from the floor. The diaphragm at joint 14/15 in the 

right barrel was torn across the floor and about 2 ft up each wall. The 

repair work behind the diaphragms of these joints was tight and in good condi

tion. No seepage was noted. Measurements taken periodically to determine 

individual joint separation and total conduit elongation showed very little or 

no movement although the conduit continues to settle at a slow rate. 

30. The perforated diaphragms across joints 13/14 (center barrel) and 

14/15 (right barrel) were replaced in May 1973. Damage was attributed to 

either localized material weakness or the passage of rough and sharp-edged 

debris through the conduit. 

31. A comparison of conduit joint separation measurements taken from 

the time joint repairs were completed in March 1967 to February 1976 showed 

only minor separatio11s. The maximum separation (0.025 ft) was at joint 12/13. 

The majority of the conduit joints were reported to be contracting. 

32. The center and right barrels of the outlet conduit were inspected 

in July 1976 and joint repairs were reported to be in fair condition. Several 

of the joints with larger openings (14/15 in the center barrel, and 14/15 and 

16/17 in the right barrel) had torn or eroded neopr~ne diaphragms which needed 

immediate a[c<:ntion. Also, the steel clamping bars used to hold the neoprene 

diaphragms were badly rusted and replacement was recommended 
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33. District operations personnel repaired 19 of the conduit joint 

seals dnrbg January 1977. OuLside temperatures during the repair periocl 

ranged from 10° to minus 15° F. Ta1·~ .~;]ins were hung over the conduit 

entrance during the repair and electric sp~ce heaters were used t0 keep the 

temperature of the joints above freezing. Det·,,:il.s of the repa.u .:::..1e summa

rized as follows: 

Cellter barrel: 

Right barrel: 

Joint 14/15 

Joint 11/12 

Joint 10/11 

Joint 9/10 

Joint 8/9 

Joint 3/4 

Joint 16/17 

Joint 14/15 

Joint 10/11 

JuluL 9/10 

Joint 8/9 

Joint 7/8 

Joint 6/7 

Joint 5/6 

Replaced neoprene membrane (3/8 in. by 

14 in. by 25 ft) 

Original bars and bolts installed. 

Polyurethane joint sealant (PRC 210) 

applied behind and on edges of 

neoprene. 

Repacked juint with polyethylene foam 

(Ethafoam) and resealed the joint with 

PRC 210. 

Repacked and resealed. 

Repacked and resealed. 

Removed old caulk and resealed. 

Removed old caulk and resealed. 

Replaced neoprene membrane (3/8 in. by 

14 in. by 25 ft) 

Installed original bars and bolts. 

Caulked behind and on edges of neoprene 

with Sikaflex la. 

Removed loose bolts, pulled neoprene 

tight, retightened the bars, and 

caulked the edges. 

Repacked with Ethafoam rod and 

resealed. 

Re!Jdckeu dllu lebectleu. 

Resealed. 

Resealed. 

Resealed. 

Resealed. 
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Joint 4/5 Resealed. 

Joint 3/4 Resealed. 

Left barre:. Joint 20/21 Recaulked with Sikaflex la, 

Joint 11/12 Repacked and resealed .. 

Joint 10/11 Repacked r1 resealed. 

34. All three barrels of the outlet conduit were inspected in June 

1981. The joint seals in the left and center barrels were in good condition, 

although some of the steel clamping bars were rusting. lr, tlHo ri::;ht barrel, 

two or three of the neoprene joint seals had either ruptured or torn loose 

from the clamping bars. 

Clearwater Dam 

35. Clearwater Dam is located on the Black River near Piedmont, 

Missouri. The rolled earth-fill dam has a crest length of 4,225 ft and a 

maximum height of 154 ft. The outlet works, completed in 1942, includes a 

gate tower and a 23-ft-diameter circular conduit. 

36. Lake water migrating between the backfill material and conduit 

caused differential movement between the first conduit monolith and the 

transition section to the gate tower. This movement either ruptured the upper 

copper waterstop or made the waterstop ineffective by producing a path for 

water to circumvent the waterstop. This resulted in a leaking joint which 

produced unacceptably high flows. 

37. The repair was begun by first bolting a 6-in.-wide steel plate over 

the interior top half of the monolith joint. This was followed by the dril

ling of several 1-in.-diameter holes on 1.5-ft centPrs through the conduit 

wall near the j o:i n 1 • Portland-cement grout was then pumped into the holes 

until the joint behind the plate was sealed. The drill holes were plugged at 

the completion of groutiny. This repair was completed in 1966 for ;:m esti

mated cost of $12,000. 

38. In l972 it was reported that' although the n~; • ~r was effective in 

: •Jpping most of tl1e leakage, a consideri:lble amount of water w<-F :h-ipping from 

the Yl'paired joint. The _ '-Ddn:it joint is cux:n~•:l_-ly in need of rep.c:·, aceorci-

ing to District personnel. 
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Sardis Dam 

39. Sardis Dam is located in nor: ];,.;estern Mississ.L.pp.L on the Little 

Ta_Uahat•:hie River, approxim;::Lely 10 miles so11'::heast of Sardis. The main 

embanknwnr is hydraulic fill and the abutment dik~s nre rolled fill. Tot-al 

length of the rlam is approximately 1~,300 ft with a maximum height above 

streambed of 117 ft. The outlet works includes a concrete approach, four

gated control structure, transition to a single conduit, conduit, chute and 

stilling basin (Figure 14). The egg-shaped conduit has a height of 18.25 ft 

and a width of 16 ft at the spring line and a length of 560 ft including the 

transition. Copper waterstops are embedded at each monolith joint and in a 

longitudinal joint located~ ft 9 in. below the spring line (Figure 15). 

~ 
r• '. '. In 1955, small sr~:3~s of water carrying small quantities ol sand 

were emerging from near the invert of the joint between the transition monc 

J_ ith and conduit monolith 1. Similar leakage was reported between the invert 

and the spring line at joint 2/3. Minor seepage was also reported on seven 

other conduit joints (3/4, 4/5, 5/6, 6/7, 9/10, 12/13, and 13/14). 

41. In 1966, several conduit joints were leaking water below the spring 

line (Figure 16) and at least two joints (2/3 and 4/5) were passing some sand 

particles with the water. In addition, the original joint filler (concrete 

key) was in generally bad condition, being loose or lost in many locations. 

The rate of sand displacement while the conduit was dewatered appeared negli

gible; however, the effects of additional head, flow through the conduit, and 

cumulative sand removal during extended periods of operation were unknown. 

Accordingly, it was felt that foundation investigations should be made. 

42. Drilling holes in the conduit invert was rejected due to the danger 

of releasing damaginz flows and the difficulties of working in the conduit. 

It was proposed to drill a hole on each side of the conduit at leaking joints 

and grout bv gravity, and observe the conduit for any signs of grout. 

43. After the general inspect· •·n and while the outJ et works were still 

dewatered, the following work was perfonned by hired labor: 

a. Joints 2/3, 4/5, and 5/6 were repaired at leaking areas by 
removing the remaining concrete key, packing the joint below 
the keyway with oakum, sealing the oakum with lead wool, <lnd 

;:eplacing the key wjtf' Skimkote, which iE described by the 
manufacturer, Hallemite Cc,, Cleveland, Ohiu, a.s a 11 thin-ply 
concreten that will adhere to set surfaces. 
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a. Typical section 

____-----Joint to be !roweled wtfh lwo 
oppications of speCJd blfum'nous 
cement 

-- ~-+---copper wal"r sfop lobe plcx:ed 
confJnuous!y (pmfs soldered) m 
condwl walls and bose. 

------}"corkboard 
Shff class :4 "concrete to be ploced 
not scx:mer fhon three Wet!!ks after 

fXXlri'nq ccnduif: 

b. Expansion joint detail 

Figure 15. Outlet works conduit, Sardis Dam 
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Figure 16. Leakage at conduit joint 4/5, Sardis Dam, 1966 

b. The keyway between the transition section and conduit mono
lith 1 was filled with Skimkote. 

Photographs taken during these repairs are shown in Figures 17-19. 

44. Grouting of the outlet works conduit proposed in the 1966 inspec

tion report was completed in March 1970. Grout holes were drilled from the 

embankment surface over the conduit to a depth approximately 1 ft below the 

conduit. A total of 118.5 cu ft of neat portland cement-fly ash grout was 

placed in the eight drill holes immediately adjacent to monolith joints 1/2, 

2/3, 4/5, and 5/6. Grout density and compressive strength were approximately 

114 lb/cu ft and 3,000 psi, respectively. 

45. Inspection of the conduit after the grouting was completed indicated 

that the operation was successful in filling the voids and stopping the water 

and piping leaks. Approximately 113 cu ft of grout was placeJ in the formation 

around the conduit with the remainder in the drill hole casings. Points of 

major grout-take occurred at monolith joints 5/6, 4/5, and 1/2. Maximum grout 

travel occurred at joint 4/5 when joint 5/6 was being grouted. It was appar

ent that the waterstops at these joints hav~ ruptured and voids ~e~e created 

as a result. Grout return on the inside of the tunnel for the mosL 1rt 
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Figure 17. Removal of a portion of the rema1n1ng concrete key in 
preparation for repair, Sardis Dam 

Figure 18. Packing a 
conduit joint, Sardis 

Dam 



Figure 19. Partially replaced joint keyway, 
Sardis Dam 

occurred at or near the crown. This does not necessarily mean that the voids 

were all located at the crown. The waterstops may be ruptured at the invert 

where the joints have separated due to settlement and the grout traveled 

between the waterstops and joint keys to the crown of the tunnel where the 

keys and joint material had deteriorated c,r were absent. Since it is possible 

that further settlement of the conduit could tr~ak the grout seal 2::~ cause a 

recurrence of the piping condition in the future, frequent inspection of the 

conduit by project personnel was recon~ended. In view of the considerable 

grout-take at these four joints, it was proposed that all joints with a 

history of leakage be grouted from the inside of the conduit. 

46. In a September 1971 jnspection, wet areas were noted near the 

invert of each conrluit joint from th0 transition monolith tl1rough monolith 5, 
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the general area grouted in 1970. No loss of sand through the joints was 

noted. Groutirg around leaking joints as previously proposed \vas recommended. 

47. Nine joir,,. (1-ransition/monolit:h 1 ~ 1/2, 2/3, 3/4, 4/S j/fJ, 6/7, 

14/15, an,~ 15/J 6) were se,2cterl ror additional grouting in Septemb-, and Octo

ber 1972 (US Army Engineer Distdct, Vicksburg 1972). The location of the 

grout holes initially selected was ~ in. downstream of the centerline of the 

joints, approximately 7 ft in elevation above the conduit invert (Figure 20). 

The 2-1/2-in.-diameter holes were drilled 5 in. downstream of the juint on a 

10- to 20-degree angle from the vertical. As reinforcing steel was encoun

tered in most holes after a few inches penetration, minor relocations were 

necessary. Eight of the 22-in.-deep grout nipple holes were drilled and the 

1-1/2-in. inside diameter grout nipples grouted in place. After quick shut

off valves were installed, attempts were made to penetrate the remaining ~an

duit thickness with 1-1/2-in.-diameter holes, but only one hole was success

fully completed. Reinforcing steel was encountered in the others and they 

were abandoned. The hole locations were changed to 0.8 ft downstream of the 

joints with similar results. The abandoned holes were plugged by filling with 

a thick cement grout, allowing the grout to set, screwing a cap onto the grout 

nipples and filling the remaining depressions with grout flush with the inside 

surface of the conduit. 

48. It was decided that the only possible location that would allow 

successful completion of the grout holes was along the monolith joints. 

Accordingly, the 2-1/2-in.-diameter grout nipple holes were drilled on the 

centerline of the joints, puncturing the embedded portion of the copper water

stop as shown in Figure 21. It should be noted that the waterstop was punc

tured in such a manner as not to disrupt its seal across the joint. After the 

grout nipples had been grouted in place and the quick shut-off valves 

installed, the 1-1/2-in.-diameter grout holes were extended through the con

duit a few inches into the surrounding material. Back pressures were 

encountered at seven grout holes located at four different joints. Whenever 

the shut-off valve for six of these holes was opened, a mixture of sand, 

water, and a few lumps of clay would flow out. The remaining hole flowed 

water only. Prior to and during grouting, leaking areas along the joints or 

around the grout pipes were caulked with lead wool as necessary. 

49. The grouting machine was set up OD the embankment surface adjacent 

to the right stilling basin wall. Grout supply and return lines were so 
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Figure 20. 

b. 

a. Typical conduit section 
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Original location of grout holes, Sardis Dam 
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Figure 21. Final location of grout 
holes, Sardis Dam 
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arranged that a control valve and a pressure gage were at the hole to be 

grouted.. The maximum allowable grout pressure for each hole -vms calculated 

based on the depth of overburden and estimated water level at that lucat:Lon. 

Grout pressures used were approximately 80 percent of the calculated maximums. 

50. Grouting 1•egan on 3 October 1972. The grout mixture was a 3:1 mix

lure of water and Type I portland cement, with 3 lb of bentonite per sack of 

cement added to reduce grout shrinkage. Prior to grouting, the valves on 

holes having back pressures were opened for 3 to 5 seconds to allow the sandy 

material to flow out. This was an attempt to loosen the material so the grout 

could force it out of the pipe. The grout line was then connected and pres

sure attained prior to opening the quick shut-off valve. 

51. After all the holes had been initially grouted, the holes at the 

joint between the transition monolith and conduit monolith 1 were regrouted. 

Grout leakage had been noted at this joint from spring line to spring line 

across the crown during the initial grouting. During regrouting of these 

holes, the g•.cut leakage was about the same, so grouting at this joint was 

stopped. The hal~ on the left side of joint 1/2 was then regrouted because of 

tLe presence of back pnos::mre and negligib] (' grout-take initiaJ 

52. On 4 October 1972, each grout hole was probed to determine whether 

a positive grout seal was present. Two holes were not se2led and started 

flowing sand and water after the quick shut-off valve was opened. The grout 

machine '\vas used to inLoouce water into each of these holes to force the 

sandy T!.i:;: --tf't1 out. After a sufficient volume (JJ. ter had been introduced, 

the quick shul-off valve was closed prevent a revers flow, and then each 

hole was regrouted. 
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53. On 5 October 1972, the grout holes were again probed and a positive 

seal was found in each. All grout pipes were then filled with a thick grout 

and th~ ~ipe caps screwed in place. The depression around each pipe •as 

filled wit:h grout to the inside cU ilrneter of the tu,,u,,' . During an inspec ~. iot. 

of the conduit afte" l;,,,~pletion of tlL: grouting, minute seepage was noted at 

the transition monolith/conduit monolith 1 joint at two conduit joc:'ts (1/2 

and 3/ l1). 

54. On 11 December 1974, a hole approximately 12 ft in diameter and 8 ft 

deep was noted in the upstream face of SarJis Dam adjacent to the southwest 

corner of the intake structure. The top of the hole was at approximately 

elevation 252 ft. Lake elevation on 11 December was 243.0 ft, the lowest lake 

level since before the 1973 flood. It was suspected that the sinkhole was 

caused by leakage -~nd loss of foundatim, sands through monolith joints similar 

to lhDt previously occurring in the conduit. This was verified whe11 dye 

poured into the hole was noted coming through openings in the joint between 

the intake monolith and the first conduit transition monolith (Figure 22). A 

small quantity of fonndation sand was also observed escaping at the floor of 

the conduit through two small openings in this joint. Approximately an inch 

of differential settlement had occurred between the intake monolith, which is 

founded on piles and the transition monolith which rests on foundation sands. 

This settlement apparently ruptured the copper .waterstop, permitting loss of 

the foundation sands. On 20 December, the hole was dug out to about 1 ft 

above the conduit and was repaired by backfilling with compacted impervious 

material, bedding material, and riprap to the original grade. 

55. The areas around the joint between the intake structure and first 

transition monolith were grouted with a neat cement grout from inside the con

duit (US Army Engineer District, Vicksburg 1975). A series of 12 holes were 

drilled through the center of the joint as shown in Fizure 23. Grout-take at 

the joint was about It 0 cu ft with most of the take along the hot tom and the 

south wall in the vicinity of the sinkhole. Grouting operations were 

completed on 3 January 1975. 

56. During the inspection of the interior of the conduit, some minor 

leakage was noted at several joints. Leakage was most prevalent at joint 4/5, 

but =here was no evidence of loss of material through the joint. This joint 

was previously grouted during 1970 and again in 19 7 7. 
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Figure 23. 
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57. During the grouting operations, all previously grouted joints that 

were leaking were redrilled and regrouted. Six previously grouted joints were 

regrouted through the old grout nippJes. The maximum grout-take (about 
.. , c c:u ft) i i 

le2l J p 

was at joint 

stopped as a 

6/7. 

re~ ._,:' 

All other jointc: }1ad little or '.o take, and all 

-'lf the groutliJg. 

'n~rcti0n, very small leaks were noted at 

several monolitl1 joints, but there was no evidence of p1ping of material and 

the leaks were not C("isidered detrimental. There was no evidence of leakage 

or piping of materials at t:he joint between the intake structure and the 

transition conduit. In August 1981, a few very small leaks were noted at some 

monolith joints in the conduit, none of which was considered significant. 

58. In a November 19/0 

Lock and Dam No. 3, A:r:kc..Hsas River 

59. Lock and Dam No. 3 is located on the Arkansas River, approximately 

29 miles downstream from Pine Bluff, Ark. The 110- by 600-ft lock, located on 

the left bank of the river, \vas designed for a normal lift of 20 ft. The lock 

walls, guard walls, and a 60-ft-long segment of each guide wall upstream and 

downstream of the lock are semigravity type, reinforced concrete walls sup

ported on steel bearing piles. The remaining portions of the guide walls are 

supported on steel bearing piles which are located in sand-filled, steel, 

sheet pile cells. A 3,590-ft-long overflow embankment section adjoins the 

lock on the left bank. The dam consists of a 1,260-ft-long, semigravity, 

gated concrete spillway section with 18 tainter gates. The spillway section 

is supported on steel bearing piles. A 997-ft-long overflow embankment sec

tion adjoins the dam on the right bank (Figure 24). The training walls up

stream and downstream of the dam are supported on steel bearing piles. 

60. After impoundment of the Lock and Dam No. 3 pool in December 1968, 

it was di .c:cnvered that wate·r :Erom the upstream pool was leaking through the 

vertical mcnolith joints in tL,_· ci.am training wall. An earth-fill overflow 

embankment abuts this training wall and extends to higher nAtural ground 

approximately 1,000 ft landward. The centerline of the embankment is approxi

mately 60 ft upstream from ~J;P concrete dam axis. The waterstops acruss the 

monolith joh"': of the training Widl had been omittec: luring construction, 

~c:hus allowing we; l:.Pr i the upstream ) oc>J. to flow throu1)· 1 .. , 
$> ;cnnolith joint:: 

011Li ;-lTld into the do' . l::dJTI pervious zone r the embankment, This leakage or 
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flow created an erosion condition which could have endangered the stability of 

the embankment in time. A sinkhole of undetermined dimension, which developed 

adjacent to the monolith joint immediately upstream from end pier T;:·,nolith 19, 

was fillcrl with gravel which nre\'ented further eros:on. 

61. The traLjng wall was foundt:d on piles and en.·:1' ;r.cnolith is subjec< 

to movement; therefoc0, the monolith joints could not be sealed with rigid 

materials. It was determined that some type r~ flexible waterstop should he 

installed ::i_:, a vertical hole drilled to coincide with the monolith joint. It 

was also determined that only four of the monolith joints needed waterstops, 

;::ince the remainder of the monolith joints had water on both sides of the 

walL It was determined that 6-in. -diameter holes should be core dril1ed down 

through the vertical monolith joints to a point approximately 18 in. below the 

horizontal waterstops in the bottom of the joint (US Army Engineer District, 

Little Rock 1972). 

62. After studying many types of flexible material for sealing off the 

hole againc>l. Fater coming through the joint, it was decided that a closed 

cell, thick wall, Butyl tubing would be the most satisfactory material. It 

was also decided that the annular space in the tubing should ;,_, filled with 

nonshrink neat cement grout to force the tube wall against the hole wall and 

shut off the water. 

63. Samples of the closed cell Butyl tubing (Armflex 22) were tested 

for stress-strain characteristics to ascertain installation problems. Arm

flex 22 is manufactured by Armstrong Cork Company primarily as pipe insula

tion; however, its properties were considered satisfactory for use as a water

stop under the conditions described above. The tube selected for use was 

designated by the manufacturer as 5-in. iron pipe size and was 8-1/16 in. in 

outside diameter with 1-1/16-in. wall thickness. 

64. During January 1969, the 6-in.-diameter diamond bit core holes were 

drilled through the vertical monolith joints. The 6-in. core bit made a 

7-3/4-in.-diameter hole. The driller was able to follow the monolith joint by 

observing the thickness of each half of the core recovery and adjusting the 

dri~l as necessary. A section of the horizontal waterstop was recovered from 

each of the four core holes drilled. The holes were approximately 36 ft deep. 

65. Six-foot lcnRths of the Butyl tubes were glued together to form the 

four required 36-ft waterstops. One end of each 36-ft tube was plugged with a 

wooden plug :;nd clamped. Prior to installing the tubes in February 1969, ;:( 
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core holes were flushed to remove silt sediments and about 75 gal of thick 

bentonite slurry was pumped into the four holes to pl"'·-: de a lubricant on the 

walls. The 36-lt tul·~s were placed 0ver a 38-ft length of N-size drill rod 

widch hung from the boom of a crane. A thick bentonite paste w~,c; Cl>;;lied to 

the outside of the tube as it was gradually forced into the core hole t; the 

weight of the drill rod and by men pulling downward c.;, ~-c,)es fastened to thP 

top of the drill rod. 

66. During installation the tubes elongated from 10 to 2U percent due 

to the friction along the walls of the core hal._. . This amount of elongation 

was considered acceptable since a minimum of 29 percent strain was required 

for rupture as indicated by previous testing. 

67. A relatively thick nonshrink neat cement grout slurry (0 1~ water 

content) was pumped through the drill rod into the tube resulting in u filling 

action from the bottom to the top ensuring the formation of no air pockets 

within the column of grout. After removing the drill rod, the tube was filled 

to several feet above the top of the wall to provide some additional pressure. 

The pressure head of grout was sufficient to force the tube tightly against 

the walls of the core hole but not sufficient to completely flatten out the 

wall of the tubing. Therefore, it was believed that a positive but flexible 

waterstop seal was obtained at the monolith joints. 

68. The installation of the waterstop tubes was considered relatively 

easy even though the tubes were slightly larger than the core holes. Full 

penetration of each core hole by the tube was assured by measuring the depth 

of the hole before and after installing the tubes. The only difficulty that 

occurred was during the installation of the tube in the joint immediately 

upstream of the end pier, and this was attributed to a crook in the core hole. 

It is believed that this tube developed a small rupture as indicated by the 

re111rn of grout between the tube and the wall of the core hole. However, this 

rupture was small and self-sealing inasmuch as a head of approximately 10 ft 

of grout was quickly attained and held constant within the tube until the 

grout had set. 

69. It was believed that the leakage through the monolith joints was 

effectively cut off. The waterflow through one of the joints was obse1ved to 

diminish simultaneously with the rise of the grout wittdn the tube. All flow 

through this joint had ceased by the time the tube had been tilled with grout. 

;(;. In August 196Q, s. f]inkhole approxir,:cfeJy 25 ft wide, 30 ft long, 
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and 7 ft deep was discovered on the downstream slope of the right overflow 

embankment (Figure 24). During grouting operations to correct seepage through 

the embankmer;c, :he waterstop installed between the training wall and mono

lith 19 began leak.iug, The waterstop instCJlled between trainh1g wall mono

liths USTW-1 and USTW-2 also began leaking. It was speculated that during the 

summer followi r,g installation. concrete had expanded and compressed h, ,.h 

the closed eeL foam Butyl tube and the grout it contai:tc<.!" When the concrete 

cooled, the concrete contracted and the rubber tubing and the grout it con

tainel did not rebound frmn its compressed state sufficiently to retain the 

seal arourtd the circumference of the hole. Also, the rupture in the rubber 

tube which occurred during installation of the waterstop between the training 

wall and monolith 19 may have contributed to the leakage. 

71. As a temporary repair, rubber tubes in the leaking joints were 

replaced with similar tubes of smaller diameter. .~n ut.cc;mpt was made to back

fill one of the tubes with hot asphalt in the hope that the more fluid asphalt 

would keep the rubber tube expanded against the sides of the hole better than 

the cement grout. The backfill attempt was unsuccessful and the hole was 

again temporarily backfilled with a foam rubber tube filled with cement grout. 

Because of the limitations of the foam rubber tube and cement grout backfill, 

it was planned that a permanent solution would be provided when the proper 

materials were located. 

72. Several methods of installation were studied in an attempt to 

improve the existing waterstops; however, it was concluded that a thin resili

ent tube installed in the existing core holes and filled with a high specific 

gravity liquid would provide the most satisfactory waterstop. Some of the 

installation methods studied and reasons for rejection are listed below. 

a. Drill additional holes on each side of the existing core holes 
and install a nonmetallic type waterstop across the joint. A 
material was not found that could be used to secure the water
stop in place with water flowing through the joint. 

b. Fill the existing core holes with a fibrous material impreg·· 
nated with asphalt or some other mastic. There was no assur
ance tltat the material used vlOuld rebound any better than the 
Butyl LL:c or that the hole would be filled watertight as the 
material was packed into the hole. 

73. After it was decided that a thin resilient tube was needed to pro-

vide a satisfa,tory '','lterstop at each joint, a search wa:,; i:d.tiated to secm.c 

the proper material. The F-irestone Tire ;;n(1 Rubber Company \v.·, ,· r.8r.tacted 
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about the manufacturing of a resilient tube the same diameter as the existing 

core hole in the training wall joints. Firestone indicated that a tube could 

be manufact:\ired that would meet these requirements; however, the cosi Hould be 

prohibitive SJ.:tC'- ':egular produl' <_un .,uuld have to iJc E.~ topped and specie:] 

tooling would bE· necessary. A discuss] ">u \vith Goodyear TLre and ;o,,],ber 

Company revealed almost identical conditions. 

74. A visit was made to several rubber specialty companies in the 

Houston, Texas, area in search of one that could manufacture tubes 40 ft :1 ,, 

length and of sufficient diameter to f]ll the existing co:re holes. It was 

found that rubber tubing of the specific size and length required was not 

available as a standard item, but such tubing could be manufactured hy at 

least two companies in Houston. Murray Rubber Company could manufacture the 

tubes by joining two 20-ft sections cf c~hylene-propylene-dieue-rnonomer (EPDM) 

synthetic rubber formed ~nd cured on a ste2l mandrel. The tubes would be 

7-3/4-in. outside diameter with l/8-in. wall thickness. The wall thickness at 

the joint would be greater than 1/8 in. and less than 3/16 in. The joint 

would be as strong as the other section of the tubing. The rubber for manu

facture of the tubes would have a Young's modulus of approximately 500 psi and 

a durometer hardness of 40-45. The EPDM polymer was recommended because of 

its resistance to deterioration due to weather, water, and temperature. 

Details of the tube are shown in Figure 25. 

75. A search was also conducted for a fluid to be placed in the tube 

that was heavy enough to press the rubber tube against the circumference of 

the hole with sufficient pressure to prevent seepage. This fluid also had to 

remain in a liquid state permanently. A fluid which met these requirements 

and would not affect the rubber tubing was obtained from Baroid Division, 

National T.''ad Company. The f]uid is commonly usc0 as ship ballast, remains 

permanently liquid, and could be obtained with the desirr~ specific gravity. 

76. During the fall and winter of 1970 the cooler weather caused the 

conrrete training walls to contract. The foam rubber tubes previo•1sly 

installed as waterstops in the training wall joints had lost their resiliency 

by crushing and did not expand to fill the holes. Leakage was observed at the 

joint between the dam and the first upstream training wall monolith. Piezo

meters with tips near the joints began to indicate higher water levels. This 

trend cuntinued throughout thL winter. 
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77. Waterstops were installed in April 1971 as a permanent repair 

measure. Pach temporary waterstop was removed by drilling with a 7-5/8-in. 

roller rock bit. The new waterstop consisted of a 4G ft length of 7-3/4 in. 

out~ide diameter svn~hetic rubber tubing \!ith approximately l/8-in. wall 

ti1•r kness. The tubes were fabricated with hard rubber plugs in the lower end. 

The tubes and 40-ft lengths ~~ drill rod were placed in the drilled holes with 

a crane. The tubes were backfilled by pumping a heavy iluid through the arill 

rods. This fluid w2s designed to weigh approximately 150 lb/cu ft and to 

rerr,.-; in permanently fluid. The fluid was mixed in the proportions shm,rn below. 

Fresh water 
Aquagel 
Baroid 

Item 

Flaked aldacide 
Surflo-H35 or stabilite 
Ethylene glycol 

Quantity 

19.3 gal 
11.5 lb 

630 lb 
1 lb 
0.033 gal 
4.6 gal 

After they were filled, the tubes were capped with a hard rubber plug with an 

inspection pipe. The plug was set about 6 in. below the top of the concrete, 

with the inspection pipe flush, and the hole was patched with cement mortar. 

The cost of replacing the existing waterstops was approximately $15,000. 

78. The water level at the piezometer near the joint between the first 

and second upstream training wall monoliths dropped significantly when the new 

waterstop was installed. While the joint between the dam and the first up

stream training wall monolith was open, the water level in a piezometer near 

the joint rose about 5 ft. After the installntion of the new waterstop in 

this joint, the water level dropped over 5 ft and continued to drop to a 

satisfactory level near the tailwater. The piezometers were read weekly for 

2 weeks after installation of the new waterstops and monthly thereafter. The 

significant drop in the piezometers demonstrates the initial effectiveness of 

the new waterstops. The pennanence of the installations will only be known 

with time. The piezometers will be monitored to determine the continued 

effectiveness of the system and the fluid level will be checked periodically 

to determine whether the ingredients remain in suspension as desired. 

Jo},,., _l2_§Y Lock and Dam 

79. John Day Lock and Dam is locaLe:·-' on the Columbia R:i.•·1- ~- between 
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Oregon and Washington, about 110 miles upstream from Portland, Oregon. 

Construction of the navigation lock began in December 1959 and was completed 

in Novemb2r 1963. The lock (Figul~S 26 and 27) is 675 ft long, 86 ft wide, 

and provides a nb:c imum lift of 113 f ;-, making it one of !-:,r i<ip;hest single-· 

lift locks in the worl~. 

Figure 26. Aerial view of John Day Lock 

80. The first periodic inspection of the project in October 1968 

reported that the joints between monoliths 27/29, 28/30, and 16/18 leaked 

badly when the lock was full. Leakage was attributed to ruptured waterstops 

caused by either poor installation of the waterstop or unequal deflection 

between monoliths. It was recommended that the leakage be stopped and two 

methods of repair were suggested: 

a. Drill a hole on the joint and fill it with a s2nd-bentonite 
mixture. 

b. When the lock is dewatered for maintenance, thoroughly clean 
and dry the joint on the chamber side and pressure pack it with 
an elastic compound, polyurethane, or Igas. 

Since it was considered difficult to drill a hole on the monolith joints the 

full distance required, the second method was recommended. It was also 

recommended ':hat the stability of :.he monoliths be :~<"'ked with a full lock 

chamber and the leaking joints be iu: u:umented to determine movement. 
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81. Repair of the leaking joints consisted of forcing a 1-1/8-in. rub

ber rod into a 3/4-in.-wide, 3-1/2-in.-deep slot sawed along the joints from' 

:!e level of the L&ilwater up to elevatiln 268 ft, the maxinnnn up:)c!· water 

level in the chamber. ThL> -vr;c~ expected to provide a 1/8-in. mLi.>Jum resjdual 

compression of ; he rubber rou • .. ,,;,.,n the joint had c,,,eneJ to its maximum under 

load during cc ' ~rather. The contractor, however, could not force the rod 

into the slot as intended. He then strc cl.cd the rod about 30 percent in 

lengt'1 and forced it in with a blunt tool. All three joints leaked after the 

rubber was installed so experimental fillets of Thiokol were placed in the 

outer reentrant corner formed between the rod and the concrete in the joint 

b~tween monoliths 27/29. The joints were measured on the deck and each opened 

approximately 1/16 in. on lock filling. Water came out of the joint at about 

elevation 210 ft, which was 25 ur 30 ft below where it v1as coming from 

originally. It vJas proposed to reset the rubber rods during the winter when 

the joints are open in cold weather, using a mastic sealer on both sides of 

the rubber rods which will be pressed into the joint. 

82. Repairs using the rubber rod in the joint were not successful; 

therefore, all leaking joints were repaired by contract in May 1971 using 

surface-mounted plate waterstops. This repair consisted of a rubber membrane 

over the joint, secured to the wall using epoxy adhesives and bolted keeper 

plates. This repair substantially reduced leakage through the downstream gate 

monoliths (28/30 and 27/29). Electro levels positioned after the joints were 

repaired indicated the downstream deflection of these monoliths was reduced by 

approximately 50 percent. 

83. Leakage through monolith joint 10/12 was reported in October 1971. 

This leakage had caused subsidence in the adjacent fill and drains through the 

rock fill. There appeared to be no structural problem at that time; however, 

close observation of the area was recommended since washing of the embankment 

fill m{ght eventually cause a problem. Backfill in area of the joint between 

monoliths 22/24 also exhibited dampness. 

84. In October 1972, leakage was noted at monolith joints 10/12, 12/14, 

16/18, 22/24, 24/26, and 28/30 for the landside lock wall and at 21/23, 23/25, 

25/27, and 27/29 for the riverside wall. All except monoli.th joints 10/12, 

12/14, and 22/24 had been repaired in May 1971. Leakage from the landside 

lock "'all with the lock full of water is sno'>-rn in Figure 28. Leakage 

apparently entered the landward backfill and sorr2 subsidence was reported. 



a. Overall view 

\ 
b. Closeup of monolith joint 22/24 

Figure 28. Landside 1 c·ckwall leakage, John Day Lock, 
October 1972 
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Leakage from monoliths 16/18 and 22/24 appeared on the surface of the back 

side of the wall at elevations 220 and 245 ft, respectively. Measured deflec

tions in P~cess of 1/2 in. were 'eported for indi dual lock monoliths 

(Figure 29). 

85. Periodic i11spection No. 6 was conducted in October 1974, A com

pari~on of photographs taken in October 1972, June 1974, and October 1974 

indicated l 1•2t leakage at the wonolith joints hau Gut changed significantly. 

Lock monolith 'it.:flections with the chamber full of water were reported for 

summer and winter f'.;;>,-1 Ltions as shown in Figures 30 and 31. During the win

ter, monoliths tend to deflect as individual units; whereas, during the sum

mer, monoliths tend to move together as one unit. A~ a result of the 

significant movements in the monolith joints during the winter season and con

tinued high leakage rates, an interim inRpection was scheduJed for April 1975. 

Also, seven additional monolith joints were scheduled for repair in 1977. 

Since surface plate waterstops previously installed had substantially 

decreased leakage, it was proposed to use a similar repair for the additional 

joints. Estimated cost of the repair was $250,000. 

86. On 3 February 1975, a barge damaged the upstream lock gate necessi

tating keeping the chamber full for several days. During this time, leakage 

through lock monolith joints completely inundated the low lying area north of 

the navigation lock. Washing of fines from the fill caused by the leakages 

resulted in at least one visible sinkhole (approximately 15 ft in diameter by 

2ft deep). Removal of fines by excessive leakage in the area of the visible 

sinkhole was not considered a threat to the stability of the navigation lock 

since the fill is a shallow covering (approximately 15 ft) over bedrock. 

However, visible leakages at monolith joint 10/12 starting at elevation 246 ft 

(same leakage elevation as monolith joint 22/24 where exceptionally heavy cl:Ls

charge occurs) and possible leakage at monolith joint 8/10 could result in 

unknown erosion of th> north embankment sect inn adjacent to the ''~•vigation 

lock. 

87. Leakages on the landside of the lock were generally greater than 

during the October 1974 inspection wi~~ leakages at the monolith 16 crack and 

monolith joints 10/12, 12/14, and 22/24 of greater volume and surfacing at 

highc Jevations. Leakages were less at monolith joints 16/18 and 28/30. 

88. 0\,erall, leakages Oll the riverside wall ~i< rc approximately the :>T<ne 

in April 1975 as in October 1974 with .L 'Dkages at several j' • .; s being less 
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while several joints showed slight increases in leakage. Observation of the 

discharge pipe that drains the fill north of the lock appeared to show some 

color afLer lock filling, indicating the possibJjity of slight washing 0£ 

fines fL:m 1·hs fill area. As a re~ul t of this interim inspection, it was 

recommended that a contract be awaJ ;.·ci for the installat::! •:1 nf additional 

\••::: _rstops during the next lc)ck outage. 

89. During the October 1975 lock shutdm-cr. <->•trface-mounted plate \•later

stops were installed to elevation 273 ft on monolith joints 8/10, 10/12, 

20/22, and 22/24. Also, partial installation of waterstops to eleva-

tion 168 ft on monolith joints 12/14, 14/16, 18/20, 5/7, 7/9, 9/11, 11/13, 

13/15, 15/17, 17/19, and 19/21 was accomplished. Surface-mounted plate water

stop installation on these joints was completed to elevation 273 ft in July 

1976. These repairs significantly reduced leakage through the monolith 

joints. The only joint leakage observed in the October 1976 inspe~tion was at 

monolith joints 16/18, 24/26, and 28/30 which were repaired in 1%::;. 

90. Relatively heavy leakage from the landside filling and emptying 

conduit through cr.:1cks and monolith joints into the rock-fill embankment adja

cent to the lock was reported in September 1978. This leakage resulted in 

sinkholes and general disruption of the embankment. It was suggested that a 

drill hole with a elastic filler-type waterstop installed landward from the 

filling conduit be considered for repair of the conduit leakage. This would 

involve drilling a 6-in.-diameter hole along the joint and then filling the 

hole with an elastic grout. 

91. During the October 1981 inspection, leakage at monolith joints 

16/18 and 28/30 was visible when the lock chamber was full. Also, leakage 

from the north filling and emptying culvert was reported similar to that prev

iously reported in 1978. 

92. Monolith joints 28/30, 18/20, 16/18, 14/16, 12/14, and 10/12 in the 

north (landside) emptying and filling culvert (Figure 32) were repaired in 

1982 using chemical grout. Also, a crack Jn the ceiling of monolith 10 

between joint 10/12 and the bulkhead slot was chemically grouted. 

93. EX-size drill holes were evenly spaced around the culvert approxi

mately 1 ft from the joint. Holes were drilled from inside the culvert at an 

a11gle of 65 degrees to intersect the joint behind the existing watPrstop. All 

drilling was done by the Government. 
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94. 3M Company's hydrophilic polyurethane gel (CR-250) was specified 

for the repair. The polymer grout was mixed at a ratio of 1 gal polymer to 

7. 75 gal of wa~cr An accelerator (c;~ -251) and a shrinkage control agent 

(CR-252) were adued to the fluid grout. Also, diatomaceous earth (Celite 209) 

WaS added in the amOUill Of 6 perc-ent by Weight of the fluid grout. TTnuiled 

oakum s~turated in hydrophilic polyurethane foam (CU-202) was used on joints 

10/12 and 28/30 to control the flo~ prior to injections of the CR-250 grout. 

95. A total of 282 gal of grout was pumped into the G joi~ts as 

follG,,:c;: 

Joint No. of Injections Grout Volume_.!_ gal 

10/12 11 39.5 
12/14 5 57 
14/16 4 40 
16/18 'i so 
18/20 j 37 
28/30 8 58.5 

The joints required an average of 47 gal of grout each compared to a theo

retical volume of 34 gal which was calculated assuming a joint area of 544 sq 

ft and a joint opening of 0.1 in. In addition, 46 gal of grout was pumped 

into the monolith 10 crack using eight injections (Figure 33). Grouting 

equipment, materials, and labor were furnished by GELCO Grouting Services, 

Salem, Oregon. The grouting was successfully accomplished by GELCO during the 

period 16-19 March 1982 at a contract price of $21,700. 

Ice Harbor Lock and Dam 

96. Ice Harbor Lock and Dam (Figures 34 and 35) is located on the Snake 

River near Pasco, Washington. The concrete gravity dam is comprised of a 

spillway, powerhouse, and two nonoverflow sections. The single-lift naviga

tion lock (Figure 36) has a chamber width and length of 86 and 675 ft, respec

tively, with a maximum lift of 105 ft. 

97. Waterstops in the two construction joints where the upper sill 

block abuts the lock walls were reported as "not wholly effective" during the 

initial periodic inspection in September 1966. Moderate leakage was viewed 

from the gallery at elevation 407.79 it ·-:~ from the drainage ~allery at 
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a. Prior to grouting 

b. f:, 1 ~mving grouting 

Figure 33. Monolith 10 crack grouting, John Day Lock 



Figure 34. Aerial view, Ice Harbor Lock and Dam 

elevation 326.0 ft. Leaking from the joints did not occur when the water 

level in the lock was at tailwater elevation, indicating that the waterstop 

between the sill and the pool retained its integrity. Remedial action was not 

considered necessary at the time. Also, waterstops in the construction joints 

of powerplant intake units l through 3 were reported as "partially ineffec

tive." Holes were drilled diagonally into the concrete at approximately 

elevation 360 ft and pipes insertecl so that water which infiltrates the con

struction joint~ could be intercepted and led off to drains at floor level, 

elevation 355.5 ft. The malfunction of the waterstops was not considered a 

serious problem at the time since the flow of water from the pool was along a 

transverse path between units, and structural integrity was not involved. 

98. There were no visible signs of structural disorder on the exterior 

of the north nonoverflm"r dam. However, in tLe drainage gallery at eleva

tion 32G ft at Station 23+45, tl1ere was a crack which leaked essentia.·: Jy 
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Figure 36. Ice Harbor navigation lock 

all around the periphery of the gallery. The two drains (both within 12 ft of 

the crack) immediately north of the fracture were discharging significantly 

gleatcr volume than any others in the immediate vicinity, but integrity of the 

structure was not involved. 

99. The second periodic inspection was held in September 1967. No 

change from the first inspection was reported for the upper sill block. 

Diagonal holes previously drilled in the intake structure units 1-3 were suc

cessful in intercepting the water infiltrating the construction joint. Addi

tional holes w •. rc being drilled to intercept more of the water and guide it 10 
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the drains. Leakage in the north nonoverflow dam noted in the initial inspec

tj_on was not as great during the 196/. 11 • ow•ction. 

100. The south nc;;ovr,rflow dam appearc·1 to be structuraL') t->Ound. How

ever, a vc;tical crack was c.!~ent at Station 8+19 chrough three lifts of con

crete (elevation 350 to 365 ft) aucl was seeping water. A crack was also evi

dent at the same station around the gallery near the upstream monolith face. 

Further inspection was being made, but it d~d no~ appear that there was any 

struct'-'r21 significance at the t"irne that would 1· nt'::_:;:c remedial action, 

101. LeAkage through monolith joint 32/34 was reported during a Sevtern

her 1969 inspection (Figure 37). This joint had been repaired in the spring 

of 1969 by drilling a 6-in.-diarneter vertical hole along the joint and filling 

it with szmd-bentonite mixture. The failure of this repair was attributed in 

part to the .~ zc;bility to properly place the mixture. Another repair attempt 

in the spring of 1q70 tried placing the sand-bentonite mixture into elongated 

bags inserted into the drill hole. 

102, The ends of the monoJith joints 31/33 and 32/34 were measured 

before and after filling the lock. All ends maintained the same measurement 

after filling except the riverward end of joint 31/33 which opened about 

1/16 in. on filling. Installation of extensometer points across these joints 

at the top deck was recommended. 

103. In the 1974 inspection, it was noted that the upper sill block was 

drier than in previous inspections. Additional drilling and piping had been 

completed that satisfactorily relieved water leakage previously reported at 

monolith joints in the powerhouse intakes. This was being observed to see if 

additional drilling would be beneficial. Very little or no leakage was 

reported at monolith joints in the lock. Extensometer readings made on the 

construction joints between lock monoliths indicated very little differential 

shifting. Leakage in the south nonoverflow darn was negligible and continually 

decreasing. A jeak in monolith 7 was not considered to be structurally sig

nificant; however, it was planned to grout the leak for aesthetic reasons when 

the O&M schedule permitted. 

104. In 1976, it was reported that additional work was necessary in the 

powerhouse to reduce leakage at monolith joints previously described. This 

work was required for safety, due to icing, and also for appearance. 
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Figure 37. Monolith joint 32/34 leakage, 
Ice Harbor Lock, 1969 

105. Trial waterstop repairs were conducted at Ice Harbor Lock during 

August 1977 to evaluate the potential of four materials as elastic fillers for 

remedial waterstops. Materials were placed in individual drill holes as 

described in the following paragraphs. 

106. The Takenaka Aqua-Reactive Chemical Soil Stabilization (TACSS) 

System T-035NF was used at monolith joint 8/10 to grout a 6-in.-diameter 

vertical hole, 160 ft deep, drilled 4 ft from the lock face. The materials 

were furnished by TJK, Inc. and Associates of North Hollywood, California, and 

the grouting equipment was furnished by Continental Drilling of Seattle, 

Washington. The original proposal was to use 40 gal of TACSS T-020NF and 

4 gal of C-852 Accelerator. This material was chosen after reading the liter

ature provided by tl,e manufacturer, Dainippon Ink and Chemicals, Inc. , Japan. 

However, based on the recommendation of the supplier, TACSS T-035NF was sub

stituted. The equipment used included a diesel engine-powered air compressor, 

air-powered injection pump, a 48-gaJ mixing tank with air-powered agitator, 

about 200ft of 1/2-in. inside diamete1 1 lastic tubing, and a G-in.-diameter 

packer. Photographs of the equipment are shown in Figure 38. 
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a. 6-in. packer 

, . Mixing tank cillcl injection pump 

Figure 38. TACSS grouting equipment, Ice Harbor Lock 



107. The TACSS material was brought to the site in steel drums. TACSS 

T-035NF is a pale yellow, transparent liquid resembling lightweight lubricat

ing oil. ·n,e e1ccelerator l::: . rided in the mixing ';·nks and since the gro•1t 

reacts with water, only one injection lt11e is required. The TACSS material 

with 10 percent accelerator has a gel time of less than l min. The reaction 

·•"•J.,ldes generation 01 :'a.: foaming, and solid:fJing into a spongy material. 

The grcu 1s supposed to displ~ce the water in Ll1e hole before it react~. 

108. GrouUng was accomplis! ··i '.Ji! 12 August b/i. During the first 

grouting attempt, with the packer 150 ft below the surface of the deck, pres

suj·f' built up at the pump, but very little material moved into the injection 

tubing. The pump was stopped and the packer pulled from the hole. Some water 

must have been present in the plo.s! i.r tubing because the TACSS had reacted and 

set in the tubing before getting into the hole below the pacl- '. After the 

tubing had been removed, cl0aned, and replaced, the packer was again placed in 

the hole at 150 ft below the surface. The remaining material was stag1 

grouted into the hole by raising the packer in 10-ft increments. The amount 

of material required to form a cylinder 6 in. in diameter by 10 ft long was 

determined by the supplier. When this amount had been pumped into the hole, 

the packer was raised and pumping resumed. When the material supply was 

exhausted and the packer removed from the hole, the grout level was about 

15 ft from the surface. 

109. On 24 August 1977, the depth of the hole to the grout was measured 

as 57 ft, and on 2 September 1977, the measurement was 52 ft. It appeared 

that some of the grout was floating when the lock was filled. Also, when the 

tape used to measure the hole was removed, the smell of the solvent used to 

clean the tubing and other equipment was quite strong and the tape felt 

slippery. Some small, broken bits of spongy material clung to the weight 

attached to the measuring tape and also to the tape. During October 1977, a 

6-in.-diameter hole ll8 ft deep was drilled 8 ft from the lock face as an 

observation well. On 29 November 1977, the water level in the observation 

well 4 ft landward of the test hole was measured at 30 ft below the deck when 

the lock was filled. 

110. Hydrophobic sand was used at monolith joint 28/30 to fill a 6-in.

diameter vertical hole, 120 ft deep, drilled ~ ft from the lock face. The 

materials were furnished by Pro-Con Systems of Spoknne, Washington, and the 

equipment was from Pre-Mix Concrete nf Kennewick, Washington. The sand was 
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made hydrophobic by mixing with chemicals in a transit truck mixer. The mate

rial was supposed to hold the water back with surface tension and remain "dry" 

ev~n .·)hen. under wate1. 

Ill. Tbc drill hole was filled on 12 Au~ust }Q77 by discharg~D~ the 

hydrophobic Eand directly from the tr~ns1t mixer into the hole (Figure 3~). 

Approximately 35 ··· hydrophoblc sand was used. Exces~ sand was stored 

at the lock. By 17 August, the sand had settled about 5 ft and the hole was 

refille.r The sand appeared to settle about 1/4 in. with each lockage (fig-

ure 40). On 24 August, the sand was about 5 in. below the surface and the 

hole refilled. On 2 September, the sand was down about 9 in. and the hole was 

again refilled. During October 1977, a 6-in.-diameter hole 118 ft deep was 

drilled 7 ft from the lock face to be used as an observation well to check the 

effectiveness of the material as 3 waterstop. On 29 November, the sand was 

dm·m about 15 ft in the test hole. When the lock was filled, the water in the 

observation well rose almost as fast as the water in the lock. When the lock 

was full, the water was within 15 ft of the deck. The water was also running 

over the top of the sand in the test hole. The water was running fast enough 

to be clearly heard and seen flowing through the joint looking down both holes 

from the deck. Since that time, sand has continued to be washed out of the 

test hole through the joint into the observation hole. 

112. AM-9 chemical grout was used at monolith joint 6/8 to fill a 

6-in.-diameter vertical hole, 160 ft deep, drilled 4 ft from the lock face. 

The first 50 ft of the hole had been enlarged to an 8-in. diameter to allow 

the drill to be replumbed. About 200 gal of A.H-9 with 10 percent Celite were 

used. The equipment used included a gasoline engine-powered hydraulic pump, 

two hydraulic-powered injector pumps, four mixing tanks with hydraulic-powered 

agitators, rubber hose, and 6-in. packer. Air pressure for the packer was 

obtained from a navigation lock outlet. The materials and equipment were fur

nished by GELCO Grouting Service, Salem, Oregon. 

113. AM-9 acrylamide grout is manufactured by American Cyanamid 

Company. It was brought to the site in plastic-lined paper bags weighing 

50 lb each. The A.H-9 powder was mixed with water and the catalyst was also 

mixed with water in a separate tank. The gel time was controlled by adjusting 

the catalyst materials. Celite, a diatck ceous earth, manufactured by Johns 

Hanville Corporation, was used as an inert mineral filler. Five percent 

Celite by weight was added to the water in both tanks. When AM-9 is dissolved 
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a. Overall view 

b. Close-up 

Figure 39. Discharging hydrophobic sand into drill 
hole, Ice Harbor Lock 
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Figure 40. Settlement of hydrophobic sand in drill hole after 
three lockages, Ice Harbor Lock 

in water, an endothermic reaction takes place; that is, the solution gets 

colder. The material reacts when mixed with the catalyst solution in equal 

parts at the mixing nozzle below the packer. The reaction includes generation 

of heat and the material sets in a gel that is weak and deteriorates if 

allowed to dry. Care must be used when handling the AM-9 powder and the 

catalysts because they are considered to be toxic if swallowed or inhaled. 

The gel is considered to be inert and nontoxic. 

114. The drill hole was grouted on 17 August 1977. The packer was 

inserted into the hole to about 150 ft below the surface. Two separate solu

tions of grout materials were mixed (Figure 41) and then pumped separAtely 

through two hoses (Figure 42) which were connected to a mixing nozzle sus

pended below the pJcker. The grout was pumped in 10-ft stages. This neces

sitated stopping grout injection while the packer was being moved and then 

resuming pumping. The top 30 ft of the grout was diluted by water in the 

hole. This material was removed from the hole using a high-velocity water 

cleaner and the section of the hole \.Jas regrouted. Grouting was accomplished 

wllile the lock water •~as at tailwater level. A view of the completed repair 

is shovEl in Figure 43. 
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Figure 41. Mixing and pumping equipment for acrylamide 
grouting, Ice Harbor Lock 

Figure 42. Double injection lines used to pump both acrylamide 
grout solutions to the bottom or drill hole, Ice Harbor Lock 
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Figure 43. Drill hole filled with acrylamide 
grout, Ice Harbor Lock 

115. The grout still looked good when inspected on 2 September. An 

observation hole was drilled 4 ft landward of test hole in October 1977. On 

29 November 1977, the water level was measured at 95ft below deck with the 

lock filled. The water level was below the end of a 100-ft tape before the 

lock was filled; depth to tailwater was about 108 ft. The AM-9 was still in 

the test hole to within an inch of the top. 

116. Hydrophilic polyurethane foam was used at monolith joint 32/34 to 

fill a 6-in.-d~~meter vertical hole, 120 ft deep, drilled 18 ft from the lock 

face. About 100 gal of the polyurethane foam (CR-202), manufactured by 3M 

Company, were to be used. Grouting equipment and materials were furnished by 

GELCO Grouting Service, Salem, Oregon. 

117. The polyurethane foam used is a liquid resin of relatively low 

viscosity (300 to 600 centipoises) at ambient conditions. After it is in-

jectP~ i':to a joint contai~ing water, the resin reacts with the waLer, begins 
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to foam, and expands in place. Cure times of 5 to 6 min are typical at 40° F. 

The grout works in three ways to seal a leaking joint. First, because it is 

l1yurophilic, the liqnid resin mixes reacLLly with water and penetrates into the 

fissures of - · ,-~::rete surface. Afte.r subsequent cu ·' ' the foam 

forms ~· n;- · :1:1ical anchor 'iviL>l:l ._>c concrete. Sr': ;nd, it bonds chemicaLly to 

the wet and unprimed concrete surface of the joint. In addition, it aggres

sively bonds to various metals or polyvinyl chloride used for most waterstops. 

Third, through the expansion of the foam grout, a tough, yet flexible, com-

pression seal is formed in the joint (Kostyk and Parne]l 1984). 

118. The drill hole was grouted on 18 August 1977 (Figure 44). A 6-in. 

packer built for this test would not fit into the 6-in. drill hole, so a 

shorter aluminum sewer grouting nozzle was used. The grouting was started at 

the botz:-.rr, of the 120-ft hole and was being raised in stages when a boat lock

age through the navigation lock raised the water surface in the hole very 

quickly. This caused the grout to flow around the packer through the joint 

and set above the packer. The packer was stuck in the hole about 60 ft from 

the surface with about 15 ft of the material above the packer. The retrieval 

equipment would not raise the packer, so the 3/8-in. steel cable and the rub

ber hoses attached to the packer from the hole and the 3/8-in. cable broke. 

Figure 4 ir. Polyurethane grout iustallation with 
proportioning pump, Ice Harbor Lock 
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The depth of the hole was measured at 44 ft on 2 September. 

119. An observation well was drilled 7 ft from the lock face during 

October 1 97 7. On 29 Nove_,, 1,,,,~, the water surfar:e in the observation hole was 

measured at 20 ft below the Sl;. •ace w·hen the lock was filled. lvater was flovr

ing hut not as fast as in the obserYation >·Yell at monolith ~;.int 28/30. The 

1 d!ing left in the test b;l<' prevented ot.'J'cvation of the water surface in the 

test h~J... 1~e landside of wonolith joint 32/34 is above ground so that water 

flowing from the joint could be observed. The flow appcz~;·ed to be less t l,•.ni 

it was before the grouting attempt. 

120. It was concluded that these trial repairs demonstrated that a 

6-in.-diameter hole can be drilled along the vertical monolith joints for 

their full height and that these drill holes can be filled from the roadway 

u.t to form an ef h·c; :i.\'2 cast-in-place · 2;,,edial water-

sLop. It vJas reconunended that the acrylamide grout with inert mineral filler 

be used in future waterstop repairs at Ice Harb,or Lock. The other m2tcrfals 

tested were not recommended because they were considered to be either ineffec

tive, too costly, or more difficult to place. 

121. In contrast to the last inspection (1974), severe leakage at the 

joint between the cross-over gallery of the upstream sill and monolith 3 was 

reported in September 1977. Coupled with problems with the drainage gallery 

sump pump, this leakage had caused flooding of the drainage gallery to a depth 

of about 5 ft. Cover plates bolted over the joint (Figure 45) help control 

the leakage but certainly have not solved the problem. The leakage appeared 

to be coming from the lock chamber and not from the upstream face of the end 

sill. If the sump ~ump were to fail, flooding of the drainage galleries all 

the way across the powerhouse and ultimately the powerhouse would occur. 

Therefore, repairs to stop the leakage were recommended. 

122. Although there was no evidence of significant distress such as 

spalling at the lock wall monolith joints, some of the joints in the landside 

wall were believed to be le2king. Leakage into the north embankment filter 

system greatly increases in the winter months when the concrete monoliths cool 

and the joints separate indicating failure of the waterstops. Future repajrs 

based on the results of recently completed trial repairs were planned. 

123. Extensometer measurements taken since 1970 to determi11e relative 

displact Jitcnts between adjacent monoliths indicated displacements of less than 

0.05 in. at elevation 448 ft. Tl1e largest movements during a lockage had not 
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a. Overall view of joint area b. 'Ulkage past tr c:over p- __ , over 
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Figure 45. Joint between the cross-over gallery of the upstream sill and monolith ~. lee Harbor Lock 



exceeded 0.1 in. Movement of the individual monoliths at Ice Harbor are sub-

stantially lQss than movements nhserved at Little Goose nnd Lower Monumentn], 

locks of similar size ,1lso located on tLe Snake River. 

124. Conside1~b~c leakage was reported through north no~0verflow mono-

lith joints 1/2 and 2/3, es~ecially during the winter This leakage had been 

controlled by wooden channels built on rhe downstre<:Ha f -,,. _ _, c.•f the dam (Fit,· 

ure 46). The leaKage was unsightly and ilJconvenient, but was not considered 

10 be a serious structural or safety problem. 

Leakage of varying intensities was reported between monLlith 

joints of the different bays in the powerhouse. As would be expected, the 

amount of leakage varies with the seasons. Garden-type hoses are used at the 

joints in the powerhouse interior to help divert leakage and control it from 

flowing Ol>to the generator floor. Joint 1/2 leaks every winter, joint 2/3 has 

leakage thaL runs through the hose fairly regularly, and joint 4/5 started 

leaking when the additional powerhouse units were watered up. Leakage at the 

outside transformer deck is substantial and is contained in metal troughs and 

pipes (Figure 47). It was noted that if the pipes were to freeze or if the 

leakage increased considerably during the winter, a problem of ice buildup and 

possible flooding of the transformer deck could occur. 

126. Contraction joints between the upstream sill block and the lock 

monoliths were repaired by contract in FY 79. Leakage into the service and 

drainage gallery was reduced by drilling a series of EX-size drill holes and 

chemically grouting the perimeter of the contraction joints at either end of 
·-the sill block. Additional drilling and grouting were done around the perime

ter of the drainage and service galleries at the same contraction joints to 

further decrease the inflow of water. The drilling and grouting procedure was 

initially successful but within a year some of the chemical grout used to form 

the waterstops had extruded through one contraction joint onto the gallery 

floor. As a result, this joint exhibited significant leakage (Figure 48). As 

part of a miscellaneous repair contract, new or modified backup plates will be 

installed over the joints extruding grout and a new grout formulation will be 

installed. 

127, Under contract in 1978, flexible vertical waterstops were installed 

along all the navigation lock monolith joints except those _ioints with full 

pool on either side of the monolith. Six-inch-diameter holes were drilled 

along each joint at the lock side of the monolith from the roadway deck down 
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Figure 46. Leakage through north nonoverflow monolith 
joints, Ice Harbor Dam 

Figure 47. Trough and p1p1ng to help contain monolith 
j ul.n t leakage in powerhouse, Ice Harbor Dam 
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Figure 48. Leakage through joint between 
sill block and lock monolith 3, Ice Harbor 

Lock 

into bedrock (Figure 49). The drill holes were filled with an impermeable 

flexible chemical grout. Greatly decreased flow of water into the landside 

fill from the navigation lock joints was attributed to the waterstop repair. 

Visible contraction joints showed no sign of leakage when inspected in 

November l 980. Lock monolith displacements, as measured by extensomett:, :o: 

remained unchangeil from the previvuf:; inspection in 19 7 , 

128. Major lcDkage into the nortlt nonoverflow dam wa: :~1:tminated by the 

1978 installation of chemical grout vertical waterstops similar to those 

installed ill the navigation J.ock, Backup plates that were installed during 

the grouting operation are to be replaced in the next repair contract. The 

plates, which are bolted along one side in one monolith (Figure 50), were 

bolted so tightly against lhe neoprene pad behind the plate that the plate was 

sprung, c.lwinating any poss~bil ~ty of sealing the joint from water le~ 1 ~ge 

and grout extrusion. It was suggested that the steady w~ter seepage into the 

77 



a. Truck-mounted drill rig 

b. Down-the-hole hammer 

Figure 49. Equipment used to drill holes along monolith 
joints for remedial waterstops, Ice Harbor Lock 



Figure 50. Steel backup plate installed at 
nonoverflow monolith joint 1/2, Ice 

Harbor Dam 

gallery occurring in November 1980 could be eliminated by the installation of 

an effective backup plate system. Extensometer measurements have been taken 

since November 1972 to monitor adjacent monolith movement at elevation 453 ft 

in the nonoverflow dam and powerhouse dam. They indicated relative movements 

v1ere less than 0.1 in. in November L>C, 

129. The crack L· .:·onolith 8 of the ~., uth nonoverflow was previously 

investlg~ted with drill holes. The crack extends through the dam from the 

upstream face to the downstream face. An array of E)\ ;wles was drilled from 

the elevation 355 fl drainage gallery to intersect the crack at a point 5 ft 

from the upstream face on 10-ft vertical centers. These holes were to inter

cept the water leaking into the crack and channel it away. The flows proved 

to be so gre •' t:hat the holes and ('rack were chemically grouted using AM-9 as 

part of the 1978 grouting contract. The leakage was stopped but a year later 
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the crack began leaking again. Leakage in March 1981 was as shown in 

Figure 51. 

Figure 51. Monolith 8 crack as viewed from 
the drainage gallery, Ice Harbor Dam 

130. Installation of new vertical, upstream waterstops in the power

house was included in the 1978 crack and joint repair contract. The repair 

was successfully completed and was performing satisfactorily in November 1980. 

However, the erection bay/service joittl was omitted from the repair work and 

VIets in need of waterstop installation. litis joint was leakin6 "teadi_ly, 

creating a maintenance problem in the gate storage pit area and causing ceil

ing and wall damage in the control room lavatory. 

131. In September 1981, a contract was awarded to International Chemi

cal Systems, Honolulu, Hawaii, for additioi•al drilling and grouting to control 

leakage through monolith joints and cracks. Continental Drilling Company 

subcontracted the drilling work and provided labor for all nongrouting 
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operations. The total contract for the Ice Harbor project was approximately 

$116' 000. 

132. Additional holes were drilled to intersect the CLc~·' in monolith 8 

on 5-ft centers and the previously grouted holes on 10-ft centers were 

flushed. Holes abr·-,'c elevation 363 it produced water when clenned or drilled 

to the crack; whL~cas, holes below th1s ~J~v2tion produced l.c :.le or no water. 

Holes at the lower elevations were extended or relocated and sti'' no water 

was seen. This indicated that the crack was wider or more open at the top 

than at the bottom, which is not uncommon in the cracb1:g of large monolith·c: 

Chemical grouting was done using Q-Seal, an acrylamide grout marketed by Ques 

Corporation that is essentially identical to AM-9. It was hoped that a higher 

consistency grout mixture could be used to prevent further extrusion of grout 

from the crack. However, the "heavier" grout could not Le pumped into tho 

small crack openings so a highly concentrated grout mixture was used without 

mi:d:oral filler. 

133. After an extensive series of dye and pressure tests, the grout was 

pumped through only two of the packered holes. Other packers were opened to 

provide flow paths for the grout and to assure complete coverage of the grout. 

Eight hundred gallons of grout were continuously pumped. The grout began to 

set after 15 to 20 min and with continued pumping the grout was pumped through 

the gelled grout. This process is termed extrusion grouting and it worked 

well. Grout material extruded out of the downstream face crack indicating 

coverage of a large area of crack. Four of the new holes were drilled from 

the service gallery at elevation 422.5 ft. These also were packered and then 

opened during grouting operations. Grout flowed through these drill holes 

also. Drill holes below elevation 363.0 ft did not take any grout. The holes 

were flushed out again and now remain open to monitor the crack condition at 

this elevation. If the holes begin making water, an opening of the crack will 

be indicated. i~X--drill hole packers Lave been provided t-o plug the holes if 

the flows become extensive. The remaining holes were plugged using a dry-pack 

grout. The crack, as seen on the downstream face of monolith 8, has remained 

dry since the grouting. Minor leakage through the crack into the drainage 

gallery has nol significantly changed since the grouting. This minor leakage 

is from a lack of g1out between the gall:•y and the upstream face and is not 

CCL •;; de red a problem. 
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134. During construction of the dam, the half-round vertical joint 

drains were plugged or partially plugged with debris, sand, mortar, or con

crc(e, This resulted in poor drainage or wclcr leaking through the upstream 

wate1 stop and later the drains ceased functioni:1g completely. Plugged joint 

drains do not Allow water to exit the drains, creating hydrostatic loads on 

the monolith which were not a part ,,r the original structur~l design. Holes 

were drilled to intercept the drains at a p~i11t above the blockage. Contract 

drawing2 showed the new drain holes intercepting the joint drain at a 

37-degree angle from the gallery centerline. Drain holes at joints 2/3 and 

3/4 were drilled in this fashion and showed no results. The location of the 

holes was changed by drilling along the joint intersecting the joint drain at 

a highc1 elevation. This vroved more successful. Three of the overhead holes 

flowed so mucl1 water that packers and plastic hose were installed to carry the 

flow to the gutter. i.n additional hole is now making waL2l at the monolith 

1 service bay joint. It was felt that several of the holes not flowing water 

were not drilled deep enough. The project will attempt to open these holes 

using a large punch rod and sledgehammer. Cross-gallery trenches and grating 

were eliminated from the contract because the joint drain intercepts were 

repositioned. Packers and plastic drain lines handle the water flow more 

effectively. 

135. New backup plates were installed on both monolith joints in the 

service gallery of the upper sill block. No other backup plates were installed 

on the project. All the drill holes extending to the gallery perimeter of the 

lock monolith 5 and upper sill block joint were flushed of the existing AM-9 

chemical grout. Most of the flushed holes flowed water freely during a lock

age, indicating penetration of the monolith joint. Several of the holes in 

the floor area would not make water even when the lock was filled. Additional 

holes were drilled in the lower areas in an attempt to get complete perimeter 

sealing during grouting operations. Grouting was atteH;pted using a Cherney 

grout pump and a hvdrophilic polyurethane gel (CR-250). The grout pump was 

inadequate for the grout formulation and site conditions. After wasting a day 

and 100 gal of grout material, grouting operations were stopped. The ere? 

moved to Little Goose Darn and returned to Ice Harbor in January 1982. Grou~

ing was then accomplished in a similar manner to that done in the Little Goose 

sill :, ; . .'ck. 
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136. A near vertical 6-in.-diameter hole was drilled along the power

house ·.· ~' ct.ion bay/service h2y monolith joint to a depth of 137 ft. Ti~e bole 

was set at a 10-to-1 vertical angle to avoid embedded steel surrounding th~ 

gate repAir pit and the drainage gallery at elevation 335ft. The hole was 

drLLH· .• i using a Copco track drill and a dv. ,, .:rw-·ho1e hammer. G:cc.·,•ting hrgan 

a few cl~:~ ~: later by a subcontractor who had done thr 1978 grouting work at Ice 

Harbor. It >;as soon evident why rrtDny of the monolith joints the subcontractor 

had grouted earlie:c leaked. The equipment was old and very worn and his 

g1 cc· ting technique was less than adequate. After pumping only 5 to 10 gal of 

grout, the operation was shut: down and a new cre\v using much better eqnipment 

was hired. Grouting was completed using a grout mix of 50 lb of acrylamide 

grout, 50 lb of bentonitr, and enough water to make 50 gal of grout. The hole 

top; c~ out at the calculated volume of grout, which meant the joint was tight 

and little grout penetrated ~~~-u the joint or the foundation rock. 

Lower Monumentctl Lock and Dam 

137. Lower Monumental Lock and Dam is located on the Snake River about 

40 miles from Pasco, Washington. Initial construction began in 1961 and the 

project was put into operation in 1970. The dam consists of a concrete grav

ity structure, a six-bay powerhouse, and earth-fill embankments (Figures 52 

and 53), and has a total length of 3,800 ft. Included between the powerhouse 

and south embankment is a navigation lock with chamber dimensions of 86 by 

675 ft and a lift height of 103 ft. 

138. Lock monolith joint 26/28 began to leak when the lock was filled 

during a September 1969 inspection. Leakage was attributed to a fractured 

waterstop; however, concrete placed in the lock had a history of stiffening 

and workability problems during construction which may have cunrributed to 

incomplete consolidation of the concrete arouud the waterstop. Leakage 

through the south nonoverflow joint 1/2 also began after the first filling of 

the lock chamber and stopped when the lock was emptied. 

139. Leakage through gate monolith joints 25/27 and 26/28 was repaired 

by c.;,,tract while the loc:l · :; dewatered in r-:ovember 1970. A neopr,- '-' mem-

brane epoxied Ia the concrete surf8 ,,nd retaineu stainless steel cover 

pJ ates was use._ •' the repair (Figure )!+). The areas which appear gray in 

F·;~•Jre 54 have been tJ·eated with two coaLco , ~- an epoxy, Colma· '~ut:e H, 
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Figure 52. Lower Monumental Lock and Dam 

manufactured by Sika Corporation, to form a temporary membrane over areas of 

deteriorated concrete adjacent to the joint. In September 1971, it was 

reported that the epoxy showed signs of deterioration and also that the con

crete deterioration appeared progressive, as evidenced by increased flows 

through joints 26/28, 25/27, and 18/20 (Figure 55). 

140. A condition survey of the navigation lock in December 1976 indi

cated that the original monolith joint waterstop, a 20-oz copper sheet posi

tioned 9 in. from the lock face, had failed at a number of monolith joints 

with subsequent joint leakage of varying degrees. Also, a number of monoliths 

exhibited leakage at horizontal lift joints and at vertical cracks within the 

monolith. Lock monolith joint conditions, as described in the condition sur

vey, were as follows: 

.. Joint 5/7. There was no evidence of spalling at this monolith 
joint; however, the joint exhibited substantial leakage at the 
five lifts above the ground surface on the river side. Also, 
it appeared that the joint previously leaked at nruch higher 
elevations. 

D. Joint 18/20. Cn,,'rete along the joir,t vias spalling appart.J.tly 
due to relative movement between the me; l r •·hs which caused 
rhe~r forces at the lac~ wall surface. The joint had leaked 

84 



co 
\J1 

r'::/·8E Llr'E 

~
LOCK DISCHARGE STRUCTURE 

UNWATERING SUMP 

TAINTER VALVE SHAFTS"" ~ '[ il 
LOWER SILL BLOCK---..''" .~ .. J-·..,;:c--,--.-,--:--,--....;:_-=---,---l;:=-:;:: 

DIS GUIDE WALL D c:A DECK EL 456.0 

~f'=T"-"=='""T"'--?J-.H 
~ 

BACKFILL TO fL 456.0 

PLAN 

GATE HOISTING MACHINERY 
~ 

r· 

~DENSE ROCK 

SECTION C 

Figure 53. 

0.£/: 
'II,' 

- I 1 1 _ sa· 

I 'F"'" """' "' oe I;;~- -r-"'- ' "' --~· "' ,.,! ' I c. "'"''" /' " '""/ .. _.·, .-1n' r·· EL. VARIES TE MACHINrRY ' L. 542.17\ I' . . 5' c c:r - -- EL -' f!OOM, I \ 
L, lt') II i • 1• ~-'~O,Q - i : 

@! ' ' 
:< (/)I • .. \0.:_65 

~ i 1 ' ' ·\1' 

~- I 

~JrTbP OF 1.' LATERALS 

24' 

SECTION B SECTION :, 

Plan and typical sections, Lower :- onumental Lock 

FLOA TJNG 
GUIDE WALL, 

- q;_ NAVIGATION LO· -\ 
GRID EAST 

, JSE 

l 
I' SERVICE GALLEriY 

: I 
,,...,_...._;:::z::::j .-SUBSTATION 

ROOo-' 



Figure 54. Joint 26/28 repairs, 
Lower Monumental Lock 

Figure 55. Leakage through joint 18/20 111i~h full lock 
chamber, Lower Monmnental Lock, December 1971 



significantly in the past and was repaired by District person
nel in March 1975. A groove 3/8 in. wide and 1-1/2 in. deep 
was sawed along the joint and filled with Dow Corn:!_;lg 790 
building seaJa.,- (Figure 56). The sealant was applied d11ring 
a period when thP lock was out of O)·::c:.:~ic:n for approximately 
24 hr. Cost of the repair was approximately $2,000. The 
sealant ,. tightly bonded and totally fillerl :·tc sawed groove 
which w<.. ;: inspected during the December 1976 condition survey. 
However, there was some leakag0 through the joint trom eleva
tion 470 ft to the ground. Since the sealant was only applied 
down to the existin8 tailwater elevation, the leakage may !:ave 
been coming through the joint below this ]•vel. Regardless of 
the r~ason, the leakage was much less than occurred prior to 
installing the sealant. 

c. Joint 20/22. One lift of monolith 22 exhibited concrete 
spalling along the joint inside the lock chamber. The spall, 
about 9 in. wide by 6 in. deep, was apparently caused by rela
Iive movement of the monoliths. After repair of monolith 
joint 18/20, joint 20/22 began to leak badly. The joint was 
repaired by contract in December 1975. Repair procedures were 
similar to that described for joint 18/20 except that a back
ing material was used in the lower part of the joint to prP
·,~cnt the sealant from being forced through the joint under 
water pressure from lockages. The sealant was not bonded to 
the concrete at the time of the condition survey and appeared 
to have been improperly installed. In some areas the sealant 
extended only to a depth of about 1/2 in. instead of the 

EXISTING 
1-1/2" X 1-1/2" 

CHAMFER 

li 

3/8" MINIMUM __ \ L 

FACE OF 
LOCK CHAMBER 

SAW CUT FILLED WITH 
DOW CORNING #790 
BUILDING SEALANT FROM 
APPROX. EL. 545 TO 
TAILWATER. 

~MONOLITH JOINT 

Figure 56. Caulked joint repairs, LcJwer Monumental 
Lock 
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specified 1-1/2 in. Unlike the sealant applied by District 
personnel, sealant applied by contract did not have an oppor
tunity to cure for approximately a day prior tn lockages. 
When surveyed in December 1976, the joint exhibitc-' - .,,kage on 
the land si!~ ~~om elevation 465ft to the ground. Ag1~n. 

some of the leakarc could have origin:~2J below the tailwater. 
The rate of flow >ms substantially decreased :in comparison to 
that o~curring prior to repair. Apparently ::,e sealant, even 
thoL -)l :.i 1: vvas not bonded to the concrete, was providing 
restriction to leakage throu;~ 1 , the joint. 

d. Joint 22/24. Conco3te inside the ''"'J. chamber in monel i th 22 
hAd failed along Liw joint. The faiL J • rP:a, roughly 2 to 
~ ft wide and estimated at 6 to 9 in. deep, extended from the 
top 5-ft lift down to about elevation 455 ft. The joint 
leaked from elevation 470 ft to the ground at the time of 
inspection. 

e. Joint 23/25. There was no evidence of distress, but the bot-
1om three lifts above tailwater (elevation 455 ft) were seep-
i nr'; va ter. 

f. Joint 25/27. This joint hb,, previously been badJy spalled due 
to relative movements of the two monoliths which apparently 
also ruptured the original copper waterstop. A surface
mounted plate waterstop with neoprene backing subsequently 
installed over the joint had also failed. The plate waterstop 
was removed when spalling along the full height of the joint 
was repaired in March 1975 using a fibrous concrete pour-back. 
Simultaneously, a copper waterstop was reinstalled according 
to the original design. It failed after a short period, so 
the joint was later filled with elastic sealant as previouslx 
described for joint 20/22. The sealant appeared to have been 
installed poorly and was not bonded to the joint. Even though 
the amount of leakage has been reduced, the joint still leaked 
badly from elevation 460 ft to the tailwater and floods the 
lower access deck of monolith 27. 

£· Joint 26/28. Concrete along this joint was repaired in March 
1975 in a manner similar to that described for joint 25/27. 
This joint also had a surface--mounted plate waterstop which 
failed and ~as removed. A copper waterstop was reinstalled as 
part of the repair, but it failed soon afterward. Project 
personnel then packed the joint with oakum and a black mastic. 
The joint leaked very ],adly from elevatiur• !.,t,() ft to the 
ground at the time of the condition survey. To prevent ero
sion of the earth fill, this leakage was controlled through a 
concrete channel (Figure 57). 

141. 1- report describing lock deficiencies, recommended repairs, and 

estimated cost was prepared based on 1976 inspections of the lock (US Army 

Engineer District, WaJla \h1la 1977). It \vas recommended that monolith joints 

previousl) scaled from maxui;UL pool elevation 5'+~; s:t to the tailwater he 

sealed belm,' the tailwater to flt'"' e.Levation 420 ft. h1so, areas where '-"''' 
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Figure 57. Joint 26/28 leakage, December 
1976, Lower Monumental Lock 

existing sealant was poorly applied should be cleaned and refilled. All 

remaining joints should also be sawed and sealed. Estimated cost of this work 

was $105,470. Because of the excessive relative move1nents between the down

stream gate monoliths and adjacent upstream monoliths (0.3 in. as measured in 

December 1976), it was possible that the elastic sealant might tear and be 

less than 100 percent effective in these areas. Therefore, a second waterstop 

capable of withstanding significant relative movements along the joint was 

recommended for monolith joints 25/27 and 26/28. An NX hole drilled verti-, 

cally along each of the two joints about 2-1/2 ft from the lock face and 

filled with highly elastic chemical grout was suggested at an estimated cost 

of $9,260. 

142. Tn September 1977, a contract was awarded to H. H. Gregory Co.r,,1ny 

for Lower Monume,;tal Lock repairs. ..:. !· JrilJed hole with elastic filler 

wo!erstop work was subcontracted to GELCO Grouting Service. A 6-in.-diameter 
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hole was rotary drilled vertically along each of the 23 monolith joints to be 

repaired. The holes averaged 162 ft from the deck to their bottoms, which 

were drilled 5 ft into bedrock. The holes were located approximately 3 ft 

ba, k from the insiri. ~ 0 of the lock waJ.. The grout used to rill these 

holes was the AM-9 systc.·· • ;;ed at 10 to 1 _) percent AN-9 powder and /'0 percent 

diatomac2onc; earth (all by weight). It was mixed into two separate solutioub 

at the plant located on the deck. Two pumps pushed separate solutions through 

two Loses to the bottom of the hole, when' they were mixed into one solution 

and discharged into the hole under water. The mixture had a specifir gravity 

in excess of unity. As the grout level rose in the hole and gelled, the hoses 

were retracted, trying to always keep them below the grout-water interface but 

:::hove the gelled grout. Grouting was usually done while the lock water level 

was below or at the same elevation as the discharge from the hose; therefore, 

no large hydraulic head differential was present across the grouting zone. In 

several cases it was necessary to remove gelled grout from the hole and 

regrout. 

Little Goose Dam 

143. Little Goose Lock and Dam (Figure 58) is located on the Snake 

River approximately halfway between Lower Monumental and Lower Granite Dams. 

The navigation lock (Figure 59) has a width of 86 ft, a length of 675 ft, and 

a maximum lift of 101 ft. The project began operation in 1970. 

144. The first periodic inspection of the project (July 1970) reported 

some lock monolith joints were spalled and a few monolith and lift joints had 

very minor leaks. Also, monolith joint leaks were reported at monoliths 2/3 

and 5/6 in the powerhouse. It was recommended that in the future, monolith 

joints be designed with a compressible material in the joint for a distance 

of 3 or 4 ft back from the LJce to prevent spalling :md that waterstops be 

placed both in front and behind a full-round drain in the monolith joint. 

Drains should be accessible from both ends for cleaning purposes. Extensom

eter points located on each monolith joint indicated that shear movements 

between monoliths were generally small (0.01 to 0.05 in.). However, shear 

movement was still occurring at joint 2/3 in the north nonoverflow with mono

lith 3 moving downstream 0. 21 in. No significant cracking ;;.,;; observed, but 

some spalling in the galleries through the jcint area was reporc•0. 
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Figure 58. Little Goose Lock and D2m 

145. The second periodic inspection was conducted in July 1971. Almost 

all of the lock wall monoliths exhibited concrete spalling along the monolith 

joints. Spalling was particularly bad at monolith joints 4/6 and 28/30 where 

differential movement occurred as a result of change in monolith shape. 

Apparent permanent offset had occurred between monoliths as measured by 

extensometer points (Figure 60). When the lock chamber was full, minor leak

age was occurring at several monolith joints with the worst leakage at joints 

4/6 and 28/30. 

146. Small flows were reported at monolith joints 4/6, 10/12, 28/30, 

3/5, 11/13, 13/15, 17/19, and 25/27 when inspected in July 1972. Seepage was 

reported at monolith joints 8/10, 12/14, 14/16, 18/20, 22/24, 26/28, 5/7, 

and 9/11. The remn j ning joints were dry. 

147. Subsequent deflection measurements indicated continued outward 

tilting of the riverside lock monoliths. Maximum permanent deflections, mea

sured by extensometers, of more than 0.7 in. (Figure 61) were reported in 

1974. Displacements were attributed to compression of the relatively weak 

flow breccia stratum underlying the wall buttresses. The largest relative 

displacements occurred at monolith joints 4/6, 10/12, 16/18, and 28/30 
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(Figure 62). Total failure of the waterstop at monolith joint 4/6 was 

reported as a result of the relative displacement between the adjacent mono

liths. When the lock was filled, ivater leaked throu~:: ,LP joint and spilled 

1 ·:c, deep into th' nariing area near n,o;wlith 6 (Figure 63). Most of the 

otiter mo"u:iith joints exhibitecl varying rates of ]Pakage. 

"::n, A trial foundation grouting program\!-'.; ir. ·;·iated in 1975 _, :-on 

effort to stabiJ~z, the lock monoliths. Monolith No. 6 was selected for th• 

trial grouting. .L11 1976, a trial wateu,;top repair was made along monolith 

joint 4/6. A report describing both trials was prepared (US Army Engineer 

District, Walla Walla 1978). Since the original waterstops were located 9ft 

from the lock face, exposing and repairing these waterstops was not considered 

practical. Surface-type waterstops were considered unacceptable because 

(a) they had not been penuanent or 100 percent : :'fective when usu) previously 

on similat· locks in the Walla Wa:tla District and (b) structural desigH r,_)~'

siderations required the waterstop to be located about 9 ft back from the lock 

face. Therefore, a hole drilled along thP joint and filled with an elastic 

material was selected as the repair method for the trial repair. The purpose 

of the trial repair was to demonstrate that a hole could be successfully 

drilled along the joint and to evaluate different impermeable fillers for the 

hole. The trial was accomplished with Corps equipment and personnel. The 

drill hole was located 12 ft from the lock face, 3 ft behind the original and 

failed copper waterstop (Figure 64). This position required drilling the 

holes through the underlying service gallery. The drill hole through the deck 

and to below the service gallery was 10 in. in diameter and was accomplished 

by diamond drilling. This allowed cutting all embedded metals until the hole 

was into the mass concrete. Upon completion of the diamond drilling work an 

8-in. pipe was placed in the hole. A Winter-Weiss rotary drill was set up on 

the deck. The drill was equipped with a down-the-hole pneumatic hanuner which 

drills ; 6-in. nominal diameter hole. Special precautions were taken for 

maintaining hole alignment. Generally, there was constant surveying of the 

drill mast for vertical position from two directions and the hole was drilled_ 

using a reduced drilling speed. The hole was completed in three shifts and 

then thoroughly washed to remove all drill cuttings and fines. The total cost 

of the dri 1 ling phase was $6,Uj0. 

149. A video survey of the licie •:'ondition was madE and recorded on 

e, This service was provided by Video Sc')T' under a purchase order for a 

94 



~1 
z w 

0 z· 
u:; 0 
[[ f-w u 
> w 
[[ 

...J 

" "" 0 

w 
0 
u:; z 
~ z' u 
0 9 
...J f-

(.) 

r 0 ...J 
- lL 
Ul w 
ffi 0 
> 
a: 

0.4 
1196911970 11971 11972 l1973 11974 

[llj 

0.3 f-- ~ () I ~- -, t 
'• 

/ 

v, I .J 
-

('. 
.. , ~ . 0.2 

u z 
0.1 

0 -_ 0.1 - -
...J z 

0 0 ./ 
0.2 

w,-0 f-
- u 0.1 f-- -0.3 (/) w 
a: ...J -0.4 ll.J lL 0.2 >J llJ 

0 5 -
. lJ o.::: -[[, 

0.6 0.4 -·j 
0.5 I I I I --0.7 

JOI!H 4/6 JOINT 10/12 
--·--

11969 11969 1970 11971 
0.5 0.6 -1--
0.4 0.5 

0.3 .........r- 0.4 

T 0.2 0 ' O.:l - z 
Ul 0 

0.1 ~ - 0.2 
u f-
0 u 

0 ...J w 0.1 
...J 

0.1 w lL 0 
0 w 

0.2 u:; 0 0.1 
a: 

0.3 w 0.2 > 
0.4 a: 0.3 

JOINT 16/18 JOINT 28/30 

Figure 62. Maximum relative displacements of lock monoliths, Little 
Goose Lock 

cost of $450. The video survey indicated that the wall of the hole was not 

generally smooth. In many instances, the drilling operation broke out aggre

gate pieces which made the wall rough. In addition, there was visible shear

ing in the concrete parallel to the construction joint. Again, in some 

instances, the disrupted concrete would break out, making the wall rough. The 

construction joint was visible in the videotape from top to bottom. 

150. A search was conducted to secure a suitable material to line the 

boring. A reinforced plastic firehose was selected at a cost of $500. It was 

manufactured by the Hercules Equipment and Rubber Company, Inc., of San 

Francisco, California. The hose was a polyvinyl tube covered with nylon rein

forcement. It was resistcr"t: to abrasion and weathering and had a temperature 

range of --10° to +150° F. It was identified as the "blue line hose" with a 
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Figure 63. Monolith joint 4/6 leakage, 
July 1975, Little Goose Lock 

Product number 36--0060, and had a normal inside diameter of 6 in. It weighed 

approximately 0.8 lb/ft, and had a working pressure of 35 psi and a bursting 

pressure of 107 psi. Wall thickness was 3/32 in., and the hose would deform 

or expand 1/2 to 3/4 in. to approximately 7 in. in diameter. 

151. The hose was filled with water and had a leakproof cover which was 

fitted with an air valve. Filling the hose required approximately 185 gal of 

water. An air gap was left at the top, and the system was then charged with 

an additional air pressure of lU psi. It took several days for the air pres

sure to bleed off. This system decreased leakage through the construction 

jl;Jnt by an estimated 90 percent. After a couple months a leak developed in 

the hose which required con6iderable maintenance to keep the water level up. 

Since water and air periodically had to be added to this system, the hose was 

filled with a bentonite slurry, approximately 10 percent by weight, which was 

pumped in to the hose throup:h a down pipe. 'f]v: water was displaced by the 

slurry nntil the system was fu11 and capped. The pressure at the base of the 
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hose was 51 psi; however, the hose had lateral support so the pressure was not 

critical. The slurry was partially effective but did not result in 3 mainte

nance free and positive waterstop, An alternate procedure for providing Cili 

effective waters top vc:'l d be to remc\'<' t:t 1jlastic tube and fill the drill 

h~·~- v-:i.th an elastic ,,,~·d.al. In effect., this would be a 6.5-·in.-diameter 

cast-· iii· p]_c;ce waters top. :· ,: was decided to try this technique at Ice H.qrlJor 

Lock using fou1 different fillers in holes along four joints as previously 

described. 

152. Based on the lee Harbor and Little Goose trial repairs, the drill 

hole with elastic filler method was selected to reestablish monolith joint 

waterstops at Little Goose Lock. Repairs were accomp1 ~t;hed under contract in 

1978 by drilling a 6-in.-diameter ver:~.:~l hole along the ~~i~ts from the deck 

to about 5 ft into bed1:ock and then filling the holes with AM-9 chemical grout 

to creaLe a cast-in-place walerstop. This repair s~o~ped an estimated 95 per

cent of the leakage. Leakage at selected joints before and after repair is 

shown in Figures 65 and 66. 

153. Based on an inspection in August 1979, it was reported that sev

eral monolith joints exhibited small amounts of leakage (Figure 67) and would 

probably require regrouting in the future. It was suggested that one of the 

advantages of this repair system is that regrouting could be done easily and 

economically by an experienced chemical grouting crew. Other observations 

reported during this inspection included: 

a. The upstream sill was displaced about 1/8 to 1/4 in. down
stream of monolith 4. As a result, the joint leaked very 
badly at elevation 603 ft. When the lock was filled, about 
4 in. of water flooded the floor. At elevation 525 ft the 
joint between the sill and monolith 4 spurted water about 4 ft 
high when the lock was filled and about 6 in. high wh~n emp
tied. A contract to chemically grout the joints where needed 
w3s planned for FY 81. 

b. Both the upstream and downstream grouting galleries of the 
south nonoverflow (elevation 495 ft) were leaking at the joint 
to the erection bay. Both were leaking badly, but, in 
general, it appeared that the worst leakage was at the up
stream gallery. The leakage presented no direct structural 
problems, but had associated hydrostatic pressures that were 
not a part of the intended design. It also represented a con
siderable volume to be pumped out of the gallery sump. A con
tract to chemically grout the joint and stop leakage either 
through drill holes from the galleries or from a cast-in-pJ~ce 
vJaterstop drilled from 'he deck was planned for FY 81. 
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a. January 1977 

b. October 1978 

Figure 65. Monolith joint 10/12 leakage before and 
after repair, Little Goose Lock 
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a. January 1977 

b. October 1978 

Figure GF. Monolith joint ll/13 leakage before and 
aftRr repair, Little Goose Lock 
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a. Monolith joint 13/15 

b. Monolith joint 15/17 

Figure 67. Monolith joint leakage, Little Goose 
LocL, December 1979 
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c. Leakage of the powerhouse bay joints at elevation 542 ft had 
been greatly reduced or eliminated by installing cast-in-place 
chemical grout waterstops using the procedure previously 
described. :,or"c minor leakage was occurring at the u cl'tion 
bay/bay 1 joint. Leakage onto the terr;;zzo floor near the 
er0ction pedestal ~t the bay 4/bay 5 joint began in April 
1979. The leakage was attributed to long-tFr0 thermal con-
trac: nf qew concrete in the spiral case. L: • . ~. ules 
drilled to :L·;tercept the leaka[,r re successful _l_n relieving 
the hydrostatic pressure. A dec1ease in flow into thP ~rain
Rge and grouting gallery was reported foliowing the wate~srop 
rei-lairs. However, ~h2re r..ms still a lot ,)f leakage between 
the erection bay/south nonoverflow joint. Th~~ joint also 
leaked on the downstream face of the dam. It was planned to 
regrout the joint with a heavier consistency chemical grout 
when other waterstop repairs are made at the project. 

154. In S0ptember 1981, a contract was awarded to International Chemi-

cal Systems of Honolulu, Hawaii, to regruut some of the cast-in-place water-

stops installed in 1978. Continental Drilling Company subcontracted the 

drilling work and provided labor for all nongrouting operations. The total 

contract was approximately $137,000. 

155. Holes to be regrouted were flushed and cleaned using a combination 

of drilling and high pressure air/water blasting. This was accomplished using 

a Copco track drill (Figure 68) and a 6-in. roller bit. Two 6-in.-diameter 

stabilizers were added to the drill string as is done when drilling with a 

down-the-hole hammer. The stabilizers acted as reamers in cleaning the side

walls of the holes. 

156. Grouting of the drill hole along monolith joint 21/23 was to be 

done using a hydrophilic polyurethane gel (CR-250) marketed by 3M Company. 

Because of the type of grouting equipment, the water temperature, and operat

ing pressures, the highly viscous grout could not be adequately mixed with 

water in the hole. Static mixers were not effective in mixing the viscous 

chemical with the activator, v1hich was 'dater. The decision ~.vas made to finish 

the grouting contract using the acrylamide grout as used on prev'Lnus con

tracts. The hole was filled with this grout using about 20 percent wore mate

rial than the calculated hole volume. 

157. Drill holes along monolith joints 15/17, 22/24, and 24/26 were 

flushed and filled with approximately 300, 350, and 250 gal of acrylamide 

grout, respectively. Photographs of the grouting operation are shown in Fig

ure 69. At one point, the grout line stuck in the mo• .~~rh joint 24/26 hoJe 
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Figure 68. Track drill used to clean holes of grout 
from previous repair, Little Goose Lock 

and the double hose line (70 ft of hose) had to be cut off and left in the 

hole. The 2-ft length of 2-in.-diameter pipe used to hold the grout line in 

place was lost also. 

158. Grouting of drill holes along monolith joints 10/12 and 4/6 

resulted in large volumes of grout being pumped because of high water flows 

out the bottom of the drill holes into the fractured foundation rock. Two 

hundred gallons of grout were pumped in the 10/12 hole and 850 gal in the 4/6 

hole with little.or no effect. A small volume of cinders (10 lb) was then 

dumped in the holes and the water flow ceased. Each hole was then filled with 

250 gal of chemical grout. The last 50 gal of grout placed in the 10/12 hole 

contained no mineral filler as a result of poor instructions to the laborer 

from the contractor. This was not considered critical since most of this 

grout is above normal pool elevations. 

159. Leakage through mon0lith joint 2/4 was a continuing problem which 

appeared to become more complicated with each attempt to easily or economi

cally correct the leakage. Leakage through monolith joint 2/4 apparently 

entered the 4-in.-diameter drain line which was broken at the monolith .ioint. 

Since the discharge end of the drain line was previously plugged at the gal

lery to reduce excessive pumping caused by water coming thro<1gh the failed 

waterstop, leakage backed up in the drain until it exited into the deck and 

upper gallery floor drain system. As a result, the otherwise separat 0 drain 
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a. Mixing tanks and dual pump 

b. Individual grout hoses for each major 
grout component 

r~ 69. Acrylarnide grouting operations, 
Little Goose Lock 
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system for the galleries, roadway deck, and various rooms of monoliths 2 and 4 

w~re all interconnect0d to leakage coming through the failed copp~r waterstops 

at monolith joint 2/4. Iu an attempt to correct this problem, two ( ~n.

diameter ',cles were drilled alo11g the joint a few fr,pt from each face uf the 

lock wall. The holes were drilled t. ,, depth of about 185 ft of which 5 to 

1 Jt was foundation ' The holes were lcc:1ted to avoid the equipment 

rooms, the embedded items, and the main culverts. The riverside hole w<c,.s 

grouted using 500 gal of chemical gr0ut. The joint was believed to be quite 

wide and with the ±low of water throu;:;L the fractured rock and through the 

fractured drain line, grout could travel a great distance along the joint. 

High water flows were discovered in the landside waterstop hole of the 2/4 

joint. By the time grouting was completed on the landside hole, 1,500 gal of 

grout had been used. In both holes, nne 2-ft section of pipe was lost in the 

grout hole because of stuck grout lines. ~lthough grouting of these two holes 

was successful, the water flow to the fractured pipe was not decreased. Most 

likely, water is now entering th~ j11int through the fLundation rock rather 

than through the vertical monolith joints. 

160. Monolith joint 3/5 was drilled as an added work item by the con

tract work force. The hole was positioned so drilling could be done on the 

ramp section leading down to the landside navigation lock monoliths. The hole 

passed between the horizontal reinforcement and the cable and utility trays in 

the service gallery below. The cable trays and pipe had to be moved to pro

vide room for the drill string. The first 10-l/2 ft of hole between the deck 

and the service gallery was drilled using core drilling equipment to minimize 

damage to the service gallery ceiling concrete. The down-the-hole hammer was 

used after penetrating the service gallery. The hole was filled with 260 gal 

of chemical grout. 

161. Leakage through the upper sill block (USil) r,onolith joints into 

the service galler~ and drainage gallery l1ad been steadily increasing for 

years. During lockages, flows into the service gallery were more than the 

floor drains could handle. To solve this leakage problem, EX-holes were 

drilled around the perimeter of the gallery intercepting the monolith joint 

.'i ft from the gallery walls. Galvanized steel backup plates with Butyl rubber 

seaJs were installed over the upper sill block and lock monolith 3 and 

4 joint ;;-: the service gaLLery and the USB/monolitl, !, joint in the dndn:-Jge 

gallery. The USB/rnonoJith 3 joint in the drainage gal]r ~as not plated and 
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grouted because no leakage through the joint had been observed. The contrac

tor was to pump grout through the EX-holes in a specified sequence with the 

lock filled. The contractor could not or would not pump the grout as SJ>eci

fied. He was allowed the option o1 srouting the joints by injection-ty~? 

methods. This i .. '·olvPd removing portions of the backup ~ldtcs and inserting 

grout tubes and sealing the joint using 4uic~-set mortar. Gruut was then 

pumped through the tubes, thereby sealing the immediate perimeter of the gal

lery. Once the preliminary sealing was done, the EX-holes were successfully 

grouted to establish a larger perimeter of sealant. Grouting was completed at 

all three joints in this manner. After grouting, packers were removed, the 

EX-holes were dry-packed, and backup plates were reinstalled. 

162. For many years, excessive leakage through the powerhouse erection 

bay/south nonoverfluw (SNOF) joint had been evident in both th~ drainage gal

_;_.,;·:· f :; .:md on the downstream face. A chemica] grout vertical waters top was 

installed in 1978 with much effort. Several grout for~ulations were used and 

with the addition of cement into the mix, the hole was successfully filled. 

The hole was flushed and regrouted under the 1981 contract. Grouting was 

relatively simple using volcanic cinders to slow the flow of water into the 

joint. The cinders were sucked into the joint, blocking the flow of water. 

The water in the drill hole was observed dropping from elevation 638 to 

537 ft, which was the tailrace elevation. It was then an easy matter to fill 

the hole with chemical grout. Leakage of the erection bay/SNOF which was 

visible on the downstream face stopped completely after grouting. Leakage 

into the drainage gallery along this joint was not affected by the grouting. 

The flows were observed to be about the same as before grouting. This indi

cated that the water source was downstream. The drainage gallery at eleva

tion 493 ft is 44 ft below tailwater and behind the grout curtain, making the 

tailwater a very possible source of water. 

163. Lift joint leakage into the powerhouse level 5 had been a mainte

nance problem for years. An estimated 20 gal/min flowed out of a sizable rock 

pocket located on a lift joint about 15 ft off the floor at elevation 598 ft. 

Repair of the leak was done by installing a 1-1/4-in.-diameter pipe in the 

void and packing around the pipe with q\·c· ~-set cement grout, forcing all the 

watPr through the pipe. Chemical grout was later hand pumped through the 

pipe, sealing the void and cp n lift joint. Minor le1ks such as this can 

easily be repaired hv project personnel using similar equipment. 
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164. An inspection a few months following completion of the 1981 

repairs indicated that regrout:ing of selected navig,'' con Jock monolith joints 

hq~ heen very ~ffective and stoppec much of the leakage. However, some of tl1c 

,,L) ,,J joints exhibi.~;: l a small amount o.c leakage which was not consjdered a 

prou:;_, '" .t the time. Continued water leakage through monolith joir1t 2/4 was 

reported. Rather than attempt :ng to repair the fraet:"red drain pipe whic1: 

allows the inflow c,f water, it was decidcJ to contain the effluent and pipe it 

to a dry well. This solution was much more economical than proposed leakage 

repairs and provided a functional floor drain system. The rate of movement 

between lock monolith joints havinr the largest deflections indicated that the 

1978 foundatioL r1·outing had been effective. Continued leakage into drainage 

gallery from the erection bay/SNOF joint was reported. The cyclic motion of 

lock monolith 4 bearing on the SNOF and erection bay monoliths probably caused 

a bond failure between the chemical grout and the walls of the drill hole 

allowing leakage past the remedial waterstop. More direct mechanical methods 

of sealing the drainage gallery joints are necessary to curtail the inflow of 

water. Leakage of the powerhouse bay joints was greatly reduced or eliminated 

by installing cast-in-place chemical grout waterstops. Some minor leakage 

through the erection bay/bay 1 joint was reported at elevation 542 ft. 

Project personnel have sawed trenches in various powerhouse galleries to chan

nel minor joint leakage to the drains. This is an ongoing, low-priority 

maintenance work item for the project. 

New Cumberland Locks 

165. The New Cumberland Locks are located on the Ohio River at Strat

ton, Ohio. The navigation lock chambers are both 110 ft wide with lengths of 

600 and 1,200 ft (Figure 70). The lift height is 21ft. Construction was 

completed in 1959. 

166. Leakage through some of the monolith joints in the middle lock 

wall was reported in 1969. The leakage was attributed to normal opening of 

the joint due to initial concrete shrinkage and contraction of the concrete 

during cold weather. This project did not utilize waterstops at the joints to 

prevent such leakage. 

167. Joints in the middle wall were repaired in FY 77 by drilling a 

vertical 6-in.-diameter hole along each monolith joint to the required depth 
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and then filling the drill hole with a hot-pour bituminous material (Pennsyl

vania Department of Transportation asphalt sealer J-1). It was reported in 

19SJ that the repair appeared to be performing satisfactorily. However, the 

c:ealer was very soft and expanded .:ond contracted excess~-, ·ly. \vhen the 

temperature wa8 ~:nl. the filler wa~ ~rwr in the hole, and d~ring a hot 

period, the filler expanded and pushed out cold patch material : PViously 

placed 1 o fj 11 the hole (T':LgurC' 7 1). This was ,·cn.s:Ldered to be undesirable by 

District personnel and it was recommended that other materials be investigated 

for sealing joints fn the future. Alignment and settlement data for the mid

dJ.e wall is shown in Figure 7 2. 

Figure 71. Monolith joint repair, New Cumberland 
Locks, August 1981 

168. McNary Lock is located on the Columbia River, near McNary, Oregon. 

The navigation lock has a clPar width and length of 86 and 675 ft, respec

tively, with a maximum lift of 92ft (Figure 73). The ]0ck was put into 

operation in 1952, 

l69. During the initial periodic ins 1 :rion in 1967, it was reported 

that the prc;jeet had experien<·ed problems with w~. ·--, i .. ·, 1)>3 in construction 
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joints since the beginning of operation. Whether the contractors inadver

tently omitted the waterstops or punctured them during installation could not 

be determio~'''; In any case, wa:er leakage was significant during cold 

weather, particu~a~lv in some of the navigation lock monoLith joints. Mono

i ~- ,_;; joints 4/6 and ~-f/:'~~ \Tere reported ti; leaf: freely when tnc lock chamber 

was fu:Ll. Leake1ge into the si 1 1 block gallery through the joint bL' ·-:-een tl:e 

upstream sill block and the north nunoverflow dam had been controlled by 

compressing a rubber bulb seal into the joint. 

170. Leakage in the cross-over gallery at the construction joint between 

the lock's upstream sill block and the north overflow dam was again reported 

in October 1974. Progressive waterstop failures in the lock drainage and 

gr·:mting galleries resulted in exces .. ; ve leakage at the upstream sill. In 

197~, leakage flooded the pump room damagiil~; quipment to an ext.ent that much 

of it re~uired replacement. A surface-type gasket held in place by compressed 

steel bars hnlted to the gallery ~H]ls (Figure 74) was used to control tlt~ 

leakage. 

171. Some of the lock monolith joints were reported leaking in 1979 due 

to failed or partially failed waterstops. The large settlement in the fill 

placed against the north monoliths was attributed, in part, to leakage through 

the landside monolith joints. Since the fill is rock fill and free draining, 

this was not considered a problem other than appearance. Although the leaking 

monolitl1 joints were not considered to be of serious structural concern at the 

time, it was recommended that, as funds become available, the waterstops be 

reestablished usi11g the drill hole and chemical grout method used at other 

locks along the Snake River. 

172. Joint leakage remained essentially unchanged at the next periodic 

inspection in 1983. A surface-type waterstop installed in the cross-over gal

lery at the joint between the dm.mstream sill block and lock monolith 38 

(FigurP 75) continues to provide an adequate seal against leakag~. 

Pine Flat Dam 

173. Pine Flat Dam is located on the Kings River in the central Sierra 

Nevada mountains approximately 30 ;:~:; 1es east of F;·esno, Calif. The cor: .rete 

gravity dam \ ·. 1 ,~J c.· 76), 429 ft ,,_, 0·h and containing 3, • ::wliths with a tot a] 

concrete volume of 2,150,000 cu yd, was completed in 1954. Each monolith 

112 



a. Joint 4/6 in the drainage gallery 

L. Joint 6/8 in the lower pump room 

Figure 74. Surface-type waterstops, McNary Lock, 1980 
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Figure 75. Surface-type waterstop, McNary 
Lock, 1983 

Figure 76. Pine Flat l1am 
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joint has two continuous 20-oz copper waterstops, 15 in. wide, which extend 

the full height of the oc.m. 

174. The dam has experienced progressive leakage br>tween joints si11ce 

1he; early 1970's, ap'Jiently as a l."csult of waterstop ',' ;·es. Leakage 

throuRh monolith joint 29/10 on the left abutment and joint 8/9 on the right 

abutment was of particular concerti, Although there are many theories, the 

actual reason(s) for the failurr of these waterstops is/are not certain. 

175. In l97C', cl contract totaling approximately $100,000 1-ras awarded to 

establish remedial wat2rstops at three monoliths joints (28/29, 29/30, and 

30/31) by drilling nearly vertical holes along the joint (Figures 77 and 78) 

and filling the holes with an elastic chemical grout. Initially, diamond plug 

bits were used for drilling; however, these tools wandered off the joint, 

nPce:·;,.:;itating the backfj ~ ing and abandonrnclit of two partial depth .stternpts. 

Down--the-hole hammer tools were then used to successfully drill 6-1/2-in.

diarneter holes to depths of at least 5 ft into bedrock. Each hole was located 

between the two exis~ing copper waterstops at a distance between 10 and 12 ft 

from the upstream face of the darn. Hole depths ranged from 189 to 257 ft. 

176. The three drill holes were grouted 18-30 December 1979, using an 

elastic chemical grout. At the time of grouting, water levels in the drill 

holes ranged from 157 to 200 ft below the roadway surface on top of the darn. 

In comparison, the reservoir pool level was at elevation 860 ft, approximately 

110 ft below the top of the dam. Ambient and water temperatures during grout

ing operations ranged from 55° to 75° F and 38° to 54° F, respectively. 

177. The chemical grout consisted of acrylarnide powder (AV-100), cata

lyst or activator (DMAPN), initiator (AP), diatomaceous earth (Celite), and 

water. Typical mixture proportions were as follows: 

Acrylarnide powder, lb 

Celite, lb 

AP, lb 

DMAPN, gal 

Water, gal 

170 

150 

8' 

1.5 

60 

The grout was field mixed on top of the dam in two separate solutions. One 

solution contained the acrylarnide powder and mineral filler dissolved in water. 

The catalyst and initiator were 2imilarly diluted in a separate water solution. 

Each solution 1-ras pumped through individual hoses to a mixing chamber suspended 

at the bottom of th hole where they were force mixed into one solution and 
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discharged into the drill hole. Gel times ranged from 22 sec to approximately 

2 min. As the grout level rose in the hole and began to gel, the hoses were 

retracted, tryinz to always keep the :;.jxi_ng chamber below the grout-water 

Lnt~rface but above the gelled grout. In some cases the rnixirr[: chamber was 

retracted at an excessive rate and was positioned above r1e grout-water ir!~r

face. As Z'. resuJ t, sections oi Lhe ~.oJ es were inc01up.; '~,, ly grouted. Wheh Lhis 

was discovered, pJ,Juting was stopped and the grout was cleaned out of the hole 

to a depth thought to be below the trouble zone. Generally, the hole was then 

regrouted using a grout mixture with a faster gel time. This was r~pcatcd 

until the hole was completely filled. 

178. Initially, the repair appeared to be successful since leakage 

through the three joints was significantly reduced. However, when the reser

voir pool reached elevation 890 ft on 14 January 1980, leakage through the 

joints retu~nerl to its previous hi?~ levels. Project personnel have been 

monitoring flows through the three joints since 1979. Leakage through the 

joints is intercepted by joint drains approximately 8 ft downstream of each 

remedial waterstop. Piping has been installed where these drains intersect 

the gallery to route discharges to the downstream face of the darn. Flow rates 

are determined at the discharge by measuring the time required to fill a con

tainer of known volume. Historically, flows from these three joints are 

directly related to reservoir pool levels. Full pool levels normally occur in 

June or July with flows of approximately 800 gal/min associated with a pool 

elevation of 950 ft. 

179. In August 1983, a Request for Technical Proposal (Step One) was 

advertised by the Sacramento District to solicit concepts for design of a 

repair to reduce seepage through existing monolith joints (28/29, 29/30, 30/31) 

at Pine Flat Darn. The repair method had to meet the follo~ing requirements: 

a. Reduce water seepage througll raonolith joints a minimum of 
75 percent of total historical (July 1979-July 1983) flows 
from vertical drains in monoliths 29 and 30 for a period of 
1 year. 

b. Permit joints to accommodate movement between monoliths. The 
top of ~!Je darn deflects up to 1 in. with a differential deflec
tion between monoliths up to 1/4 in. 

c. Protect water sources (lake and downstream) from contamination. 

d. Withstand water heads up to 200 ft. 

e. Repair will not seriously affect the appearance of the darn. 

f. Shall not be corrosive or detrimental to adjacent concrete. 
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Based on reviews by a technical evaluation team, two proposals were ultimately 

deemed acceptable. The contractors who made these proposals were then given 

the opport:mity to participate i' Step Two of the p ~:':..;sal process, Ir~ :i L<ttion 

for Bids, W11~' 1t \.;ras advertised in Ncvemb<:r 1984. A contract in the amount of 

~~J,OOO was awarded to GELCO Grouting S•rvice, Salem, OregoP, in December 

19~i4. 

1:;: . During the propos:d review process, ar' investigation was initiated 

to locate zones of leakage in the monolith joints to be repaired. Fluorescent 

dye tests of each joint were conducted during March 1984 by the US Army 

Engineer Waterways Experiment Station. Fluorescent dyes selectively absorb 

light in the visible range of the spectrum and then instantly emit light of a 

longer wavelength than the light absorbed. Most common fluorescent tracers 

:ue compounds which absorb green light and emit red fluorescent light, such as 

the Rhodamine B used in this investigation. These dyes are sufficiently 

stable to permit tests up to several weeks and are detectable instrumentally 

in concentrations as low as one part per billion. 

181. The dye injection system was set up on top of the dam near its 

upstream face. A separate investigation of each of the suspected monolith 

joints was possible because of the 50-ft horizontal distance between the 

joints, the design of the diffuser, and the small amounts of dye injected at 

depths with little water movement. Three Rhodamine B tablets were dissolved 

in about 5 gal of water. The dye solution was then injected at depth inter

vals of about 10 ft, with the maximum depth being at or near the sediment 

deposits along the upstream face of the dam. For 1 min, the dye solution was 

pumped into the reservoir. The next minute was used to flush the system with 

water stored in a separate bucket. The flushing removed some of the excess 

dye along the walls of the injection tubing and aided in the diffusing of the 

solution. A schematic representation of the dye injection system is shown in 

Figure 79. 

182. The seepage discharge monitoring system (Figure 80) was set up in 

the gallery of the dam to continually analyze the downstream discharge. The 

seepage discharge for monolith 28/29 was located on the third level in the 

dam's gallery at an elevation of about 754 ft. Seepage from monolith joints 

29/30 and 30/31 was discharged simultaneously lrc", a common drain. Shutoff 

valves on the individual input drains provided isolation of seepage water from 

2cch monolith joint for analysis (Figure 81). The discharge drain for these 
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Figure 81. Piping system to control leakage 
through drains, Pine Flat Dam 

monoliths was located on the downstream face of the dam at about the same ele

vation as the drain for monolith 28/29 (Figure 82). 

183. Simplicity is a major asset in fluorescent dye testing. However, 

modification of test equipment for testing at extreme water depths was a major 

drawback. The hydrostatic pressures involved when the diffuser was lowered 

into the reservoir necessitated several modifications. The investigation was 

incomplete in that equipment malfunction and a rigid schedule would not allow 

results obtained to be verified with additional testing. However, there were 

elevations along the vertical face nf t-he darn where fluorometric measurements 

of seepage water indicated that stronger traces of dye were passing through 

the monolith joints. 
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Figure 82. Fluorometric monitoring system, Pine Flat Dam 

184. Pertinent data on the fluorometric measurements made at the three 

monolith joints are shown in Table 1. Fluorometric readings for monolith 

joint 28/29 indicated the critical area of leakage in waterstops is at eleva

tion 820 ft. Accurate delineation of leakage elevations was difficult since 

the area of dispersion of dye was unknown. An interpolation of fluorometer 

readings may have affected better definition, but more accurate measurements 

of volumes of dye injected would have been necessary. The first dye test at 

this vertical joint indicated increased leakage at higher elevations, but this 

was found to have been caused by the random addition of dye solution. Measure

ments at monolith joint 29/30 indicated an increased leakage rate at eleva

tion 860 ft. Dye injection l1cgan at elevation 81C ft, but no fluoromPtric 

indications occurred until dye was injected at elevation 850 ft. Mono-

lith 30/31 had the lowest leakage rate of the three vertical joints. At ele

vation 880 ft the fluorometer was reading a 90 parts per billion dye concen

tration in the leakage water. Dye injection at elevation 890 ft caused a 

continual change of scale of the fluorometer, possibly indicating no traces of 

dye present at thaL elevation. 
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Table 1 

Fluorometric Data, Pinr Flat Dam 

~·-·~·~--- ~--~·-···------- ------·· ----------
Dye l nj r _r E ion.-:c-L_e_v-,e_l--::----

Depth from Flw···ometer Readings,_part_s per billiou 
'":·i·!:J:~ion, ft* Tc :'Dam, ft Joint. 2i:>/29 Joint 29/3n Joint 30/31 

890 

870 

860 

850 

840 

830 

820 

810 

90 

100 

110 

120 

130 

140 

150 

160 

260 

~~ ;~ 0 

110 

00 

95 ** 

150 

100 

0 

0 

0 

* Reservoir pool at elevation 925 ft. 
** Pump stopped; f 1.uorometer changing scales rapidly, no stabilized reading. 

185. Major elements of work required under the GELCO Grouting Service 

contract were as follows: 

a. Complete final design of the repair concept including prepara
tion of construction specifications and drawings. 

b. Remove grout from existing remedial waterstop holes and pre-
pare holes for installation of new waterstops. 

c. Test and document condition of the existing waterstop holes. 

d. Install remedial waterstops. 

e. Clean up site to original condition. 

f. Submit project report. 

186. Work on site at Pine Flat Dam began on 20 February 1985. Ini

tially, a rodding truck was used to remove existing grout from the drill hole 

at joint 30/31. However, the 1/2-in. rod would not enter the hole beyond 20 ft 

because of the long radius set in the rod. A water jet truck in conjunction 

with a 165-cu ft/min, 125-psi air compressor also encountered difficulties in 

penetrating and breaking up the grout. Also, as progress was made, flushing 

the broken-up grout from the hole became more Rnd more difficult. Removal of 

grout from hole 30/31 was completed on 27 February 1985. A rotary drill rig 

was brought on site 28 February to expedite grout removal (Figure 83). Using 
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Figure 83. Removal of chemical grout waterstop, 
Pine Flat Dam 

the drill rig with a 6-in.-diameter tri-cone bit, hole 30/31 was proof reamed 

and the grout removed from the two remaining holes in 2 days. Since the 

drilling left some grout residue clinging to the walls of the holes, each hole 

was washed with water pressurized to 1,200 psi. Washing was accomplished 

using a 65-gal/min spray nozzle with 12 orifices oriented to impact the sur

face at an angle of 45 degrees above horizontal. Compressed air was also used 

through the same nozzle. In addition, each hole was flushed with both air and 

water with the addiLion of a drilling fo;;,ll to aid particle suspension and 

reduce lost circulation. 

187. The bottom 10ft of each hole was subjected to flow and pressure 

tests (Figure 84) to determine whether the joint was capable of evacuating 

water at depth. All three holes exhibited high leakage rates with packer 

settings approximately 10 ft above the bottoc of the hole. Therefore, it was 

decided that tests need not be performed at higheL elevations since the bottom 
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Figure 84. Flow and pressure test apparatus, 
Pine Flat Dam 

was permeable. Later video inspection indicated the holes had very rough 

walls jn the areas where the packer was set. It is likely that much of the 

pressure and flow test losses were past the packer. This together with the 

fact that the packer can easily be circumvented through an open monolith joint 

make these test results suspect. 

188. The interior of each hole was inspected at least once, using a 

closed cir ~.:o.it television camera system (Figure 85), prior to installation of 

the remedial waterstops. The purpose of these inspections was to examine the 

1:oncrete quality, ~etermine orientation and width of the joints, and observe 
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Figure 85. Closed circuit television camera 
for drill hole inspection, Pine Flat Dam 

surface roughness of the holes. All inspections were recorded on videotape 

and written logs were maintained. These inspections indicated that the walls 

were quite rough with each hole containing large percentages of its length 

where there had been losses of cement paste and aggregate. The rounded sur

faces of aggregate were very visible in many locations, and in several loca

tions the stones were exposing subrounded points. The loss of material had 

resulted in several rather large cavities within the concrete. In addition, 

each hole contained rock pockets which appeared to be areas of honeycombed 

concrete. Hole 29/30 in particular exhibited this condition on each side of 
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the downstream joint intercept. The interface between concrete and foundation 

rock was not clearly visible in hole 29/30, while in the other two holes this 

fe2L ·~·(' was more eas~1y ,;-; scernible. The cor1c;i tion of the vL: i'·lc portion of 

the .J oi nr varied in each Lole. In general, the ~~op portion of eacL i,~,le h.:1d a 

tight and untroken joint. Howeve·~ ... ;Lh increased depth : 1:c condition of the 

joint changed tu · i.ng more open with 1 '; pockets and spaJ · d corners. Much 

of , he lower portions of the holes exhibited a V-·shaped groove at the joint. 

There Here a few locations where there appeared to be more than just two 

joints. This was probably a condition where a spall had fractured but remained 

in place. The alignment of the holes on the joints was not perfect; in some 

cases the two joints were only separated by perhaps 4 in. on one side of the 

hole. 

189. Ph: i:ugraphs taken fr: !! tLe videotape of the inspection made h, 

hole 28/29 are shown in Figures 86-90. The camera system used to inspect this 

hole utilized a light head which extended in front of the lens. The dark spot 

in the center of the photograph is the light head while the two lines leading 

to it are power cables. 

190. In Figure 86, one joint is at the upper right and the other is to 

the left. The well lighted lower wall is smooth and round, but the upper wall 

between the two joints is very rough, with a substantial cavity just to the 

right of center. A cavity surrounded by exposed aggregate is shown in Fig

ure 87. The cavity was estimated to be approximately 4 in. deep, not includ

ing the joint which passes through it at the lower right. The joint is not 

well defined in Figure 88; however, the rough surface of the hole is obvious. 

Also, it is apparent that some mortar has been lost, leaving portions of the 

aggregate exposed. Spalling along both joints created a very ragged hole at 

elevation 752ft (Figure 89). Also, a piece of the grout used in the previous 

repair can be seen in the joint at the lower right. At a depth of 240 ft 

(elevation 730 ft) the hole was very ragged with the right joint appearing to 

be 1/2 to 1 in. wide (Figure 90). 

191. The repair concept employed by GELCO Grouting Service was based on 

techniques used for in situ relining of pipelines. A tube-type liner is 

inserted into the drill hole and bonded to the concrete surfaces of the hole. 

The liner consists of a thin polyurethane membrane with an underlayer of felt 

approximately 1/4 in. thick. Prior to installation, water-activated resin is 

poured into the tube to saturate rhe felt lining. The tube is then inser~ed 
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Figure 86. Condition of hole 28/29 at elevation 827 ft, 
Pine Flat Dam 

Figure 87. Condition of hole 28/29 at elevation 812 ft, 
Pine Flat Dam 
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a. Rough surface of the hole 

b. Close-up view of stone shown above directly 
beneath the "01" 

Figure 88. Condition of the hole 28/29 at eleva
tion 776 ft, Pine Flat Dam 
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Figure 89. Condition of hole 28/29 at eleva
tion 752 ft, Pine Flat Dam 

Figure 90. Condition of hole 28/29 at eleva
tion 730 ft, Pine Flat Dam 
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into the drill hole using air and water pressure to turn the tube inside-out 

as it is bcLng forced into the hole (Figure 91). Water ~d.t~hin the drill l:uh: 

is forced out of the h0Je through the joint hy the advanciug tube. The resin-· 

impt•'~·,ated felt is ~ r11ated from water until the internal pres.s1:n~ turns the 

tube in;ci,·, .. ·out and presses the f~'' against the v;ret w<J.l1s of the dr1.ll ho1e. 

Once wetteci, the re~d.n cures into a · c:gh elastic adhes·j·re, creating a bonu 

between the liner and the drill hole. After the resin cure!:, the interior of 

thf' tube is filled with chemical grout to fonn a strong yet flesJble core. 

The repair process was described in detail by Waring (1985) and is summarized 

in the following paragraphs. 

192. Liner tubes were prefabricated in lengths 5 ft longer than the 

depth of the drill hole into which they were 'r,serted. Since t..he resin used 

is. wate: nctivated, hot air was hJown through the tube to ensure that !h felt 

was dry prior to filling the tube with resin (Figure 92). Resin, AV-220, 

llydracure was poured into the tube through a funnel attached to one end of the 

tube (Figure 93). The amount of resin was calculated on the basis of 1 gal/ 

5 ft of hole roun~ed up to the next multiple of 5 gal. To ensure that the 

resin was evenly distributed throughout the length of the tube, the tube was 

drawn through pinch rollers set to the proper opening (Figures 94 and 95). 

193. The apparatus used to insert the liners into the drill holes is 

shown in Figure 96. Prior to liner installation, a water hose is used to wet 

the concrete which is above the level of the water in the drill hole. Also, a 

6-in.-diameter pipe was placed on top of the hole in order to obtain a repre

sentative sample of the remedial waterstop. Photographs of a typical instal

lation are shown in Figures 97-102. Liner installation was accomplished as 

follows: 

a. The liner tube was placed over the roller on top of the 
installation apparatus and threaded through a slit in the top 
of the pressure canister (Figure 97). 

b. Once the liner tube exited the nozzle of the bottom of the 
canister, the end of the tube was turned inside-out and 
attached to the nozzle (Figures 98 and 99). 

c. Air pressure within the canister was increased to turn the 
liner tube inside-out in the drill hole such that the resin
impregnated felt was pressed against the sides of the hole 
(Figure 100). 

d. As insertion progresseu, ter pressure was substituted for 
air to fnrce the liner tube into the drill hole. The amount 
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Figure 91. Secondary 
waterstop concept, 

Pine Flat Dam 

Figure 92. Drying the liner tube with forced hot air, Pine Flat Dam 



Figure 93. Filling the liner tube with resin, Pine Flat Dam 

Figtl'. 94. Drawing the liner tube through pine!: rollers to evenly 
distribute the resin, Pine Fldt 
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Figure 95. Prepared liner stacked and ready for install~~ion, Pine 
Flat Dam 

Figure 96. Liner 
installation appara
tus, Pine Flat Dam 
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Figure 37. Inserting the liner into the pressure 
canister, Pine Flat Dam 

Figure 98. Liner tube inser.ed through the 
pressure canister, Pine ~lat Dam 
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Fig re 99. Attaching the end of liner tube 
to pressure canister, Pine Flat Dam 

Figure 100. ~eginning lin ·· ~ube insc~~ion, 
Pine Flat Jam 



Figure 101. Approximately one-half of the liner tube installed, 
Pj;;e Flat Dam 

figure 102. Liner tube instal
lation con~lete, Pine Flat Dam 



of water added to the tube is related to length of tube 
installed to ensure adequate internal pressure (Figure 101). 

e. Once thr end of the liner tube entered the pressure canister, 
a small e<:1,· e attached to the ·:. :~d of the tube was usc: c. l o 
]ower the end of the t:uhe to the bot: .n, of the hole \J 1 .i Je :ddi
donal water was added tn compensaLL' 1 or the increased ,-clume 

;gjde the liner (Figure 102). 

19!+. Once in:c:talled, the liner tube was cut loose from the installation 

apparatus. Figure 103 shc:~s a tube being cut the day after installation. 

Water flowing from a slit cut in the tube indicated that the water level 

inside the liner tube had remained constant overnight. After the installation 

apparatus was removed, the television camera was lowered into the interior of 

the liner tube to inspect the liner. 

195. After the postinstallation inspection was completed, the liner 

tube was filled with an acrylamide grout (Figures 104 and 105) proportioned 

for a specific gravity of 1. 11. Typical pyr-

28.5-gal batch were as follows: 

Material 

Acrylamide powder (AV-100) 

Celite 

Bentonite 

Ammonium persulfate (AP) 

Triethanolamine (TEA) 

Potassium ferricyanide (KFE) 

Fd.xture proportions for a 

Weight 

25 lb 

25 lb 

25 lb 

1. 25 lb 

1.0 lb 

0.4 oz 

The grout delivery hose was extended to the bottom of the liner tube within 

the drill hole. Water inside the liner was displaced as the grout was hatched 

and pumped to the bottom of the liner. The gel time of the grout was approxi

mately 1 hr which allowed a slow retrieval of the hose during the grouting 

operation. 

196. A remedial waterstop was installed in hole 30; l (191 ft deep) on 

7 March 1985. As the end of the liner tube approached the bottom of the drill 

hole, resistance to further progress was encountered. This was mistakenly 

interpreted to indicate that the bottom had been reached and the control cable 

was tied off. Later television inspection showed that the tul•e was within 

approximately 10ft of the bottom of the l1c:~c. Apparently, the joint near the 

bottom of the drill hole is relatively tight. Since water within the dri~~ 
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Figure 103. Cutting the liner tube loose from the installation 

apparatus, Pine Flat Dam 

Pj~ure 104. Filling the interior of tt~ liner tube with chemical 

grout, Pine Flat Dam 



BOTTOM OF HOLE 
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Figure 105. Completed remedial waterstop, Pine Flat Dam 

hole must be forced out through the joint to allow the liner tube to proceed, 

joint conditions near the bottom of the hole did not allow complete installa

tion of the liner. Obviously, if the joint will not allow water within the 

drill hole to escape, then the joint is certainly not leaking in that area. 

197. Installation of the remedial waterstop in hole 29/30 (237 ft deep) 

was begun on 8 March 1985. However, when the waterstop reached a depth of 

approximately 145 ft, water inside the J.iner was lost and the installation was 

aborted. The liner tube was removed from the hole with great effort (Fig-

ure 106). The extraction process was the reverse of the procedure for instal

lation; i.e., the tail end of the liner tube was pulled up thereby peeling the 

as yet not fully cured resin away from the walls of the drill hole. While the 

tube experienced significant elongation during extraction, it did not tear. 

198. An examination of the liner indicated that a stitched seam had 

failed at a hole depth of approximately 145 ft. This allowed the water to 
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Figure 106. Removing the aborted tube from hole 29/30, Pine 
Flat Dam 

evacuate and the internal head which forces installation was lost. Failure of 

the seam was attributed to excessive internal head. At the time of failure, 

the internal head had been raised to the top of the pressure canister, a 

height of 8 ft above the top of the hole. The resulting pressure on the seam 

at the point where the tube is turning inside-out, this being the weakest 

point because the tube is unsupported by the walls of the drill hole, exceeded 

the strength of the seam. To avoid such failures in future installations, a 

mathematical model of the installation procedure was developed which related 

allowable internal head to depth of the tube considering external head and 

material strengths. 

199. The liner tube which was removed from hole 29/30 was dissected 

(Figure 107) to examine the interface between the resin-impregnated felt and 

the drill hole. The bond at the interface was obviously well developed since 

several small pieces of concrete bonded to the felt were pulled out the drill 

hole wall when Lhe tube was extracted. The outline of aggregate particles 

could be clearly distinguished from the darker areas of cement paste. Also, 

two r;: :~sed strips of resin a l c;ng the tube indicated that excess rer:-ir: ,,·ns being 

forced into the joint on each side of the drill hole. 
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Figure 107. Dissected portion of the failed liner tube, Pine 
Flat Dam 

200. The remedial waterstop was installed in hole 28/29 (257 ft deep) 

on 12 March 1985. Some resin was washed into the tailwater pool but was 

quickly dissipated with the use of additional flow into the pool through a 

sluice gate which was opened briefly. A postinstallation inspection indicated 

that the liner tube had penetrated to within approximately 2 ft of the hole 

bottom. 

201. A television inspection of hole 29/30 revealed that reacted resin 

had formed a plug in the hole at the static water level. This plug was removed 

and the hole flushed to remove remaining turbidity and particles wl1i~h had 

settled to the bottom of the hole. The remedial watr•rtop was installed on 

14 March 1985. Tb£: installation was performed quickly and without incident 

using the previously developed model to control internal water pressure. 

20::'. On 15 March 1985, each liner tube was cut approximately 8 in. down 

inside each hole to allow replacement of existing cast iron cap frames (Fig

ure 105). The resin-impregnated felt which was removed had small pieces of 

_ ;-Jr-rete adhering to its - urface indicatint, y,ood bond. The cap frames were 



regrouted with a sanded mortar, and the interior of each liner tube was filled 

with acrylamide grout. 

203. ;ypj~al photographs takEn from the videotape nf the postinstalla

tion inspection , · " le 28/29 are shuv,n i ;'igures 108-110. V.Then compared to 

si~~l~,- photographs taken at the same elevations prior to inst~llntion (Fig

ures 86, 87, and 90), it is oh· Lous that the linf'j £ plw is sufficient] y flexi

ble to conform to the irregular 2hape of the hole. 

204. Historically, maximum flow through the three joints totals approxi

mately 800 gal/min with a reservoir pool at el.evation 950 ft. The reservoir 

pool level during the repair project ranged beb:een elevation 880 and 870 ft 

(Figure 111) with a total flow of approximately 150 gal/min prior to repair. 

Of this total less than 1 gal/min was contributed by hole 30/31. Following 

installation of the remedial waterstops, total flow was stabilized at approxi

mately 25 gal/min. As in most st :1ctures of thi~; i·ype, it is difficuH. LO 

isolate leakage through monolith joints from that which is passing through 

horizontal lift joints. It is not known how much, if any, of the leakage into 

the drain was a result of openings in the lift joints. Results of this 

project indicate that the majority of flow has been through the vertical 

joints, yet it cannot be concluded that all of the flows are from the vertical 

joints. 

205. It should be noted that flows prior to remedial waterstop installa

tion are affected by work being performed in the holes. The previous grout 

plug presumably restricted leakage below what might occur without obstruction. 

However, removal of the grout created particles which were washed into the 

joint and again restricted flows. The flushing operations removed much of 

those particles and the flows increased, as can be seen in Figure 111, between 

28 February and 7 March. A reversal of the trend on ' March is due to limited 

flushing on 7 March which apparently only agitated the grout particles causing 

theE' to flow into the joints. A more thorough flushing on 9 March using 

drilling foam removed particles from the joints and flushed them out of the 

holes. This caused the flow through joint 28/29 to reach a level of approxi

mately 75 gal/min. 

206. Flow through joint 29/30 peaked at 75 gal/min on 7 March (Fig-

ure 111). ,, ·'l Harch, the abc · -'-' installation reac heel a depth of 145 ft 

(elevation 825 ft) before the tube va~ removed. The fluorescent dye test per

Jurmed in May 1984 indicated a zone of leakage between elevations 870 and 
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Figure 108. Postinstallation condition of hole 28/29 at 
elevation 827 ft, Pine Flat Dam 

Figure 109. Postinstallation condition of hole 28/29 at 
elevation 812 ft, Pine Flat Dam 
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Figure 110. Postinstallation condition of hole 28/29 at 
elevation 730 ft, Pine Flat Dam 

850 ft. Independently, the video inspection indicated cross-hole flows at 

elevations 840 and 815 ft. This indicates that the tube had been installed 

into the major leakage area before it was removed. Between 8 March (aborted 

attempt) and 14 March (successful installation), flows through this hole 

decreased daily with the exception of the upward blip caused by the flushing 

on 9 March discussed above. This would indicate that beneficial penetrations 

of the joint by the resin occurred even though the tube was removed. Resin 

thus forced into the joint would not be removed by the flushing. Such an 

effect can be expected to improve the quality of the seal obtained and thus 

its long-term performance. However, only a rise in reservoir pool level will 

prGvide conclusive evidence as to the efficiency of these repairs. 

207. Approximately one year after completion of repairs, the drain at 

joint 30/31 was described as wet but the flow was too Gmall to be measured. 

Flow through the drains at joints 28/29 and 29/30 were 17.6 and 30.0 gal/min, 

respectively, with the pool at elevation 928 ft. In comparison, the total 

flow through the same two drains was 267 gal/min in July 1984 with the pool at 

elevation 926 ft. Approximately l ft of grout has been pushed out of 

hole 28/29 lifting the cover plate over the hole (Figure 104). The cover 

plate was removed and the hole left open. No 2dditional grout has been forced 

out of the hole since that time, 
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Dardanelle Lock and Dam, Arkansas River 

2u8. ~he Dardanelle Lock and Dam is loca;ed on the Arkansas River, 

5 miles southwest of R11~:::;ellville, Ark. The l'·ojecL em .:ists :_ f 2 short 

emh·-, 1-::Inent section and a ···Je-lift lock 01• the 1 eft side of the river, a 

gaL~~ i~Jway about 1,20U ~ r long in the river ch~nnel, a power plant, and 

short cc/,,crc:te gravity dam lie right side of '- -,- river. The general 

arrangement uf the lock is shown in Figure 112. The loci;: i.s Ohio River type 

with clear inside dimensions of 110 by 600 ft. The lift between normal (mini-

mum) lower pool (elevation 284 ft) and top of power pool (elevation 338 ft) is 

54 ft. Tops of the lock walls are at elevation 348 ft, providing 10 ft of 

freeboard for operational purposes. All of the lock is fot1nded on rock except 

the upstream riverw~rd approach wall which is a concrete-cup0Pd cellular steel 

sheet pile wall. Overa"l, construction was initiated in June 195? and com

pleted November 1969. 

209. The Da~danelle Lock had six vertical monolith joints that had been 

leaking since 19?5. The leakage only occurred during cold wintertime condi

tions. They were first investigated in January 1977 when the leakage had 

increased significantly (Figures 113 and 114). Observation and dye tests 

proved that water from the lock chamber, both at low and full chamber, was 

passing through the monolith joints. Defective copper waterstops were the 

probable cause of the leakage. Visual leakage existed at river wall monolith 

joints R7/8, R8/9, R10/11, R13/14, R18/19, and land wall joint 121/22. Mono

lith joints R18/19 and L21/22 are located at the lower miter sill and leakage 

through these joints entered the lock wall grouting galleries and then to the 

lower miter sill cross-over gallery where sump pumps are located. Total in

flow during full lock chamber (wintertime) increased from 75 gal/min in 

January 1977 to 382.2 gal/min in January 1981. The sump pumps were taxed to 

the maximum and were modified several times to handle the high inflow. 

210. Several methods for sealing the monolith joints were studied 

before it was decided that the preferred method to stop the leakage was to 

construct a permanent waterstop similar to the methods used at Lock and Dam 

~0. 3 on the Arkansas River. There, four waterstops were installed in the 

joints uf the right train~ wall by drilling 6-in. core holes at monolith 

joints and installing a waterstop deuice consisting of a neoprene tube fill~d 

with an aquagel-baroid-ethylene glycol mixture. The holes at Dardanelle Lock 
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a. View of rivenmrd lockwall taken from dam looking 
downstream 

b. Close-up of largest leakage 

Figure 113. Leakage through mnnolith joints with lock 
chamber at upper pool level 
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Figure 114. Leakage from monolith joint R18/19 into 
grouting gallery with full lock chamber 

were to be twice as deep (82 ft) as those at Lock and Dam No. 3 and because of 

the difficulties anticipated in placing long neoprene tubes, it was decided to 

use a waterstop material consisting of burlap bags soaked in expandable 

chemicals. 

211. New waterstops were installed only in lock wall monolith joints 

L21/22 and R18/19 located in the lower miter sill area. The joints are 

located at the same downstream station directly opposite each other in the 

miter gate recesses. A sectional view of the waterstop and boring location is 

shown in Figure 115. The waterstops were installed in the leaking joints by 

means of drilling vertical core holes from the top surface of the lock wall to 

bedrock at each joint location. The cored holes were filled with burlap bags 

(18 by 2Lf in.) that had been saturated with a chemical which had the '''P2bil

ity to swell, producing a permanent pliable seal along the cored construction 

joint. Installation of the waterstops, which was done intermittently, was 

initiated August 1981 and completed April 1982. The work was performed with

out dev1atering the lock and priority was given to Jock operations during 

installation. 

212. Drilli~g was accomplished using a skid-mounted drill rig. Drill

ing was done from the top of the lock walls; and to facilitate placement of 
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the drill rig on location, a work platform was designed and built to enable a 

barge-mounted crane to do the task from the lock chamber (Figure 116). The 

dri 1 1 WRS put in top working cnndition in order that accurate drilllr~ align

ment cu::, , e maintained. 

213. Both holes went to a de[cdl of 82 ft whicL hot tomed 1-2 ft im ... 

foundstion rock (sand ,, , \ The core holes were started on location, cen-

ter · flcross the monoliL' Juint by means of ; hnred metal te~nJate. Dif-

ficulty was encountered on the first hole (121;22, landward lock walj_) vlhen 

the core lost the monolith joint at 41.2 ft. At 51.2 ft the drill hole was 

stopped when it was judged that the drill hole completely left the joint. 

Attempts were made to straighten the drill hole with no success and the hole 

was abandoned. A wireline core barrel (4.827-··in. 1wle, 3.345-in. core) was 

obtained to complete the project which produced bettc1 results in drillinL ~ 

plumb hole. 

'14. Vertical drill rig alignment was monitored during drilling by two 

transits located at right angles to each other. Sigl1tings were made on the 

drill head quill and on the drill rod to ensure vertical drilling. Slight 

leveling of the rig was necessary during drilling operations because of set

tlements due to vibrations. As the coring progressed, the extracted core was 

studied for joint alignment (Figure 117). Plumbness of the cored hole above 

the waterline was easily checked by a plumb bob and flashlight. After a depth 

of about 20 ft, plumbness of the hole was checked every 5 ft by a device 

designed out of necessity. The device was a pencil-shaped plumb bob and a can 

with the bottom lined with modeling clay. The can (slightly smaller than the 

hole, perforated, weighted with washers in the clay bottom, and suspended by 

two nylon strings) was very slowly lowered to the bottom of the hole, ensuring 

correct orientation. The plumb bob was lowered to the bottom and suspended 

through a hole in a template pl:cJced on top of the hole. The plumb bob vws 

stopped 1 ft above t"he bottom, allowed to plumb for 5 min, and then allowed a 

free fall into the clay making an indentation. The total procedure was 

repeated a second time as a check. This method will indicate deflection of 

the bottom of the hole in relation to the top of the hole, and direction ~f 

the deflection. A hole that has deflected can be straightened generally. 

However, this procedure should be attempted only by experienced personnel. 

Briefly, in a vertical hole that has deflected to the right, the drill rig and 

drill st"""c; should be moved vex1 ic::~\J ly to the right arne as the deflection). 
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a. Drill rig being hoisted onto river barge 

b. Drill rig secured aP location 

figure 116. Drilling operations, monolith joint L21/22 
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Figure 117. Concrete core from drill 
hole along monolith joint 

After a few short core runs, when it can be determined that the hole has 

started to return to plumbness, the decision must be made to move the drill 

rig, vertically back to its original location. After a few short core runs, 

the bottom of the hole should be drilling plumb back at its original location. 

Should the last adjustments be made too late, the hole would cross the plumb 

po:c11t and continue out of plumb on yet the other side (left). 

215. The cored hole was filled with burlap bags (18 by 24 in.) that had 

been saturated with a chemical that produced a product with a swelling capa

bility of about four times its volume when mixed with water. The chemical 

used was Grouting Compound CR-202, produced by Chemical Resources Division of 

3M Company Distributor in the Arkansas area was Avanti International, 

Houston, Tex. Jlk' chemical is a hydrophilic polymer which cr-· ains toluene 

rliisocyanate (TDI) acetone. In its uncured form, CR-202 is a l11W-viscosity 
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liquid similar in appearance to medium-weight motor oil. In its liquid form, 

it is highly toxic to the eyes, res~,. •ory system, and sk1- ~n~ after curing 

i< " essentially nonc_oxic. It can be usc./ j_n potable water. " 1 J iquid 

chemical will swell 10 times its volume in an uncunfined state when mixed with 

water and resPrrhl· sa yellow-amber tough, flexible, celL1J;T rubber. The foe:1 

and cure time or tm: product is relative 1 Cl the ambient temperature. Cure 

time on this project was about 7 min. 

216. Special safety precautions were taken to protect the health of the 

work personnel while mixing and placing the chemical product. The men were 

equipped with: hooded disposable paper coveralls, rubber gloves, plastic face 

shields, and breathing masks. The specificbtions for the masks assured pro

tection from toxic fumes. Fans were used in the confined areas of the gate 

recess to remnve the fumes. Cans of water, to be userl for washing, were 

stored nearby if needed. 

217. The burlap bags and the CR-202 chemical were mixed togct' "r in 

large plastic garbag~ pails. Fifty bags were added to 5 gal of CR-202, one 

bag at a time, while being thoroughly agitated with a broom stick until fully 

saturated. The bags were then wrung by hand, leaving enough chemical in the 

bag to do the job expected (Figure 118). The saturated bags were stored in 

plastic garbage pails with lids. 

218. The objective was to install the waterstop materials into the hole 

in a continuous operation. The hole was previously cleaned and contained 

water only. A driller and four helpers were needed during installation. Two 

men were on standby to relieve as needed. Bags· were placed over the hole 

(Figure 118), one at a time, and a 20-ft N rod attached to drill line was 

allowed to free fall, taking each bag to the bottom of the hole. Tamping of 

the hole with the rod was done every seventh bag to remove voids. The driller 

had a marker on the drill line to indicate the bottom of the hole during "free 

falls'' and the N rod was brightly painted to assist in visual safety. During 

short breaks the N rod was allowed to rest on bottom keeping the bags from 

floating upward, but not for over 2 min since the bags would have bonded to 

the rod. The bags were placed to within 2 ft of the top of the hole. Two dry 

burlap bags were placed on top of the saturated bags and weighted down until 

~ll curing had taken ~lace. Later, the top of the hole was cleared of all 

CR-202 waste and capped with cement. 
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a. Saturating burlap bags with chemical grout 

h. SAtnrAtf'd h<l8 on t-op of dri11 hole a\vrl it ing 
insertion 

Figure 1 !8 Mixing and pla,__;ng operations 
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219. The amount of materials used will vary with the bag soaking pro-

cess, tlw amount of joint Jc->:•c·--·. and the degree' .f compaction in tLc hole. 

During instal Ja: .. :Lon, ]arge amounts of uncured CR-20L were pressed out of tl!e 

•\ and flowed · ;' o the river. Monolith j;,"nt L21/22 requirec' !178 burlap 

b-"'"-' ,, ":J 85 gal of CR 1 )1:. ''1::noli.th joim Rl8,' 

80 gal of CR~202. The pr1ce nl a 5-gal can of Ct-202 in March 1982 was 

$365.75. 

220. The new waterstops reduced the leakage into the lJ.eries by at 

least 95 percent. Photographs of the leakage before and after waterstop 

instalJation are shown in Figures 114 and 119. 

221. Tlle dam is located on the Guyandot Ri.V'c'l. in Mingo and Wyoming ·~oun'" 

ties, approximately l mile northeast of Justice, W. Va. The 310-ft-high 

~maximum) rolled, random rock-fill dam has a reinforced concrete facing (Fig

ure 120). R. D. Bailey Dam is a unique water-retaining structure in that it 

was designed to accommodate large volumes of seepage without affecting proper 

and safe functioning of the structure. 

l''gure 119. View ot r,oJfth joint R18/19 af: 
installation or ~aterstop 
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222. Filling of R. D. Bailey Lake began in February 1980. On 1 May 

1980 seepage outflow reached a recorded maximum of 13 cu ft/sec with the 

reE:ervoir pool at el .. \:;U.or: 1,058.5 ft, 23.· ft above seasonal poe]. The out

flow •,.. '·.y, indicating no ;.:;;;~nificant movement of snlicls. The outf1·~"•' 

with pooi. ·vation at 1,035 ft lH :.r 

about 5.5 cu lt/s~ ~n early October 

··ed from 10 cu ft/ 

Subsequent L 

late July t 

nPrn:a J vJinter draw-

dl'v:n, outflow remained constant at approximately 5 cu ft/sec with a pool ele

vation OJ l,012 ft. Seepage estimates prior to ~npoundment indicaL2 ~rase 

flow of approximately 1 cu ft/sec. 

223. Because the volume of seepage outflow during the initial filling 

the lake was greater than that anticipated after reaching FuLL pool, it was 

decided to inspect the tac~ slob joints and the joint between the face slab 

and the toe bJ.;cks (perimeter jo~id) for possible po::>ts of seepage or dii. 

ential settlement. Several methods of performing the inspLction were consid

ered including: (a) using divers with an underwater video camera, (b) using a 

video came1a mounted on a c~rt guided by ropes from the concrete face, and 

(c) unwatering the lake. 

224. In an effort to avoid unwatering the lake, the underwater methods 

were attempted. The least costly method initially selected was a video camera 

mounted on a cart, using a remote monitor. A camera, monitor, and technician 

were furnished by the Nashville District to assist in this effort. Two trials 

of lowering the cart along the vertical joints were made; however, viewing of 

the slab joints was unsuccessful due to the silt deposits on the face slab. 

The next underwater method consisted of divers using the camera to minimize 

stirring of the silt deposits. Arrangements were made for a military diving 

team from Ft. Belvoir, Va., to perform the inspection in March 1981. 

225. The initial procedure was for tl1e divers to use a video camera to 

inspect all joints and for their supervisor to view the remote monitor for 

indications of seepage. Because of the deposits of silt en the face slab, the 

slightest movement of the diver would cloud the water with silt, which pre

vented viewing on the monitor. Therefore, this procedure was changed to have 

the divers clean the joints and use their hands to check for flow through the 

joints. If flow was felt, as indicated by suction, the underwater video cam

era was then used to verify and record tl1eir findings. This revised procedure 

produ•· acceptable results and was used throughout the remainde~ ~f the 

inspection. 
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226. Efforts were limited by: (a) the length of time a diver could 

spend from the moment of entering the water until returning to the surface 

(approximately J(; min when diving to dept,•s of 120 ft), (b) turbidity of the 

1<-i : -v;hich prevented '' ''' observation, (c) silL deposits (4 l.iL :;ome 

areas). •• ·1 (d) lui\' water L .. ":. r:1ture (about 38"' f) .. 'dch numbed the d · ·''='':·s' 

hands despite the heavy gloves l.i.·· v!Ore. It should u~. noted that because · 

the numbing cold, the divers may not hav(: detected seepage areas Hhich were 

f:>mall and exhibited less "suction" (flow due to differential head) than those 

which they ;·pported. 

227. All of the vertical joints in the face slab and the perimeter 

joint below elevation 1,012 ft were inspected by the divers with the following 

result t• • 

A seepage area ,.,;c; s identified wh:L 
the vertical jo .... , ·<~tween lanes L 

tion 904 ft. SucLlon was slight. 

\•.?"l:lS about 
2 at 

6 in. }0'1)~ i.n 
about ele. ,, 

p. A seepage area was identified 5;; the perimetc .. ' extending 
from the middle of lane 16 to lane 18. The elevation of this 
seepage area varied from approximately elevation 920 ft to 
elevation 975 ft. Suction was quite strong at several iso
lated points. Also in this area the face slabs had settled 
about 6 in. at the intersection of lanes 16 and 17, and the 
toe block (Figure 121). 

c. A small section of the face slab, about 3 ft long and 1 ft 
wide, at the offset in the joint between lanes 16 and 17, was 
broken and depressed about 4 in. Suction was moderate. 

d. A small spalled area of concrete, about 1 ft long and 6 in. 
wide, was identified along the perimeter joint at toe block 49. 
Suction was slight. 

228. The divers attempted to seal the seepage areas by inserting manila 

rope in the joint and covering the joint with 5-ft-wide plastic sheets. To 

determine the extent of seepage reduction, readings below the dam in the seep

age collection structure were taken before and after the sealing ~ffort. 

These observ2tinns were inconc.lusive due to increasing pool levels and precip-

itation immediately following the scaling effort. 

229, A Task Force was formed in April 1981 to investigate the seepage 

through the dam face slab. Specifically, the Task Force's objectives were to 

investigate the causative factors leading to the seepage, determine their 

effects, recommend remedial measure:~, and evaluate the :impact of such measures, 

The Task Force concluded (US Army Enginet:l District, Hunting!.:on 1981) that the 
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Figure 121. Displacement between face slabs and toe block, R. D. Bailey Dam 

most probable cause of the distress was consolidation of the fillet material, 

aggravated by the introduction of water, under head, into the fillet zone. 

Potential entry paths for the water included (a) a known discontinuity in the 

waterstops, (b) defective or damaged waterstops, (c) a defective cutoff wall, 

and (d) waterstop failure due to excessive consolidation of fillet material 

upon application of load. Considering the condition of the distressed area of 

the dam together with the performance requirements, it was also concluded that 

the dam was functioning as designed and that there was no cause for concern 

for either rapid or progressive failure. 

230. It was recommended that a mixture of concrete sand and clay be fed 

into seepage areas to fill any voids behind the face slab and cover the dis

tressed areas. This was accomplished in December 1981 by lowering bags filled 

with the sand and clay mixture down the face of the dam by a cart and having 

divers empty the bags in the distressed areas. After the mixture was placed, 

no flow through this area could be detected. 

231. A diver inspection in February 1982 detected a depression i 1 sand 

and clay material covering the distressed area; therefove additional mat .. !ial 
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was added. Diving inspections of the entire dam face in November 1982 and 

1983 revealed no problems. In May 1984, the pool of record, 53 ft higher than 

the previous rr .. _-ord, was experi -•~d. Flow at . 1 . ~lection strucLure peaked 

Dt: 7. 5 cu ft/sec and decreased i>' 3. S cu ft/sec as the poul dropped dowu to 

su; -''('r levels. 

Applegate Dam 

232. App1_egate 'iam is located j_;, soutin..Jest Oregon on Lne Applegate 

River about 23 miles southwest of Medford. The dam is a 244-ft-high, 

1, 200-ft-long zoned gravel emkmkment with a central impervious core. Princi

pal appurtenant structures include a g&ted, concrete gravity spillway on the 

left abutment and a regulating outlet t conduit, stilL<. basin, and fish 

fac; :1 i U es at the toe c-" t:1e left abutment. The oblong outlet c~,;,du it: is 9 by 

14-1/2 ft and 930 ft long (Figure 122). A 20-in., 70-oz copper waterstc'fJ is 

located in the center of the 4-ft-thick reinforced concrete walls at each con

traction joint. Construction was completed in 1980. 

233. During the 20 May 1981 periodic inspection, significant leakage 

was observed through three joints in the regulating outlet conduit. Leakage 

at joint 15/16 was reportedly flowing at 3-5 gal/min from near the upper left 

side of the joint. Water was assumed to be flowing from the foundation rock 

along the joint to either a break in the waterstop or through a zone of porous 

concrete around the waterstop. Impervious core material is in direct contact 

with the conduit in this area (Figure 122). The potential for erosion of the 

core material was felt to be serious enough to warrant immediate repair. 

Leaks at the other two joints were located under the cobble and boulder zone 

and were not considered a threat to the integrity of the embankment. The 

District Hydrology Section recommended that repairs be made between 1 and 

12 June. This time frame allowed for tl~<. ;.r;t flow and temperature conditions 

when diverting water through the fish/water supply pipe. 

234. Repair procedures called for core drilling two 1-1/2 in. hoJes 

near the bottom of the conduit with one hole on each side of the conduit. The 

characteristics of the water source were to be determined from these holes 

prior to grouting. Grout ~vas to be pumped through the two drill holes into 

the contraction joint behind the waterstop and allGwPd to vent at the l~ak 
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Figure 122. Regulating outlet conduit elevation, Applegate Dam 



235. US Army Corps of Engineers crews began mobilizing on Monday, 

1 June, and were ready to enter the conduit at the beginning of shift on 

3 June. Two holes ~;;ere drilled, as shown in Figure 123 a'1d 124, and the con

duit was made ready for the grouting contractor. Measured flu~ ~rom the drill 

holes We. 12.5 (;nd 8 gal/m::_, !:or holes land 2, respecLJvcly. Flow t1. '~!Lh 

the leak with Lot-h drill holes U uvang vms estimatea ,,, :2. ~ gal/min. 

236. A sup, Jv contract for groul!ng services was awarded to GELCO 

Grouting Services of SaJ em, Oregon, for $5, 000. The specifications re;:uired 

the cont1actor to seal the leak using a grout that would be permanent, flexi

ble, and watertight. The contractor elected to use a hydrophilic polyure1narte 

gel (CR-250) manufactured by 3M Company. Set time for CR-250 alone was 

reported by the contractor to be 1.5 min or less depending upon the tempera

ture of the material. 

237. Prior to entering the conduit, 250 ft of J;i-in. hose was addeu to 

the 500 ft of hose normally used for grouting. The additional hose was 

described as slightly permeable to air and water. The grout house was pre

filled prior to the contractor's entering the conduit at about 9:00 a.m. on 

4 June. 

238. Packers were placed in each of the drill holes. Hole No. l was 

fitted with a quick connector to accept the grout injector, and hole No. 2 was 

fitted with a valve to control flow. After the injector was connected and 

pumping commenced, Celite filler which had been added to the water side was 

transmitted to both the leak and to drill hole No. 2 within seconds, but the 

grout material did not appear. Pressure at the injector remained low after 3 

or 4 min of pumping. CR-851 was added to increase the set time. After 

several minutes of pumping with pressure at the pump and low pressure at the 

injector it was discovered that very little grout was being injected and that, 

because of the high pressures, a coupling had begun to leak. Total loss of 

grout at thf coupling was less than 1 gal. The contractor discovered that the 

250-ft section of hose was too permeable and that the grout was taking on 

water through the hose and was beginning to set up. Sufficient grout had been 

pumped into hole No. 1 to partially seal it. The grout hose was removed from 

the conduit and repaired. 

239. Grouting was next attempted at hole No. 2. Very little grout was 

injected before the pressure began to rib0. Injection ceased after pressure 

at tLr injector rose to 100 psi '~<lith no flow, indicating the hole W<-L ~>lugged 
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Figure 124. Section through grout holes 1 and 2, 
Applegate Darn 

off. It appeared that the initial injection had sealed the lower portion of 

the expansion joint; therefore additional holes would have to be drilled in an 

effort to get grout to the leak. The contractor was asked to attempt to drill 

into the expansion joint with his hand-held impact drill using a 5/8- by 

32-in. bit. The first hole (No. 3) was drilled halfway up the right wall 

(Figure 123). This hole produced some jelled grout and a minor flow of water. 

Drilling was then attempted at the midpoint of the right side of the crown. 

The first hole (No. 4) entered the contraction joint inside the waterstop. A 

second hole (No. 5) was attempted which hit rebar and was abandoned. A third 

hole was started (No. 6) and after drilling 18 to 20 in., grout fragments and 

water were seen corning from hole No. 4 and the right side of the roof area; 

therefore, the hole was terminated. Within a few seconds about 8-10 gal/min 

of water was flowing from the new leak in the roof. 

260. The next grouting attempt was through hole No. 3. Water with 

Celite was injected into the hole at about 45-50 psi for 5 to 10 sec and then 
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allowed to drain. After surging the hole several times, good communication 

was made wi t:h the leak on the ,·ight side of the roof. Grouting began and tle 

pressure at tit, · ,_; ·rtor was maintu""J" ,; M: less than 5() ;~c;i_, Grout was noted 

flowing from the expansion joint near the j ·1vert after groutin? for abont a 

mlL Lt could not be . c:: ined where tht: grout 1.,;;:;s flowing througl, the 

waterstop. The prout began setting up in the expansion joint at the invert 

and progressed np the right wall to about 6 in. above the ,-', 1 .-."t'l",.., .,_ -r f'\"r"\ 
-- J_ c:: vaL _L\Jl! of inj ec· 

tor. At that point the pressure began incLe&sing at the injector. The pres

sure was allm..red to increase to 80 psi before the pumping rate was decreased. 

Pumping continued at a reduced rate for a short time before the pressure began 

to increase. Tb· pumping rate was left constant and the pressure was allowed 

to increase to about 120 psi at which poinL tl 1 e pressure dropped to 40 psi and 

grout was noted flowing frnrn the leak on the right side of the roof. A con

stant pumping rate was maintained and 3fter about l min of pumping, the ~- ~k 

un the right side stopped. Shortly theieafter the water drip in the center 

stopped and then the leak on the left stopped. At that time the leak on the 

right started again and after about a minute stopped. Grouting continued for 

another few minutes with completion at 2:50p.m. 

241. A total of 52 gal of grout were pumped, of which 8 gal remained in 

the hose. If it is assumed that the contraction joint outside of the water

stop is full of grout, then approximately 30 gal of grout were injected into 

the joint. Between 10 and 15 gal of grout were wasted. The contractor 

patched the drill holes and two shea bolt holes with "octocretc" described as 

a high-strength concrete patch. Patching and demobilization of the conduit 

was completed at 3:00 p.m. The grouted joint was inspected at that time and 

the joint was free of any leakage. 

that: 

242. Based upon observations made during the repair, it was concluded 

a. The leak was the result of water running around the waterstop 
and not through it, possibly due to minor honeycombing or poor 
contact between the waterstop and the concrete. 

b. The source of the water was from the lower left side of the 
conduit and was probably relatPd to concrete in contact with a 
shear zone. There was no indication that any of the flow was 
originating frr)'' the portion of the coud.F it which is in 
contact with the core. 

c. The h:akage source had a total capacity of c.· 1 '' 30 gal/min 
with a heRd of about 50 psi Pt m~ximum pool. 
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d. Little if any grout entered the fractured rock. 

e. The use of chemical grout to seal the leakage into the conduit 
was effective. 

243. Dur"' ;: tl1 June 1984 perlodic jnspection, leaks were observed at 

including jujnts 15/16 and 12/13. Although 

joinL 15/16 had been repaireci previously, concen;s <J:ont possible CHF'';-, of 

the core we, ~;till valid. Leakcq;e through the joint cLdng the inspectiou 

was estimated at: 1 2 gal/min at a SJ:''"' :c!lout 8 ft up the right: wall and 

gal/min through a l/2-in. drill hole (used in previous grouting efforts) 

located 18 in. upstream of the joint and halfway bet\,Teen the crown and spring 

line on the right side. US Army Engineer Division, North Pacific representa

tives at the inspection recommended that a repair be conducted within 60 days. 

1 !4. A contract was aw&~dcd to GELCO Grouting Service, Salem, Oregon, 

and repa.irs were begun on :2~1 ,n. j 1984. FourteeL lwles \.rere drilled aro;'nd 

the perimeter of the conduit to intersect the contraction joint outside of the 

waterstop (Figure 125). The holes were 5/8-in. diameter and drilled with a 

Rot:ohammer drill. Flow through the holes varied from 0 to 5 gal/min, with a 

total flow of 15-20 gal/min. The system was open, because the contractor was 

unable to take pressure readings at any of the holes. Also, plugging one hole 

would cause an increase of flow at other holes. 

245. Grouting was started on 26 July using a hydrophilic polyurethane 

gel (CR-250). Grout was pumped into three of the drill holes, starting at 

hole No. 5 (Figure 126). Grouting at hole No. 5 and 2 apparently plugged 

those holes but did not fill the joints behind the holes because of flowing 

water. Hole No. 3 was successfully used to plug all the leaks, because a very 

fast-setting accelerator was used to shorten the set time of the grout to 

approximately 5 sec. 

246. All holes were redrilled on 27 July. Hole No. 2, 12, 10, and 11 

were leaking very small quantities (approximately 0.5 gal/min maximum) of 

water after redrilling. The grout formula was changed to a setting time of 

3 min. Hole No. 2 water pressure \JaS measured at 50 psi when it was the only 

hole flowing. Hole No. 2 was used for grouting with the slow-setting grout 

which was pumped at up to 1-1/2 gal/min. Total grout take was 20 gal. Pres

sure at the pump ranged from 95 to 145 psi at the start of grouting (2:50 p.m.) 

compared to 110 to 150 psi at completion of grouting (J:L p.m.). Total gr Jut 

pressure at the hcle was 60 psi. Hole No. 13 and 14 were drilled to confirm 
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the repair. No grout was taken at either hole at the full pressure of 60 psi. 

Grout •,;as encountered when the hole was drilled r brough the contraction joint. 

All grout holes were plugged vli t :. : nrtland cement grout, ~1ost holes were 

r,:h-illed to 1- /1;-·iP, o:',c1meter to .Llow drypacking. 

On 28 JuJy, seven holes were cri.Jled at joint 12/1"; with the 

5/8-in.·-diarneter Rotohamnlt'!" (Figure 127). Hole No 

largest flmv pr·d :·:-eatest pressure prior to groutir1b e>f any of the drill holes 

in either joint. g~J0 No. 4 was gruutci! irst. Pump pressure built up very 

•3pidly and was at 240 psi after 5 minutes when grouting was SLn~ned. The 

grouting successfully stopped the slight leakage along this joint. Prior to 

grouting hole No. 5 water pressure was measured at 90 psi. Hole No. 5 took 

10 gal of CR 250 g~out with no grout pres buildup. The hole was plugged 

after 5 min and it v• :']Umed the grout ''d vrnting to the gra.~ fill., An 

attempt wns made 

them. All hoL 

to grout the other holes but there was no take in ,,f 

·r~:ere backfilled v1:LU1 Preco Plug and the repair was comp1ete0 

at 8:30 p.m. on 28 July. 

248. A successful repair of the joints was achieved, but some difficul

ties were encountered with the drilling method used. Drill bits used to 

intersect contraction joints should be longer than 30 in. to ensure that the 

joints are intersected on the back side of the waterstop. In several in

stances during the job, holes were drilled at angles that either missed the 

contraction joints or intersected the joint and the waterstop. Intersecting 

the waterstop at hole No. 7 made it impossible to inject grout without grout 

leakage on the front side of the waterstop. Approximately 50 percent of the 

actual time spent within the conduit on this job was for repairing damage that 

occurred at hole No. 7. At other holes where no leakage occurred, it is pos·-

sible that th·" cc:Ltcaction joint was missed by the dd 11 hole, Rotohammer 

d iJl bits longer than 36 in. (30 in. avaiJable for drilling) are not avail-

abL To ensure interscc. , ug the contraction joint: at the proper ocnt:ion it 

would be IJecessary to use a larger type drill system such as an air ro 

CP-65. Although considerably slc>. and requiring a lGnRer outage of conduit, 

a high-quality repair job would be assured by using larger equipment. 

249. Water samples taken at joints 15/16 and 12/13 and at joint 4/5 

upstrew:: ·'- t}, core area were ·: 'ar and no suspenrlrd .<eolJds could be 

detected. Wale.: ' o:nperatures meast,; t:'cl during the repc operations were 44 

c:< 45° Fat joints 6/7 _snd 1.5/16, respectively~ 
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Figure 127. Section at joint 12/13 looking upstream, Applegate Dam 
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250. Leakage of 1-3 gal/min was noted at several joints when the con

duit was inspected in June 1985. However, there was no leakage reported at 

joi_Lc. 17113 and 15/16, which were chemicalL grouted in July 1984. 

Ric: ... , B. Ru::sell Dam 

7r:1. The Richard F. Russell Dam is a concrete gravity structure with 

earth embankments located on the Savannah River bet ,c,~en Georgia and Suuth 

Carolina (Figure 128). Its 32 monoliths include a 599.5-ft power intake sec

tion for the eight power units, a 590-ft gated spillway section, and nonover

flow and transition sections totaling 694 ft. An upstream elevation of the 

dam, with t·":;ical sections through the power intake, spillway, and nonoverflow 

sections is shm·m :i.n Figure 129. Jnternal face and joint drains have been 

emphasized on this drawing. Selected typical horizontal cross sections at key 

locations and elevations are shown in Figures 130 and 131. These figures show 

the locations of the face and joint drains in relation to the dam face, con

traction joints, waterstops, and other pertinent features. 

252. Throughout calendar year 1982, some water leakage was detected in 

the face and joint drains flowing into the inspection gallery of the dam. 

This leakage occurred with the reservoir at very low levels, generally between 

elevation 330 and 350 ft. Flood-control operations at the upstream Hartwell 

Dam during the period 27 December 1982 through 14 January 1983 raised the 

Russell pool to elevation 381 ft on 31 December 1982. This was approximately 

20 ft above normal and was the highest elevation reached since second-stage 

diversion in January 1982. Between 29 December 1982 and 14 January 1983, the 

lake fluctuated between elevations 365 and 381 ft. During this period, sig

nificant leakage through the concrete dam was detected. 

253. In view of potentially unacceptable levels of leakage, a two-phase 

plan was formulated to quantify and to deal with the leakage problem. Phase I 

would include all preventive repairs possible prior to filling the reservoir. 

Phase II would address any leakage repairs required on an individual basis 

after reservoir filling. The final plan included the following events: 

a. Raise the pool to elevation 400 ft and quantify the rate of 
leakage. 

b. Develop and execute tests to determine the location(s), 
cause (s), and correction (s) for t~1' leakage. 
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c. Make initial test repairs based on leakage tests. 

d. Raise pool to e~ev~tion 400 ft again in order to determine the 
effectiveness of iniLi2l test repair. 

e. J.:,I , r i additional tesU_ng if ,"equired. 

f. Make Phase I preventive lec.u_,t ge repairs to the daft' , - 3Pd on 
the testing and the effectiveness of initial test repitirs. 

Investigation 

Make final Phase li re~airs as required to 
areas after raising reservoir pool level. 
additional testing as required. 

isolate leakage 
Also conduct any 

25~. The sluice gates weic closed on 10 February 1983 and the lake 

allowed to rise from elevation 368 ft until it reached elevation 400 ft on 

20 February. Detailed measurements of leakage flow were made bv District 

personnPl throughout this period (US Army Engine'' District, Savannah 1985). 

Results of the monitoring indicated that at elevation 400 ft, total leakage 

through the concrete dam into the galleries flowed at a rate of approximately 

600 gal/min. Projections at full pool (elevation 475 ft) indicated a probable 

leakage rate in excess of 3,000 gal/min. When compared to flows of similarly 

constructed projects, the projected Russell leakage rate was considered 

unacceptable. At elevation 400 ft, a total of 15 face and joint drains ex

hibited flow rates equal to or greater than 10 gal/min with a maximum rate of 

90 gal/min. These drains were located throughout the structure; however, the 

majority (nine) were located in the power intake section. 

255. Since measurements indicated that less than 10 percent of inflow 

was coming from the foundation drains, it was concluded that foundation grout

ing was adequate and that foundation drainage was within acceptable limits for 

the reservoir hydrostatic head. Therefore, remedial measures should be 

directed at the c0ncrete dam for control of the leakage. 

256. It was evident from the outset that detailed testing would be 

necessary to help determine the location(s), cause(s), and cure(s) of the 

leakage. The specialized types of testing that were developed and conducted 

are described in detail in US Army Engineer District, Savannah (1985) and sum

marized below. 

257. Preliminary smoke test. Tests were conducted in the dam galleries 

during March 1983 to evaluate the feasibility of using smoke to detect leakage 

paths between the gallery drains and the face of the dam. Smoke was generated 

using military smoke canisters and was injected into preselected face drains 

181 



with compressed air. Various colors of smoke were used with limited results, 

due to the fact that the interior openings in th~ concrete were damp a11d the 

smoke di' r•ot travel as well as , >pected. However, • t was established tJ,Bt 

there were intl'l('onnections between face drains and joL ···,,ins, between dit 

ferc;! 1 face drains, and ; t11een face drains anci the upstream fA.ce of the dam. 

Smc~e was observed coming out of several contractio11 joints on the upstream 

face of tile dam. Also, the smoke odor was noted in the open joint drains at 

the top of the darr :·,d in the recess•' for the intakes. ,·: • .c·se preliminary 

smoke tests, although somewhat limited in scope, established that there were 

openings in the concrete. These results set the stage for the design of addi

tional physical test methods. 

258. CornprRsse<,! air test. The purpose of the air test was to eliminate 

from further testing the drains that wer~ •·nt suspected of leakage and to 

identify the drains that had probable major leakage for more intensified test

ing. This test was chosen to precede the following tests because of its short 

set-up time and fast operation. The test involved sealing the bottom of the 

face and joint drains, sealing the top of the joint drains, piping compressed 

air into a face or joint drain, and measuring the amount of air flow necessary 

to maintain a constant pressure within the drain. The compressed air test 

equipment was configured as shown in Figure 132. The air test performed on 

Richard B. Russell Dam was successful in eliminating 38 percent of the 

182 drains from further testing. Most of the drains eliminated were in the 

nonoverflow sections of the dam. The test also showed, because of the inter

connection of drains, that the horizontal lift lines had voids that could 

possibly reach to a vertical contraction joint and the face of the dam. 

259. Detailed smoke test. The smoke test was developed to help deter

mine leakage locations after the air test established the drains with signifi-

cant air loss (in excess of 200 cu ft/min). The intent was to construct an 

apparatus which would safely contain or be connected to the smoke-generating 

device, while allowing the output to be discharged under pressure. Numerous 

pyrotechnic devices were custom manufactured for this test with various 

colors, burn rates, and discharge temperatures. The device finally selected 

was manufactured by R. T. F. Enterprises of Marshall, Texas, and was manufac

tured in a cylindrical form with an outside diameter of 6 in. and a length of 

14 in. It was designed to be elc~trically detonated, to burn for 5 min, and 

to produce a violet-colored smoke while operating at a temperature of 350° F 
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or less. Once the pyrotechnic device was selected and operating conditions 

determined, a container with an appropriate piping and valving system was 

"E,sembled. The air test was being conducl~ed in monolith 26 when the smoke 

~~ •jpment was ready and operational. Because of the logistics of moving 

equipment and the urgency of ccm~Jeting all tesL:;, it was decided to start thr 

smoke test in this area and not - ,; cmoliths 9 or 10 ,;;,(:u· the initial smoke 

test was accomplished. No visual smoke was produced on L;.c dam face during 

the tests in monoliths 26 and 28. However, ~l1e smoke odor was detected on the 

downstream side of monolith 7.6. The joint drain between monoliths 27 and 28 

was tested tc confirm that the smoking operation was working as designed, and 

purple smoke billowed out the top of the drain. After several more unsuccess

ful attempts using the face drains, it was decided to forego further smoke 

testing. The equipment had worked as designed; however, due to the raising of 

the pool to e1evation 400 ft, ti1'- interior voids were either damp or contair:eJ 

trapped water, thereby filtering the particulates out of the smoke. In retro

spect, the smoke test may have been successful had it been conducted prior to 

the raising of the pool. 

260. Infrared test. This test was conducted using an Inframetrics 

infrascope which had a temperature sensitivity of 1° C. In order to obtain 

such sensitivity, the instrument was cryogenically cooled using liquid nitro

gen. The camera, with a telephoto lens, was installed in a boat, and several 

passes were made across the upstream side of the darn. The results were video 

recorded and "colorized" later. The first pass occurred at approximately 

9 a.m. and depicted significant temperature differentials which represented 

the porosity of the darn as the moisture exuded from the surface. This ideal 

climatic condition lasted for approximately 2 hr. Regrettably, while later 

examining the tapes, it was discovered that a malfunction in the cable had 

negated the recording. A second test was conducted later in the day. How

ever, the second test was not very successful since weather conditions, par

ticularly wind, had transformed the darn surface to a uniform temperature. 

Further testing was not carried out because of (a) the success of the water 

test, (b) the elaborate logistical support required for the system, and 

(c) the requirement for near-ideal climatic conditions to achieve meaningful 

results. 
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261. Water test. The water test was performed on drains which, accord

ing ~o the results of the air test, had the greatest potential for leakage. 

The purpr•r:(' of the water tesL -,,ras to attempt to c:lctermine the locc,· _:on of the 

seepage. : •-e water test consisl:c,-: c: sealing the botLm,. of the drains wjth 

packers and tlwr- f:" lling the drains wi tll green water in jr,.,:reme11tal steps. At 

ench step, the flow 1 ,_ ;·. i_ red to hold water at tLa t given level was mcu.sured. 

Concurrently, a video camera team was suspended over the side of the dam to 

observe anC LO record evidence of leakage, noting locations and elevations. 

The water test equipment was configured as shown in Figure 133. Almost all of 

the leakage, as observed from outside the darn by the camera crew, occurred at 

the contraction joints. This leakage ranged from a mere trickle to a steady 

stream squirting several feet frc'" •-h., face of the darn. In some cases, 

leakage was obsn-vecl from these joint.__ on the downstream fe1ce s well as the 

upstream face. On occasion, leakage was also o:,:_ rved at: lift 1 ines, the 

area a1cund the intake gates a~d penstocks, as well as at cracks and joints in 

operating and inspection galleries. Video recording of the water test, using 

a 12-power zoom lens, provided the most revealing and successful data regard

ing the exact locations of leakage on the face of the dam. However, this 

method obviously could not document the internal voids and leakage paths indi

cated by the testing. 

262. Pulse echo test. The entire concrete dam was tested using the 

pulse echo technique in an attempt to reveal internal anomalies. This test is 

based on the principal that as mechanical energy (sound waves) passes through 

a medium, a portion of the energy will be reflected if changes in density are 

encountered. These changes in density can be the opposite side of the struc

tural member or internal discontinuities such as cracks, voids, and honeycomb. 

These tests indicated that there were honeycomb, or void, areas of concrete 

located approximately 15 to 20 ft inward from the face of the power intake. 

This defective concrete was on the lower side and bottom of the intake open

ings of all eight power intake monoliths, with monoliths 8 through 13 being 

the most severe. This defective concrete was at the approximate elevation 

where test data indicated the leakage entered into the drains. No suspect 

concrete areas were located in the concrete above the power intake openings or 

e~scwhere on the upstream face. It is felt thHt if this test had employed 

more current technology (such as an electronic hanunc:r rather than a meck:n>i ca.1 

hammer along with other methods of modulation and tone generation), the 

185 



/ 
/ 

'i:.r.Y 

4 0 HOSE 

,-AC[ DRAIN-· 

I 
d I 
IF~nl 
I~ I i II 
I
• tl 1 

,I II 1 

1
: II II 
L_.~t~d· 

. ... I 
lr"'lF" 

I
I II 1.

1 

1 II I 

I
I II I 
1 II I 
bJLJ --,--

I 

I I 
I /1 
I I 
I I 
I I 
I I 

' I 
I 

I ----- GtOBE VALVE FOR 
MANUAL CONTROL 

.,___ I I tL (l I 

-~·---~---1 ___ 1 

40 H.P ELC' Tf<fC 
MOTOR 

FLUORESCENT DYE 
STORAGE TANK 

ELECTRIC MOTOR DRIVEN 
250 G.PM.-138 P.S.I.G. PUMP 

INSPECTION 
BLOCK 19 ---· 

I 

SUMP 

JOINT 
DRAIN 

Figur(~ 133, Schematic of 1vater test equipment, Richard B. Russell Dam 

186 



results could have been computerized for enhancement and a three-dimensional 

plot of the dam developed. However, since this test was less refined, it did 

not lend itself to vide 1:Lsp1ay and was valu:"1'1" jn detecting o,·J very large 

anomalies (·r;; Army Engineer District, Savannah 1985). 

263. _:_'_t~~~<:_sonic pulse ve.L< ~; ': _ t~sts. This inveetig;• · -: O'l was accom-· 

plished by placing a transmitter of ultrP~0 I~ energy insid2 :)perating 

gallery. A matching receiver was placed at varying elevations on ·~e upstream 

face of the dam and readings taken from within the gallery. Any interruption, 

scatter, or discontinuity of the signal would indicate poor-quality concrete 

(cracks, honeycomb voids, etc.) between the two instruments. The known posi

tl.ons of the instruments were then used to help determine the location of the 

anomaly. Some defective areas of concrete were located in seven of the eight 

power intake monoliths, Six of these defective concrro. areas were at eleva

tions where the leakage data indicated flow entering the drains, This inves

tigation had some limitAtion due to the lower elevation of the transmitter 

with respect to the higher elevations of the receiver on the upstream face. 

Also, the configuration of the power intake and penstock opening restricted 

placement of the exterior receiver. However, the tests were considered suc

cessful because they confirmed poor concrete in the areas of high leakage. 

Approximately 14 percent of the signal paths indicated some problem area 

concrete. It was concluded that, overall, the concrete was of good quality 

and that the structural integrity of the concrete darn was not affected by the 

minor areas of poor concrete detected. 

264. Based upon a careful study and analysis of the construction his

tory, visual observations, and the extensive testing previously described, the 

following conclusions were reached: 

a. Most of the face drains experiencing significant ]Pakage were 
adjacent to vertical monolith contraction joints. These face 
drains were also generally in the latter monolith of any given 
two monoliths. This would tend to indicate some difficulty in 
placement and/or consolidntion of concrete material in the 
second monolith (Figure 134). From this and other correlative 
data, it was concluded that water was entering the vertical 
contraction joints and traveling horizontally along lift lines 
and/or honeycomb voids to the face drains. The flow was also 
traveling around the contraction joint copper waterstops and 
in~(; the contraction joint drains. 

b. Most of the leaking drains~. 
section ui Lhe concrete darn. 
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Figure 134. Poorly consolidated concrete adjacent to face drain, 
Richard B. Russell Dam, July 1980 

indicated that most of the leakage was entering the penstock 
intake opening areas at approximately elevation 380 ft. 

c. An analysis of concrete placement and construction by a dam 
construction investigation team noted problems in placing the 
concrete in these suspect areas. It was thought that support 
steel frames for the power intake which contained embedded 
metal may have made concrete placement more difficult, and 
therefore concrete consolidation was inadequate in these 
areas. 

d. A minor amount of leakage was originating from areas of poorly 
consolidated concrete on the upstream face of the dam. 

In summary, leakage through the dam apparently stemmed from one or more of the 

following: (a) underconsolidated concrete, (b) lack of bonding between lifts, 

(c) cracks, and (d) failure of waterstops. 

Corrective measures considered 

265. Two general approaches to stopping the leakage were recognized. 

One would be to seal the dam at its face to prevent inflow entry (i.e., 

elastomeric or epoxy coatings, joint seals, etc.). The Jther general approach 

•;auld be to pressure grout the leakage areas with hard grout. Specific 
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methods considered as potentially feasible plans for stopping the leakage were 

as follows: 

a. Coal fu•nace cinders - fol leakage areas below reservoir pool 
level. 

b. Elastorneric or ci•oxy coating - for sealing or covering over 
lift lines or othc::· ':11all leakage areas a' c.ve and below watP• 

c. Unc1erwater drilling anc; grouting - for leo.;~3ge areas below 
water. 

d. Concrete or epoxy cement groutin~ for local drilling or 
grouting into houeycornb or other leakage areas. 

e. Angle drilling and grouting - for local drilling or grouting 
into honeycomb or other leakage areas. 

f. Conventional drilling and grouting - for drilling and grouting 
into leakage areas from the top of the darn. 

f· Metal seals - Lu: cover over contraL: ion joint leakage areas. 

h. Plug drains - last resort. 

i. Combinations of the above. 

Initial repair 

266. Based on an analysis of testing, observations, and conclusions 

previously outlined, the following plan for initial repair was established: 

a. Install elastorneric grout seals at very low elevations on all 
vertical contraction joints between monoliths 3 and 30 to seal 
out leakage inflow from lower elevations. 

b. Install similar seals on the upper ends of vertical joints in 
the spillway section. 

c. Place full-length elastorneric seals in five of the vertical 
contraction joints suspected of causing the greatest leakage 
inflows. 

Locations and details of this repair are shown in Figure 135. 

267. A contractor specialist in the field of grouting was retained in 

May 1983 to begin application of the expansive elastorneric grout. An elasto

rneric, or soft, grout was desired due to expansion and contraction of the con

crete monoliths. A maximum opening or closing of approYirnately 1/4 in. could 

be expected for the power intake monolith joints. 

268. The low-level elastorneric grout was placed as low as possible 

(elevation 347.5 ft) on the contraction joint in order to prevent leakage in

flow behind the face of the darn from a lower elevation. This expansive 

elastomeric grout was grouted into the joirit from the darn face to the interior 

copper waterstop. Generally, the elastorneric seal was placed into the joint 
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vertically from elevation 347.5 ft to a lift height of 7.5 ft. Expansive 

elastomeric grout was specially selected for this job not only for its 

superior sealing qualities, but also because its elastic properties would 

·~wit to expand 2~d contract with the cot1crete movement at !he joint. 

:;r::o A permeable grout t' (TNJECTO) mannfaetured by De t:, i • :erica, 

Inc., vJa~; I;~ ·cecl into the "V" join,· and covered with n sealant. After tlw 

sealant hardened, grout was injecttu into the tube to seal the joint to elevz. 

tion 490 ft, or to the spillway crest in the spillway section. Thus the joint 

was sealed off at the bottom and up the vertical face for the full length of 

the joint. The joints at monoliths 7/8, 8/9, 10/11, 17/18, and 18/19 were 

thus sealed because test data indicated they were the cause of major leakage 

inflow. 

270. After test repairs on the five joints vere completed, the pool was 

again raised to elevation 400 ft to evaluate the ef~. · ~iveness of the rerHir 

The sluice gates were closed on 6 June 1983 when the lake was at eleva-

tion 342.1 ft. As the lake level began to rise, leakage was rneasured at 

approximately 5-ft intervals until the lake reached elevation 400 ft on 

10 June. The sluices were opened 11 June, and the lake was allowed to fall. 

The monitoring process continued through 15 June, as the lake stabilized at 

elevation 360 ft, with results as shown in Figure 136. 

271. The maximum leakage measured (292 gal/min) was less than one-half 

the leakage measured during February 1983 with the lake at the same elevation. 

Also, leakage into the drains near four of the five grouted joints was either 

eliminated or drastically reduced. Face drain 19a was not affected by sealing 

joint 18/19; this leakage was believed to be entering from below the bottom of 

the seal (elevation 347.5 ft). 

Phase I repair 

272. Based on the demonstrated success of initial test repairs, a con

tract was awarded in July 1983 for additional repairs to be accomplished prior 

to reservoir filling. All vertical contraction joints, except the two end 

joints on each abutment, were fully sealed as a precautionary measure. Seals 

~;.;rere installed upward to elevation 490 ft, or to the spillway crest in the 

spillway section. This was accomplished because the pool had been raised only 

to elevation 400 ft, leaving the area from elevation 400 to 490 ft suspect. 

A1so, the water and initial smoke tests had indicated some leakage potential 

from the dam fac~ and through vertical joints above elevation 400 ft. 
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273. Plans and details of the Phase I repairs are shown in Figures 137 

and 138. Phase I repair nrocedures, refinement rf the methods userl in the 

initial repa"r were as foliow:· 

a. rlsure the effect.· ;, .c:ss of the low--J..:.v,.1 grout seals 
il<ced during the init': l repair, a 4-in.--d-Lmeter hole was 
cored :into each seal neaJ: the bottom of the lift _ic nt. This 
horizontal uole extended from the dam face inward to poi ;i· 

4 in. beyond the ~irst waterstop. Also, an overlapping hole 
was drilled OL ~ach side of the vertical contraction join: 
hole to a depth of 12 in. All holes were filled with a poly
sulfide elastorneric. An examination of the concrete core 
removed during the drilling operation revealed th~t the 
original elastomeric grout did not expand and contract as 
hoped. The grout had been crushed and only a thin film of 
material was visible at the joint. 

b. A pr~meable grout tube was placed in thL v rtical contraction 
"V" joint and covered with a sealant (Figure 139). After the 
sealant harciened, the grout 'Jhe -~ms injected with a low vis
cosity, flexible epoxy to seal the joints. The injection 
grout used was a two-component system, Type IG-100, supplied 
by Prime Resins, Inc. 

c. The remainder of the "V'' joint was then filled with a polysul
fide sealant that was also spread 8 in. of either side of the 
joint. Before the sealant set, a stainless steel waterstop, 
20-gage thickness and 16 in. wide, was installed over the con
traction joints (Figures 140 and 141). The external waterstop 
was tied into the lower polysulfide grout core and extended 
upward to elevation 490 ft. Special attention was given to 
sealing contraction joints in the spillway section. These 
joints were sealed into the internal copper waterstops on the 
spillway crest as well as at the lower joint seals. 

d. Water pressure testing of the face drains indicated some minor 
leakage from small honeycomb areas on the dam face. It was 
decided that this leakage could be effectively controlled by 
sealing the surface in lieu of pressure grouting the areas. 
The affected areas were chiseled out approximately 1 ft square 
and 1 in. deep, coated with epoxy and, while still wet, filled 
with nonshrink grout. 

Phase II testing and rep~_:lE 

274. Phase I repairs were systematic for the entire concrete dam, but 

the plan for Phase II testing and repair was to aJdress any leakage areas on 

an individual basis. It was believed that any leakage after Phase I repair 

and reservoir pool filling would vary in type and location. Therefore, the 

repair methods would vary with the types of leaks. 

275. Some additional L~2t~n~ was requir~d l~ ]c(·ate the external leak

age areas into the concrete darn. The water dye test was made at any suspected 
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Figure 139. Permeable grout tube in the contraction joint being covered 
with sealant, Richard B. Russell Dam 

external leakage area to pinpoint the leakage. It was also determined that 

injecting compressed air into the drains from the inspection gallery would 

help locate the exterior leakage areas. This procedure required deepwater 

divers to follow the air bubbles down and mark the leakage area. These two 

methods were used with varying degrees of success to locate leaks on the 

upstream face of the concrete dam. It was generally believed that the leaks 

were located in the contraction joints beneath the bottom elevation of the 

stainless steel joint : c'aLs. There was also the possibility Lhnt lea]qge was 

coming around the stainless steel seals at the lift lines. 

276. .''c•veral leakage repa.i1 methods were devel l"cd that had been u~;eti 

with success on other dams to control leaking. They included the use of 

Silva-Cel wood fibers, cinders, and granula1· bentonite. The use of hard 

cement and soft chemical grouts to help repair and control the leaks was 

considered. Jl was also planned to use new types of underwater adhesives an~ 

poxies on the le,) _ ;r these materials JFC e to be benefic'-:1 

277, A waterstop of 11eet: rubber appro: tcly 2 ft wide was placed by 

divers . "r construction joj;J1 ;(1/] 1 in the area the stainless stc· 
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a. During installation 

-;;-

b. c,,,,,q .. Leted waterstop 

Fxternal wat( lop, Richard B. RusscJ I Dam 
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Figure 141, Un,;t:ream face of monel 'th joint with 
completed externel waterstop, Richard R, 

Russe:tl Dam 

\i:{terstop placed du1·jng Phase I repairs. However, the undeuu' ·: :>dhesive 

used to bond the rubber to the concrete failed and rhis type of seal was only 

temporarily effective. 

278. Ext:c;·J:nl grouting from the reservoir with an exprmsive elastomer.Lc 

'.Hit· was attempted nntract:ion joint J'5il6 lvhich was leal; :•!" a rate of 

apprn: 'rnately 100 galhnL·. T!d<; required d1 i · · ''" nccess holes L 

voir sick 

cf a hydrophilic i 'ethrn1e foam (31·1 
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280. Interior grouting wa~: considered the most effective way to con1. roJ 

the leakage at contraction joint 4/5 and face drain 15F" 
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eleva t:ion al :-~I h high leakage : u. v.re~s n1idway Ui.' t J! inspectiml gaJlc'· 

\.Vi-111 c Face draJ 11 \·Jh:l.ch leaked Cit. u·•c:.r a 100 gaJ/rnin OctuLc:c 1983, 
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281. There was some leakage around the penstock perimeter downstream in 

mon: 1 ith 14 when the !"'~;1 was raised to elevation 400 ft. It was decided that 

this could be controlled by gr:Juting the space he tween the penstock l '·· ·-;· nnd 

the penstock ir;teL'or near the ,,-_:-J where the liner ex:~ts the dam. A ser•r: 

of holes was u--' · -, :.•d .in the penstock , 6 ft from the ciuWllSlleam face of 

· h:· dam, and a "ring" _ ,- .5'rout was injecteci, A second grout ri.nr· was installed 

5 ft upstream from the first. There were a total of 24 holes drilled in this 

work. 

282. Inasmuch as the pool had not been raised above elevation 400 ft 

and the effects of completely filled penstocks were thus uncertain, it was 

decided to grout all penstock perimeters similar to that accomplished on 

monolith 14. This grouting should be effective in diverting leakage to 

respective face drains and preventing leakage at the penstotk exit. Both the 

regular cement grout ,, ,r] the expansive elastoweric grout, CG 5600, 1.,rere used 

to stop the penstock liner leakage. The expansive elastomeric grout was used 

where the cement grout was not effective in leakage control. 

283. Phase II repairs, undertaken while the lake rose approximately 

75 ft, reduced the leakage from approximately 950 to 350 gal/min. In addi

tion, it is believed that the repair also kept the leakage from increasing 

substantially as the pool was raised. Therefore, the repairs were considered 

to be an overall success. Regarding individual repair methods, the use of 

Silva-Cel wood fibers, cinders, and bentonite had no noticeable effect on 

stopping the leakage. Application of an external sheet rubber waterstop was 

only temporarily effective due to failure of the bonding agent. Underwater 

grouting from the reservoir side was very difficult and only partially effec

tive. The application of fiberglass-epoxy resin strands and patches on the 

exterior of the concrete dam under water produced very good results. Grouting 

from the gallery interior was effective, but it was difficult to keep the 

grout out of the drains. Two drains were clogged, one inte~tionally. 

Leakage monitoring 

284. Leakage has been monitored throughout the filling of the Richard B. 

Russell Lake. Total leakage has been monitored weekly by measuring the sump 

filling rates. The individual drain leakage has been measured by actually 

timing the filling of containers held below cRch drain. The individual drain 

leakage Q23Surements are approximate because of the difficulty in receiving 

all of the waLcr in a measuring contRiner. During the first winter following 
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repairs, a maximum leakage of 1,001 gal/min was recorded on February 20, 1985 

followed by a s~~ady decline to 131 gal/min on October 31, 1985 (Figure 143). 

In 1986, the maximum L'akage of 750 gal/m:In vms recorded on T<'p]..ruary 19. Con

tinued measurements and oLscrvations are planneo ;l,;·ough another wjnter cycle. 

Based on experience at other d~· it is believed tl:nt t1v formation of cal·-

cium carbonate will further reduce the leakage. 

Easton Reservoir Dam 

285. Easton Reservoir Dam is located on the Mill River near Easton, 

Conn. The concrete gravity structure is approximately 1,040 ft long with a 

maximum height of about 105 ft. New waterstops, designed to stop leakage 

through vertical monolith jointr. were installed in the existing dam during 

November and December 1983 by Structural Preservation Systems, Inc., of 

Baltimore, Md. These remedial waterstops consisted of a drille..:; hole along 

each joint filled with polyurethane foam grout. 

286. Sixteen 6-in.-diameter holes were drilled from the roadway on top 

of the dam to a minimum depth of 35 ft, or 5 ft into bedrock. The drill holes 

were located between 2 and 3 ft from the upstream face of the dam. Drilling 

was accomplished using truck-mounted and skid-mounted drills with a down-the

hole hammer. The hole was kept centered on the joint by withdrawing the drill 

every 5 ft and checking the alignment by visual inspection. This was possible 

because little or no water was present in the holes. The contractor had a 

downhole video camera on site to monitor the hole center if required. The 

drilling went smoothly and no extra holes had to be drilled. 

287. The grout used was TACSS Flex 44, a polyurethane foam with Envir

onmental Protection Agency (EPA) approval for use around potable water. 

Because of concerns about the grout being washed through the joint before it 

set, the grout was not pumped directly into the hole. Burlap was cut into 

24-in. squares and attached to a 1-l/2-in.-diameter plastic pipe on approxi

mately l-in. centers with the pipe through the center of the burlap squares. 

The pipe sections with the b~rlap attached were soaked in a long trough filled 

with the Flex 44 grout (Figure 144). The pipe was removed from the trough and 

after the excess grout drained off, the pipe was inserted into the hole (Fig

ure 145). The pipe sections were designed to fit tog~ther rapidly and lock so 

the entire 35-ft length of hole could be filled wi~J, the burlap and grout 
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Figure 144. Soaking burlap "Christmas trees" in polyurethane foam 
grout, Easton Reservoir Dam 

Figure 145. Installing 
"Christmas tree" in the 
drill hole, Easton 

Resc; voir Dam 

• 



before the grout started to form. This arrangement allowed for positive 

placement of the 1".:·, ttl and removal of the "Christmas tree, 1' if required dur~c,· 

installation, before the grout formed. . c. cause most of th~c: holes were dry, 

wat:'' '·'3S pumped into th,- hole ufter the "Cln istmas tree" was placed to ac:ti-

vate th form. The holes ~c 

r">ncrete plug. 

,apped flush with t·iJe road11ay surface 

Bagnell Dan1 

j_u a 

288, Bagnell Dam, owned and operated by Union Electric Company, is 

located on the Osage River near Osage Beach, Mo. The concrete gravity struc

tUlt: j E:' 2, 543 ft long and r:nnsists of a 511-ft-long power station, 570-ft-long 

spillway section, and two nonoverflow retaining sectio~s. US Highway 54 runs 

along the top o.:: 1:11e structure, The dam, containing 533,000 cu yd of con

rrete, was completed in 1931. 

289. In 1984, Union Electric contracted with Structural Preservation 

Systems, Inc. (SPS) to stop leakage between concrete monoliths of six vertical 

joints in the west nonoverflow section of the dam. Water from the reservoir 

leaking through the vertical drainage system could be seen (Figure 146) and 

measured in a dam gallery which runs approximately 83 ft below the roadway 

surface. These vertical drains empty into a large horizontal drain at the 

bottom of the dam. In addition, there are horizontal drains at each lift joint 

that feed into the vertical drains. On 2 April 1984, joint leakage ranged 

from 50 to 660 gal/min with an average flow for the six joints of 211 gal/min. 

290. A primary concern about the leakage through the monolith joints 

was increased uplift pressures that had been measured with piezometers. It 

was believed that this increased uplift pressure was caused by the flow in the 

bottom horizontal drain being at or near capacity. Therefore, decreasing the 

flow from some of the vertical joints would reduce the flow in the horizontal 

drain at the bottom of the dam, which in turn would reduce the uplift pres

sure. In order to stop the flow through the vertical joints, a waterstop 

system \,;'as designed using a drill hole lined with a rubber hose which was 

filled with chemical grout. Later in the design phase this was changed and 

eventually evolved into the two-component rubber sleeve filled with water that 

w2s actually used. 

209 



a. Joint 15 with hole drilled to a depth of 10 ft 

b. Joint 17 prior to 
drilling 

Figure 146. Leakage of joints 15 and 17 as seen in 
the gallery, Bagnell Dam 



Drilling 

291. Construction Drilling, Inc. (CDI), the: drilling subun,i i actor, 

began mob i 1-: :7 ing on 3 April 1984 T1w mobilization took about a day a11 a 

r<J ·1 f because i:Ldili';YOUS patches in the road~.;ray had to be planked and bridged 

over • a requireme;· .. ,.c ''he Missouri SL . ,, H' grr1-,ray Department, ,, J •1sed an 

Acb::r track-mounted driJ' · ig with many modifi<-at:Lons specifica.1 · for drill

ing witl! n down-the-hole hammer. Drilling was accomplished with a 6-in. down·· 

the-hole hammer, a type of rotary /percussion drilling equipPlent. The head of 

the hammer pounds as it rotates. At l.JO psi, the hammer is operating at 

approximately 1,000 blows/min. This rate varied'as the air pressure at the 

hammer changed due to depth and frictional losses. In addition to the down

the-hole hammer, a 6-in. core barn>l was used to obtain ' ,_,,<.rete core to 

verify joint location in the borehole. Drill hole locations <=re shown in 

Figln e 1!1 7. 

292. The first hole drilled was located at joint 15. The hole wa~ 

drilled to a depth of 10 ft 6 in. below the roadway. At that point, a video 

inspection was made to determine whether the borehole straddled the joint, and 

whether the joint detail existed, as it was anticipated. The upstream joint 

was readily verified at exactly 12 o'clock, with water intruding. However, 

the downstream joint could not be verified with the video camera so a 6-in. 

core was drilled and extracted. The joint could be clearly seen in the core, 

and as expected, the borehole was on target. The remainder of the drilling of 

the hole at joint 15 continued on target to a depth of approximately 60 ft 

below the roadway. At that point, the hammer drifted into the corner of the 

copper waterstop due to the poorly consolidated concrete adjacent to the 

waterstop. The borehole followed the copper waterstop down to approximately 

135 ft below the roadway. At 139 ft below the roadway, the borehole drifted 

off the joint altogether. 

293. The apparent wandering of this first hole was att1 10uted to two 

factors. First, the video showed that the concrete around the waterstop was 

fragmented and poorly consolidated. Since the theory behind the down-the-hole 

hammer is that it wjll follow the weakest plane, it follm.:ed the weakened 

pJ ane along the waters top. Second, there we ,, c;everal attempts to correct the 

align: (m.my from the Wdi dstop) which may have~ actually worsened t:hc 

alignment. 'Jhe drilling of the first hole was accomplished in 34 hr of c~ 1 L] -

ing; its final Lic~pth was 154.8 ft, e-n : ~- • ns completed on 14 !qwil 1984. 
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JOINTS 15 & 17 

INSIDE OF ./'1~ 

rARAPET WALL__-/ 

STAY IN PLACE 
FORM 2" x 2" 

JOINTS 19,21,25,29 

INSIDE FACE OF 
PARAPET WALL 

3" 

COPPER .t'f 
WA TERSTOP____./", 

;::ORANGE MARK ON WALL 

RANGE MARK ON WALL 

STAY IN PLACE 
FORM 2" x 2" 

TABLE 

JT# DIM"A" 

15 12-1/2" 

17 13-1/R" 

19 14-1 j!, 

21 11-1 /2" 

25 

29 

12-114" 

12-1 /4" 

UPSTREAM FACE 
OF DAM 

+------------'--- ~ HOLE 

Figure 147. Drill hole locations, Bagnell Dam 

294. The sec~~ hole drilled was at joint 29. The hole maintained 

aligrunent without any major problems. Water was not encountered until 58 ft 

below the roadway. The final depth of the hole was l~~-5 ft, and the drilling 

took 29.5 hr. The drilling of the sec<J;ld hole was completed on 18 April 1984. 

295. The third hole was drilled at joint 25. As with all other joints, 

the hul<~ vas drilled to 10 ft 6 in. and the joint rieudl inspected VJay of a 

6--in. core. At approximately 1·: • r 6 jn. from the ''··' surface, a large 
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void was encountered on the downstream side. The driller lost all circulation 

to the top of ,a hole; that is, nl] cuttings were g ::]own the vertical 

drains. The dri 1 
.. ,,~ was stopped at :)oint and the hol·~' :::c filled with 

3 ~t nf a dry pack cement grout. After a 3-Jay cure, the grout was cored 

through with a 6-in. barrel and drilling with tht:: down-the-hole harmntr c: 1 -

tinued. The renk_: 1der of the hole was ·JJ·illed without· :; l)' major problem. lt 

required 27.5 hr ('~ drilling to complete the 149. 5-ft depth of hole No. 3 at 

joJ.nt 25. 

296. Hole No. 4 was drilled at joint 21 beginning on 25 April l98LI. 

The joint was found to be as expected and the borehole on target at 10 ft 

6 in. below the roa<hTav. Water intrusion began at approximately 52 ft below 

the roAdway. The copper waterstop was encountered at approximately 110 ft 

below the roadway; however, not as much copper was expelled in the cuttings as 

at joint 15. The final depth of hole No. 4 was 151.5 ft, and the time of 

actual drilling was 25 hr. 

297. The fifth hole attempted was at joint 19. The drill was initially 

positioned 2 in. too far upstream, and a 6-in. hole was drilled at that loca

tion. At the 10-ft 6-in. depth when the core was taken, it was discovered 

that the hole was off the desired location. The drill rig was then set up 

over the design location and another 6-in. hole was drilled 13 ft deep. At 

that time it was realized that the joint detail did not exist as anticipated. 

An attempt was made to ream out the second hole to 9-in. diameter; however, 

this was unsuccessful and the hole was abandoned. The hole was backfilled 

with 3,000-psi concrete with a joint installed to coincide with the monolith 

joint. Fourteen hours were expended on joint 19. 

298. The sixth and final hole was drilled at joint 17, beginning on 

28 April 1984. The core taken at 10 ft 6 in. showed that the joint detail was 

only offset 1 in. as opposed to the 3-in. offset anticipated. The hole was 

reamed to 9 in. and the 6-in. c;;:,I·JD-the-hole hammer centered over the joint. 

Heavy water intl ~sion was encountered at 65 ft, and a slight amount of copper 

was expelled with the cuttings at 115.5 tt The final depth of the hole was 

154.5 ft, : ,,c] drilling was completed in 17 hr. 

299. After the holes were drilled, they were thoroughly flushed and a 

complete video i llf:pection made. The vl.deo equipment usc ·i un this project wa 

m:••Htfactured by PLS T·,J-~·"Ttational of Stn _ ille, Ohio, Mini Camera System 

FS J/o( '''be camera sys:_c:m consisted of a l-l/2·-in, ··:11ameter underwn c;c r-amera 
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on 160 ft of control cable, a portable control unit with a built-in. 9-in. TV 

monitor, and a JVC portable video cassette recorder. The camera was eq1Jipped 

with five halogen lights that could be adjusted to maintain the proper light 

ipuro] in the borehc ,;· excellent picture quality. The vi1'- ,. ·<·pection 

incluli(':d viewing the up:_, :.ream and downstream j oint:s "7 nng the fu1J ;_c~ngth of 

the borehcTt• where they were \ · 1.:.~1e. Also included on the final tapes are 

the rock concrete interface and a •_r:i deo of the inside vJ ~-: e :Jleeves after 

installation. 

Sleeve installation 

300. The two-component sleeve used on this project consisted of a 

resilient inner sleeve and a reinforced outer sleeve. The inner sleeve used 

was 5-1/2-in. inside diameter by 5-7/8-in. outside diameter and of sufficient 

length rnr each borehole. Jt vras composed of pure gum natural rubber compound 

and manuL :·t.ured by Rubber Engineering Company of S;d t Lake City, Utah. This 

compound is designed for high tensile strength, resilien~·. and abrasion 

resistance, especially where impingement is encountered. Typical physical 

properties of the inner sleeve at 73° F are as follows: 

Hardness, Shore A 

Tensile strength, psi 

Elongation, percent 

Specific gravity 

Bashore resilience, percent 

Tear (Die C), PPLI 

Maximum service temperature, degrees F 

40 

3,500 

650 

0.98 

80 

200 

160 

301. The outer sleeve used was an elastomer-coated fabric (neoprene 

over nylon), 0.025 in. thick. The material used was Fairprene NN-5798, a 

general-purpose, high-strength fabric manufactured by Fairprene Industrial 

Products. The Fairprene material was furnished i~ rolls 22 in. wide, suffi

cient to wrap around the inner sleeve with a 3-in. overlap. 

302. The intended method of sleeve installation initially was by the 

inversion process. The inner sleeve was to be delivered inside out to the 

jobsite, Th2 outer sleeve ~-. .. :; Lu be weighted and J.mJered into the holt.: first 

(Figure 148). Next the inner slee 1ms to be attached tc a temporary flangr 

:iJe roadway suri •ld then be invn te0 •' n the hole 

!''" ·1 it :l.nside out fiJljng the ann•,i. 



Figure 148. Outer sleeve in place in the drill hole, 
Bagnell Dam 

Figure 149. The inversion process underway, Bagnell Darn 
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The theory was that the weight of the water would unroll the sleeve in the 

hole. A cable was to be attached to the sealed end of the inner sleeve for 

ease of removal of the ~leeve. 

303. This method was ~rt~mpted on the fi;~t sleeve, which W&b ro i e 

installed :i.u joint ?9. The process -ked well until it wns halted during the 

inversi.on stage c.L a 35--ft depth. The :.r·sc \vas extracted, ,, . i•1sertion 

rep-;:•:'lted, but once agaill, progress was stopned 35 ft below the A 

video inspection of the inside of the outer sleeve was made and no obstruc

tions were c;cen. Based on this video inspection, it w;ts hypothesized that the 

inversion process was halted due to th~ fact that the borehole was filled with 

waLer. Since the drilling operation clogged most of the downstl;z:m joint with 

cuttings, the only relief would have been for the water to escape through the 

upstream joint. The second contributing factor was the tren,endous frictionaJ 

f·:~rce buildup bet\·Te<,;1 tl ,, surfaces of the inner sleeve as :it unrolled. Liquid 

suap was used as a lub1icant to help ease the friction, but because of the 

length of the sleeve, it is still likely that the buildup of friction was 

responsible. There was some discussion at the jobsite about the possibility 

of an air lock causing the problem. However, it is not felt that this was a 

significant problem due to the fact that an air vent was provided at the end 

of the inner sleeve, and no air buildup inside the sleeve was apparent during 

the installation. 

304. Subsequent to the failure of the inversion process, an alternate 

method of installation was employed. This method involved the insertion of 

both sleeves simultaneously (Figure 150). This was accomplished by weighting 

one end and lowering the composite sleeve into the hole. This method proved 

to be fast and effective, and was used in installing all five sleeves. A 

detailed description of the preparation and installation procedure follows: 

a. The outer sleeve was rolled out on the roadway deck and cut to 
the appropriate length. Next, the inner sleeve was placed on 
the outer sleeve and packer placed in its open end. Approx
imhteJ:· 10 psi of air was then induced into the inner sleeve 
and it was soap tested for leaks (Figure 151). In the event 
that any leaks were found, they were repaired by patching with 
a commercially available tire patch and vulcanizing fluid, a 
method approved by Rubber Engineer Company. 

b. OncP the leak test and any necessary patching was complete, a 
10-lb weight was attached to the end of the composite sleeve. 
The weigi1! rnn~>:i:::ted of either 1 piece of 1-1/2-in.··-n· ter 
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~INNER :·uEVE 

(\ )). /OUTEfi c':>lf:EVE 
~ L_ (FAIRPRENE) 

c:::c====~~~-· ~~-----·--'···= 

STEP 1: LAY OUT OUTER 
SLEEVE, PLACE INNER 
SLEEVE IN MIDDLE Or 
OUTER SlEEVE. 

INNER SLEEVE 

3~ \ 

0 
STEP 2: WRAP ourr n 

Si . :·vE AROUND I NNE:,. 
SLL:~ VE ALLOWING A 
311 OVERLAP. 

OUTER 
SLeEVE 

-.....:::::::::::::::::::::::::::_ ____ _j_ INNER SLEt:., ,_ 

STEP 3: FOLD COMPOSITE 
SLEEVE ON ITSELF. 

' ' 

f> 

STEP 4: INSTALL BANDING 
STRAPS ON T /\PE WITH 
WATER-SOLUBLE ADHESIVE. 

OUTER 
SLEEVE 

INSTALLED SLEEVE AFTER 
BANDING STRAPS BREAK. 

Figure 150. Sleeve installation procedure, Bagnell Dam 

steel pipe filled with lead shot, a piece of 2-in.-diameter 
polyvinyl chloride pipe filled with lead shot, or a lead 
doughnut 4 in. in diameter (figure 152). 

c. The attachment of the weight was accomplished by wrapping the 
outer sleeve around the inner sleeve, leaving a 3-in. overlap 
of the outer sleeve material. Then the composite sleeve was 
wrapped around the weight and fastened with stainless steel 
hose clamps. 

d. The remainder of the sleeve was then prepared in a similar 
manner. First, th<· outer sleeve was wrapped around the inne1· 
:.->eve leaving the same 3-in. overlap. l\c:c:L, the composite 
sleeve was rolled over itself to approximately a !r-in. 
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Figure 151. Soap testing the inner sleeve, 
Bagnell Dam 

Figure 152. Stee~ pipe filled w~th lead shot 
to ~eight the composite slePve, Bagnel~ Dam 



305. 

diameter and secured with masking tape bands spaced at 
ap/>·•:imately 12 in. on center (Figure 153). 

e. After ~_:.c- · _l eeve was prepared and the final video of the bore-
hole camp!- c:, the composite ;:--em '\vas lowered iP th·· · ,,'e, 
Heigh ted end first. When the comp·~ · Le sleeve was aL 

1·om, it was rolled ovc and attached :·o temporary flangl ut 
e rc d-vmy surface (T '' ._;re ] 54). The outer sleeve was marke,; 

at: l 0 ,. · ~,;, cements so :it was known th: ' 1'}-,e sleeve was 
actually lowered to the bLLtom of the hole. 

L Once the sleeve was in the bottcm of the hole, it was filled 
Hith water. lJt:::JUSe of the weight of the water and the fact 
that the adhesive on the masking tape was water soluble, the 
banding straps would break and the sleeve would seat against 
the borehole walls. 

The process of inserting the sleeve took only about 5 min and it: 

was only an additional 35 min before the sleeve was full of water. As sc ~s 

the T.;rater level in the sleeve stabilized, n video inspection of the inside of: 

the sleeve was made tc ensure that there were no wrinkles. 

306. A cast iron cleanout with a brass plug was installed at each joint 

where a sleeve was installed (Figures 155-157). This cleanout was a traffic

bearing model mounted flush with the roadway surface. The top is easily 

removable for periodic inspection of the water level in the sleeve. The water 

level was left at 1 ft below the roadway to allow for thermal expansion and 

contraction. 

307. The sleeve installation was essentially the same on all five 

holes. The order of installation from first to last was as follows: 

joint 29, 21, 17, 15, and 25. On joint 29 a 4-in.-diameter lead doughnut was 

used as a weight. On joints 21 and 17 a 1-1/2-in.-diameter steel pipe filled 

with lead shot weighted the end of the sleeve. The steel pipe was changed to 

2-in.-diameter polyvinyl chloride pipe at joints 15 and 25. 

308. Joint leakage was n~nitored throughout the repair project by Union 

Electric persnnncl with results as follows: 

Flow Rates on Dates Shown, gal/min 
4/2 4/11 4/23 4/25 

-·--~·····-· 

tf/2 7 4/30 --5/23 5/29 Joint ----·-
15 50 0 0* 0 0 0 0 0 

17 115 97 79 92 85 51* 2 l 

19 111 120 98 100 93 97 33 21 
21 660 506 384 388 206* 16 78 58 

246 258 170 30"' 34 29 13 10 
29 86 n 1* 0 0 0 0 0 

-------- ·-------·~· ~-~-.. ~--

* Initial recJ.dings vJere taken after completion of dr:' '" 'ng, 
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a. Overall view b. Clc.se-up 

Figure 153. Composite sleeve ready for install'l-ior:, Bagnell Dam 



Figure 154. Composite sleeve installed, Bagnell Dam 
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FigurL 1~5. Section through top connection, Bagnell Dam 
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COMPOSITE SLEEVE 
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ROD 

'; ,"/': VES 4" PVC 

Figure 156. Plan view of top connection, Bagnell Dam 

Figure 157. Cast iron cleanout with brass plug, Bagnt~l Dam 

222 



The drill hole at joint 19 was abandoned after drilling to a depth of only 

13 ft, and no slcevP was installed. The general decre2se in flow through tl1is 

',, •1t would be exp· :: ed due to thermal :nsion of the dc;,., the time of the 

year n.:pairs ~..rere accomplished, Average flow through !'he remain:i ~ .i oints 

decreased ', (;iu J c·4 gal/min prior to ci· i lling to 58 ;,:Li/min following c.:omple-

tion of drilling. i.his approximate )' •: percent reducL.:on in flow rate is 

r-r:Lmarily attribuL .·. LJ) drill cuttings resLricting flow paths, Nu significant 

change in flow was noted betueen completion of drilling and sleeve 

installation. 

Caruthersville Floodwall 

309. The floodwall is J.ocated at Caruthers\ill·'. Ho., along thL right 

bank of the Mississippi River. The 2,990 ft of concrete gr~1·ity wall was 

constructed in 1932. Approximately 2,000 ft of the floodwall incorporates an 

old wall which was constructed sometime prior to 1932 (Figure 158). A 

3/8-in.-thick steel plate, 1 ft wide and 12 ft long, was used as a waterstop 

in each vertical joint between monoliths (Figure 159). An asphaltic compound 

was applied to that half of the plate in one monolith to prevent bond to the 

concrete, and a vertical slot was provided at that edge of the waterstop to 

accommodate movement of the plate. The joint on each side of the steel plate 

was filled with an asphalt-impregnated fiber joint filler. 

310. Concrete cracking and spalling around the monolith joints (Fig

ure 160) was repaired in 1984. Also a new waterstop was installed in 22 of 

the joints. The center portion of the existing waterstop was removed by 

drilling a 4-in.-diameter core vertically at the intersection of the steel 

plate and the joint. A one-piece diamond drill bit 13 ft long was used to 

core the holes to a depth of 12 ft. The one-piece drill bit was used because 

the core w~ divided into four sections by the stet~ plate and the joint 

filler and would not stay together in one piece. Also, eve11 if all four 

pieces of concrete were removed, the drill operators could not free the steel 

plate until the hole was d1 :Uled all the way through the wall. If they had 

tried to drill deeper after a section of the core was removed, the steel plate 

probably would have locked up inside th~ drill bit, causing it to jam. Torque 

created by such a bit _;.~ ·· ,eould have strijep2d the threads between the tube 

sections used to lengthen ~~~ drill bit. 
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Figure 158. Typical wall sec
tion, Caruthersville Floodwall 
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Figure 159. Waterstop detail, Caruthersville 
Floodwall 
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Figure 160. Typical concrete cracking and spallir[ 

around the steel plate waterstop, Caruthersville 
Floodwall 
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311. The 8-hp air drill was mounted on a 15-ft-high mast that was 

anchored to the top of the floodwall. Operators had to work from o ~n?.:llift 

(Figure 161) Asphalt in c11e joint filler tended i ·· ;qnn up the drill bit 

cause it to .,am ;.:Jso. To minimi?P 1· ·,. the drillers used a mj1cl soap solu 

t:j_on to lubricau ::1 bit. The drill 1· \ f.>t:i:J. jarrrrned up, •w\veve. Hhen this 

har,' ed. operators h2d tu ·c::wve the bit; 1 ·h<::l they did this, rh cnn-

crete und joint filler also Gtten came out. The ~teel plate remained eml·~Jded 

in the concrete Lhe bottom of the hole, To keep the plate from flopping 

:"·<'uncl and locking up inside the tube when r·· .1.·.1 J ing was resumed, they filled 

the cored portion of the hole with low-stren 0 l, grout and then redrilled the 

entire hole. Because of bit jams, some holes took 7 to 10 days to dr1~l and 

others took 0'1ly 1-1/2 days. Dixie Construction Produ: · Atlanta, Georgin, 

312. After the ho:lf:s ivere drilled (Fl~::;l!'c' 16/), they werf: ,·~1Jc, 1 ·with a 

flexible grout. FLEX 44, a polyurethane grout dib-· ibuted by De Neef America, 

Inc., was used to fill the holes. Fhen FLEX 44 comes in rontact with water, 

it expands and solidifies into a closed-cell flexible sealant. After the 

grout was mixed by hand with 10 percent water in a bucket, each hole was 

filled approximately one-third full (Figure 163). The top of the hole was 

then blocked and through expansion of the grout the remainder of the hole and 

adjacent joint was filled with the flexible grout. 

313. Leaking cracks in the counterweight walls of the gate recess at 

Norfork Dam were repaired by divers in 1982 at an estimated cost of between 

$15,000 and $20,000, The reservoir side of the structure was cleaned using 

scrapers, manila rope caulking was plRced in the cracks, Ji. the caulked 

. ~ .. ~eks were coated with flexible epoxy (Aqu[;ta) which is compo.t ibJe vri.th 

underv.rater placement techniques and environmenU;, The repair is stiLl. per

forming ac designed and could be easily adapted for r~pair of leaking monolith 

joints. 

314. A leaking joint in a culvert iu the Ozark navigation I ck was 

repaired by first drillinE r :: . ··"diameter holt•,-; c•n lO-ft centers aumwl the 

culvert ne... • .. hco joint. Next, ,, -;n, -·diameter plastjc nipple was inserted ir 

pach drill holt: through which portland ' slurry was pump·~:d under pressu1 · 
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Figure 161. Drilling through existing 
waterstop, Caruthersville Floodwall 

Figure 16%. Drill hole prior to grout
ing, CaJ:uthersville Floorh,r;-d ·: 



Figure 163. Mixing and placing polyurethane grout, Caruthers
ville Floodwall 
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until an effective seal was accomplished. This repair was estimated to cost a 

11 1 le less than $10,000 and was estimat.ed to have been effective for approxi

ma te.Ly 2 years. 

315. Repnir of a Table Rock Dam monolith joint '"t a point 160 l( k•lovJ 

Lhe water surface was necessitated as the result of a seLLion of wood form 

be_:ng inadvertently left in the joint during construction. The ,;rood completely 

deteriot;__;ted "rith time and allowed large volunK., ;.•ctter to enter ;_,-, clspec-· 

tion gallery. The first repalr 0tfort consisted of di~ rs placing lead plug 

caulking in the opening. The effort was only partially successful. After a 

time a second effort consisting of placing sheet neoprene over the area from 

the lakeside was attempted. The water pressure f0rced the neoprene 111to leak

ing spaces around the lead plug caulking. This formed an effective seal for 

approximately 6 years. The third effort to stop the leaking consisted of 

placing nylon rope from tl1e lakeside in the Jr~king portions around the previ

ous repairs so that the watl'r pressure could "seJ f--place" the rope for an 

effective seal. District personnel stated that ''the repair needs to be redone 

currently.'' It was estimated that these repairs cost between $10,000 to 

$15,000. 
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PART III: DISCUSSION 

316. Typical vmterstop defects include (3) excessive movemc 1, ;)f the 

joint wL···h ruptures the,,'.: erstop, (b) honeycomll ··J,-,ts adjacent to'" ~:rater

stop resulting f: c;m poorly conso ... J.~.i" roncrete, (c; ,·ontam:ination of the 

\lC'tc.Lstop surface \vhich prevents bond to the concrete, (d) 1•tmrture of the 

watcrstop or complete urnission during construction, and (e) breaks in the 

waterstClp due to poor or no '·ces. Since it is usu<1lly difficult tr• Y,•,move 

sufficient concrete along a joint ro allow replacement u; an embedded water-· 

stop, grouting of the joint or installation of a secondary waterstop are the 

remedial measures most often used. Several types of secondary waterstops have 

been tried (Table 2) with various degrees of success and expense. Generally, 

they can be grouped into four basic types: surface plat0s, caulked joints, 

grouted joints, and drill holes with some type of filler. The particular 

method used depends on a numter of factors including joint width and degree of 

movement, hydraulic pressure and rate of water flow through the joint, environ

ment, type of structure, economics, available constructjon time, and access to 

the upstream joint face. 

Surface Plates 

317. The surface plate type waterstop was used on 11 of the 23 projects 

(Table 2) described in this report. Surface plates have been used as both 

primary remedial waterstops and as backup plates for caulked and grouted joint 

repairs. Generally, the surface plate waterstop consists of a natural or 

synthetic rubber membrane which spans the monolith joint. The membrane is 

usually retained by either a single steel plate which spans the joint or two 

smaller plates located along the edges of the membrane. In some cases, an 

epoxy adhesive was used to bond the membrane to the concr~tL surface in addi

tion to the anchored steel plates. This type of remedial waterstop has had 

varying degrees of success. At Algiers Lock, the exposed upper portion of the 

membrane deteriorated with time. Ruptured membranes at Kirwan Darn were 

attributed to localized material we~kn°ss or passage of rough and sharp-edged 

debris through the conduit. Surface plate type waterstops have been rela

tively successful at John Day and McNary Locks, bt:l they failed at Lower 

Monumental Lock. Failure was attributed to (a) loosening of the anchor belts, 
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Table 2 

Summar~ of Materials and Technigues Used in ReJ2air of 

Waterst0)2 Failures 

-------- ··-~· -~-. --------· "- -- ··-·----~-
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0 <l) ..:.: Cll 0 -~ Cll CfJ ·.-l 

-'< ;;..~ > () +J ,...1 ·u (.) (:) CfJ 0 <l) 13 
() 

~ 
•.-i 

""" 
0 10: c ~] _q s ;j ;> ~' C1) 

..:.: 0 •··· s~ () ,...1 <l) <l) (1j ~ ((! ~ J..< ,...., q 
() ,...1 Cll 0 3 ({] ,...., ..:.: <l) q Ci) s ·.-l s 
0 >.; s qw ,...1 >.; 0 J..< () w .-! ({] m > Cll ·" -'< 

,...1 J..< "") <l) Cll -~~ 0 c 0 <l) 0 +J ,-; ·.-l Q) <Q <l) q ({] ~ () () 

Waters top Repair ::J +J ~ 'ClUJ » ,.0 0 0 ..0 ,...1 m ,...., <1) ~ >.; 0 0 
(fj .r:: .-l m c c m >.; ~ s ,_, Ci) P'< C1) ... c:l ,_, <l) ..:.: ,...1 ~ 

Techniques and ~-..J 
._, Q) C3 CfJ m m ~ m Q) ;:J » I'« 10: bll ~. c ,_, .c >.; 

).J m >.; ·rl ..:.: ~ H ,....; (_) J..< Cll OJ m 0 CJ w 0 -'< <l) 

Materials 
,.,; .c Cll '0 ..:<:>-< 10: Qi 'J m <l) '0 ~ 

,_, .c ·~ ::J "-' >.; ·-i 

o.O 0 () <l) J..< ()~ .c <l) ;:> ~-J ~< z 10: J..< p.. () 'JJ 01) J..< J..< C1) .0 
,..., 0 ~ rl C1) 0 0 () 0 CJ () •r1 C1) p.. ·.-l nJ C1) C1) 0 N C1) 

~ ;:; "' u Cll ,...1 >-, H ,...1 ,...1 "' ::;: ~ ~ p:: ~ p:: ~ "1 u z 0 !'-< 

·-·---

Surface Plates 0 0 0 0 0 0 0 0 0 0 0 

Neoprene/rubber 
diaphragm 0 0 0 0 0 0 0 0 0 

Steel retainer plate 0 [) 0 0 0 0 0 0 0 

Pre:.· : .-.: ,, c1 rubber 0 

Styrofoam blocks 0 

Epoxy adhesive 0 0 

Polysulfide joint 
sealant 0 

Caulked Joints 0 0 0 0 0 0 0 0 0 

Sponge rubber joint 
filler 0 

Asphaltic compounds 0 

Synthetic rubber 0 0 

Polyurethane 0 0 

Joint filler board 0 

Premolded neoprene/ 
rubber 0 0 

Polyethylene foam 0 

Lead wool/oakum 0 0 

Skimkote 0 

Polysulfide 0 0 

Building sealant 0 

Oakum and black mastic 

Fiber[~ lass and epoxy 0 

Underwater epoxy 0 

Nylon rope 0 

Grouted Joints 0 0 0 0 0 0 0 0 0 0 

Cementitious grout 0 0 0 0 0 

Hydrophilic poly-
urethane gel 0 0 

Acrylamide gr,,ui 0 0 

Sand and cement 0 

(Cont:.nued) 
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Table 2 (Concluded) 

,...; 
,...; 
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u , .. ] (\j 0 If) ,.. .. -! ~ q <!) q QJ F. .,; ~ 
0 ,_, s q Ul ...:1 H ;:l u QJ rl ({] :> <V ~ ~ 

H 
,, ~. ro 0 c 0 u "" ·c-1 QJ I'Q QJ (_) ({) p u u 

Waters top Repair .c ~l ...,...::1 Ul :>, .0 0 0 .D .. rl '" w ~ H c () 

Ul ...-<. 
~ c '" H ;:;:: s Q) I'Q "' "Cl ,...; c· c.:: 

Techniques and H ..... (!) (fJ co C\l q "' <!) ::l ;>-, , . 
00 H c ,...; ,L 

<!) H "' H .,; ~ ::r:: H ,...; u ... ro (!) "' 0 <!) w ·"' Materials ·ri <t: ..c "' "Cl ~ H c (!) .w "' (!) "Cl q ,...; ..c: ..... c ;:l 4-l '-· 00 (J (J (!) H <J-et: ..c <!) ;.: ..... ;.: ;z; c H 0. u (fJ 00 H H ,, 
,l") ,...; "' ·ri ,...; "' 0 0 (J 0 ·c-1 (!) (J ·ri '" 0. ·c-1 ro '" "' 0 N co < ;:;:: ;:;:: u (/) ...:1 ...., H ,.l ,_, 

~ ;:;:: 10.. q ;:._(~ < ~ f.r~ I:Q u ;z; 0 H 

(o]'C'U i ed Joints (Cont'd) 

Pol:· sulfide joint 
sealant 0 

Hydrophilic poly-
urethane foam 0 

Dril] Hole with Filler 0 0 0 0 0 0 0 0 0 0 

Synt tic rubber liner 0 

Nyle;,. r,;,inforced poly-
vinyl liner 0 

Felt lined polyure t ;,.,ne 
membrane 0 

Burlap 0 0 

Naturill rubber and 
elastomer-coated fabric 0 

Cementitious grout 0 

Aquagel, baroid, and 
ethylene glycol 0 

Sand and bentonite 0 

Hydrophobic polyurethane 
grout 0 0 

Hydrophobic sand 0 

Acrylamide grout 0 0 0 0 

Hydrophilic polyurethane 
foam 0 0 0 0 

Water under pressure 0 

Bentonite slurry 0 

Hydrophi.lic polyurethane gel 0 

Asphaltic sealer 0 

Water 0 

Reinstall r·:xlsting Waters toEs 0 0 

Rubber 0 

Copper 0 
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(b) reverse hydrostatic pressure from water trapped behind the waterstop when 

the water levee_ dropped, (c) mechanical :'buse such as a barge tearing off the 

plate, (d) ice pressure from moisture tra;-,ped be h-i nJ the plate, n:'d (e) harden-

ing of the f' 1 r·y:i_hle pad due to a;?,:: 

membrane d alone at RussPJl 

the rubber to t :!" concrete failed. 

(Schrader l YBO). Where a sheet r:;hber 

the underwater adhc~~vP used to bond 

318. A different type of surface plate ~aterstop was usea ~uccessfully 

at MacArthur Lock. In this case, a premolded rubber rod was positione~ over 

the joint and retained by a steel angle and clamp bar:: with set screws. This 

procedure has worked quite effectively and no maintenance other than adjusting 

the set screws and painting exposed steel surfaces had been required during 

the approximately 30 years in service. 

Caulked Joints 

319. The caulked joint type of remedial waterstop was used on 9 of the 

23 projects described in this report (Table 2). In those cases where the 

joint was sawed prior to caulking, a typical saw cut 1/2 in. wide by 1-1/2 in. 

deep was caulked. In other cases, the 11V11 formed by chamfering of adjacent 

monoliths during construction was filled with the caulking material. In most 

cases (7 of 9), a surface plate type waterstop was used in combination with 

the caulked joint to resist extrusion of the caulking material as the mono

liths contract. 

320. Caulked joint repairs at Algiers Lock were generally successful 

initially. However, continued progressive opening of the monolith joints 

significantly reduced their efficiency. Joints without surface membranes 

experienced problems with extrusion of the sealant at Kirwan Dam and several 

required resealing after approximately 10 years. Once problems with partial 

extrusion due to inadequate curing were solved, caulked joints performed with 

reasonable success for several years at Lower Monumental Lock. Caulked joint 

repairs at John Day Lock were not successful. Caulking of joints at MacArthur 

Lock and Sardis Dam in combination with surface plate and grouted joint 

repairs, respectively, were successful. Used in combination vlith surface 

plates and joint grouting, caulked joint repairs drastically reduced leakage 

at RusselL Dam initially; however, long-term nerformance data are i-•ut avail

able. Successful underwater caulk repair of cractc 2t Norfork Dam cou~d oe 
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easily adapted to repair of waterstop failures. Underwater joint caulking at 

Table Rock Dam was only partially successful. 

J2l. A variety uf n;;terials have bee' _serl as caulking sealants 

(Table '\ ;ith varying degr, ·f success. To pc.:, ,~·rm satisfactorily, du· 

seAlant must not s~o in vertical applications, must c :Jly, bond to 

an clamp concrete, flextble under : 

J,:: :c·~u r11de through the joint under hydrost<, 

ipated service conditioPs, and 

pressure. The seaLH'' should 

follo,.; the joint to its base cr be keyed into a g:·nuted joint as was C:c,;Je at 

Russell Dam. Othenvise, water w:L Ft-Igrate underneath th(:. sealant and along 

the joint to the deficient waterstop. 

C:Touted Joints 

322. The grouted joint type of n~iiiC Lei 1;·Jaterstop was W3e(l fn JO of the 

23 repah projects reviewe•.l 'i\'"ble 2). This typ1•: of ncmedial waLe :.·13t:op is 

most often <JE;,::cJ in repair of conduits, culverts, leries, etc. Typically, 

an array of small-··diameter holes is drilled from various locaUons within a 

gallery to intercept the joint behind the waterstop. An elastic chemical 

grout is then injected through the drill holes to fill the joint. Another 

approach is to drill holes through a conduit and inject cementitious grout 

behind the conduit in areas of leakage. Injection grouts should have low 

viscosity; fast gel or set times; good bond to unprepared, wet concrete sur

faces; and good elastic strength. Hydrophilic polyurethane gels and foams 

generally meet the desired criteria and have been successful in most 

applications. 

323. Grouted joint waterstops in combjnation with caulked joint and 

surf~ce plate waterstop techniques was used L~ (~1 vertical contraction 

joints on the upstream face of Richard B. Russell D<i!l!o t. permeable gro1lt tt;be 

was placed in Lfl•:~ vert:Lca1 "V" alur•g U''" face of each j cdnt <'mel covered with 

a•t elastomeric sealant After the sealcmL :,<,uiened, the grout t11i."· \-JaS 

injected with a polysulfide sealant to fill tl:t joints from the dam fe.ce ird:o 

the embedded ~aterstop. The polysulfide sealant was also placed on the fare 

of the dam foJ d"':tance of 8 in. on either side of the joints, Prior to 

~~rdening of the se2lant, a surface plate ~aterstop of 20 gauge S 1 itinless 

steel ;om•: anchored into por:dt:Lon O'ler the joLtt 



Drill Hole with Filler 

324, This a]Jproach consists ,h·illing a hole .t·I"om the top of th'-

ulOnolith along tlY l''''·t and into the , 'datinn, and c·, ::: .f:. ,_he ho]e vlith an 

c:l:;';t:ic n:aterial. Typ:lc;il1y 'he hole is !:.or. , in diamectcJ· and dr 11ed 

by a , .. '··the--hole hammer .:_,t core drill. The m'' costly core drillinr ~lo~s 

easy visual :inspection of hole aLi.;c,;,:c:ent along the joi1 but the down-e le 

nammer has proven to be the preferred method of drilling. Small nndervmter 

video c:ameras can also he used to inspect ; alignment and cu;.dition of the 

joint. 

325. Th0 drill holes are filled with an elastic: filler material to 

establish a seal ~~~i11st water penet1ution through the joint. Criteria for 

the filler require t ·: d:lsplace wate1, ;n some degree of l!nnd to the 

concrete surfAce, remain elastic throughout the life of the structure, he 

practical for field application, LL economical, and have sufficient consistency 

so that it will not extrude under the hydraulic head to which :i.t l·rLll be sub-· 

jeered (Schrader 1980). Various liquids, slurries, cementitious grouts, and 

chemical ge Is cmd foams have been used as fillers. 

326. Acrylamide grout systems have been used as tl1e elastic filler in 

several applications. Developed primarily for filling voids in permeable sand 

and gravel foundations, these systems consist of an acrylamide powder, a 

catalyst, and an initiator. l.Vhen dissolved in separate water solutions and 

mixed together, a gelatinous mass results. The mass c~n be given more stabil

ity, weight, and rigidity through the addition of inert mineral fillers such 

as diatomaceous earth, bentonite, and pozzolans. In some early applications, 

portland cement was used to thicken the grout and allow its use in open flow

ing holes with substantial hydrac' "r hnad. However, as the rement hydrates, 

the grout mass hardens resulting in a nc ·~ .cxible filler. R~r~irs of water-

stops using acrylamide systems have ~L~ formed with varying rees of 

success. Repairs which have beE~n subjected to small relative joint movernents 

have generally performed well. wh:L:l, ·: 1.mi Iar repairs subject to large relative 

j0int movements ha,:e failed and required .: •;•'outing. It has been suggested 

that one of the advantage nf this repair technique is that regrouting can be 

done eas:L ;md economically ··:l·"·:r:i 0nced chemica~ grout r.;rs. 

327. Hyci ·;lnlJ.c polyurethm1 ,, ] rr and foams h&i·, sc1 been used at> 

r ., as tic fillers. '·it" ,, r•:r:ials are ac•: , ,,d v:hen they COTl!f' into contact 
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with water and upon curing form a tough, flexible gel approximately 10 times 

its original volume. Gel times will vary with ambient and water temperatures 

but can g'" rally be controllt. L;rrough additives 1 o h,, in the range of 

r:;. l 0 min. uuder static water conditions these materials cc>n be simply poured 

:nto the drill hole, \.':~ere significant w:>Let llm.; is present, Lt·Jl~tp satu

rated with the polyurethane can be used successfully. This procedurr ~as used 

at Dardar'-Jie Lock to reduce JL,;i\age by approximately 95 percent. 

328. In some cases, a continuous tube-type liner has been inserted into 

the ~~ill hole to contain the filler materia]. Liner materials include rein

forced plastic firehose, La i:.un11 rubber, elastomet .,coated fabric, neoprene, 

synthetic rubher, and felt-lined polyurethane tubes. In most cases, the 

liners are not bonded to the walls at Lllc. drill holes and rely on differential 

pressure between the interior of the lin ~ud the external w~ level to 

force the liner against the sides of the hole. Obviously, any type liner 

material should be of sufficient flexibility to allow the tube to conform to 

any voids and irregularities in the surface of the drill hole and to accommo

date differential movement between adjacent monoliths. A bonded liner system, 

which allows bonding of the liner to the surface of the drill hole, was suc

cessfully installed at Pine Flat Dam. This approach appears promising but 

long-term performance data under high hydrostatic heads are unavailable at 

present. 

329. A variety of materials have been used as fillers inside the drill 

hole liners. These include water, bentonite slurry, and various formulations 

of chemical grout. Criteria for the filler are generally the same as those 

for drill holes without liners. Filler grouts should have a density greater 

than that of water and should be placed by tremie tubes starting at the bottom 

of the liner to displace all water in the liner. Once the filler material is 

in place, the hole should be capped flush with the top surface. The cap 

should contain a removable plug for periodic inspection of the filler 

material. 

330. Video inspections of the drill holes before and after insertion of 

the liner have proven to be beneficial in determining the exact location of 

the concrete-foundation interface, irregularities in the concrete surface, 

seepage locations, and adequacy of the insertion process. Also, if the inver

sion technique is proposed for liner insertion, the bottom 25 percent of l~ 
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drill hole should be pressure tested to determine whether leakage rates in 

this zone are sufficient to allow r.-:'' c.r in the hole to e~ "z:pe during 



PART IV: CONCLUSIONS AND RECOMMENDATIONS 

Cone] usi.ons 

33! ,,,:,kage through , _: ·lith joints repo· ted herein ranged fn·JT! m ;.: 1· 

flows to m.:;L:c: than 600 gal/min. -~;- gc'-'·ral, leakage \-!elf' the result of water

stop defects including (a) excessive movement cf the joint which ruptures the 

wat:erstn;', (b) honeycoF- ,;_eas adjacent to the ·.-_--,-:;terstop resulting from poorly 

consolidated concrete, (c) contamination of the \.;aterstop surface whic..:h pre

vents bond to the concrete, (d) puncture of the waterstop nr complete omission 

dnring construction, and (e) breaks in the 1.;raterstop due to poor or no splices. 

Since most of these deficiencies are the result of poor construction practices, 

it appe~1rs that the installation of waterstops warrants increased attention 

during design and construction of ;_, ' ,, ,: projects. 

332. More than 80 different material~ and techniques have been used, 

indi i dually and in variou~: c-ombinations, tc' J·epair waters top fa:[ lures reported 

herein. Some• appear to have been successful, while many have failed. Recause 

of a lack of appropriate test methods and equipment, most materials have been 

used in prototype repairs with limited or no laboratory evaluation of their 

effectiveness in the particular application. Obviously, there is a definite 

need for development of testing procedures and equipment to allow systematic 

laboratory evaluation of waterstop repair techniques prior to application in 

prototype structures. 

Recommendations 

333. A functional laboratory test apparatus should be designed and 

fabricated to evaluate the effectiveness of the various materials and tech-

niques being used to install r~1uedial waterstops in concrete navigation locks 

and dams where existing waterstops have failed. The test apparatus should 

satisfy the following requirements: 

a. Should be capable of accommodating test specimens which incor
porate the various materials and techniques being used to 
install remedial waterstops. 

b. hould permit differentia] movement betwe-·r; simulated monolith 

joints _;p to 0.3 in. longitudinal along plane of thP water
stop au . .: " t:o 0.5 in. along ;:,L;ne transverse to Vfli rstop. 
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c. Should be capable of applying water heads up to 300 ft. 

d. Should permit water flow up to 100 gal/min along the joint. 

f. 

Should be capabJe of testing envicJnment temperatures of 40° 
to 85° F. 

Should have independent and variable controls on 
movement, vmter head, flow, and temperature to a 
full range of each testing parameter. 

differentia.i 
ommodate the 

g. Should be fd1y instrumented using P.rpropriate gages, 
,·ecorders, and other pertinent instt.;.nents to completely 
,,1unitor and record the test operation. 

334. Monitoring of field installation and performance of remedial 

waterstops should be continued. Based on an evaluation of field performance, 

product data rheets and case histories describing prototype repairs should be 

prepared as app1 opriate for inclusic ,' in the REMR Notebooks. 
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